Mr. Erik Bewley January 30, 2015
OEPA-DAPC-NEDO VIA UPS and Air Services
2110 E. Aurora Road

Twinsburg, OH 44087

RE: HERITAGE THERMAL SERVICES
FACILITY ID: 02-15-02-0233
4TH QUARTER 2014
EXCESS EMISSIONS REPORT

Dear Mr. Bewley:

Enclosed are the quarterly reports for excess emissions of opacity, sulfur dioxide, oxides of
nitrogen, and total hydrocarbons as required by Heritage Thermal Services’ Title V Permit #
PO084372. Additional information regarding incinerator operation, kiln and secondary
combustion temperature, and carbon monoxide emissions are also included. This report covers
the period October 1 through December 31, 2014.

"I certify under penalty of law that this document and all attachments were prepared under my direction or
supervision in accordance with a system designed to assure that qualified personnel properly gather and
evaluate the information submitted. Based on my inquiry of the person or persons who manage the system,
or those persons directly responsible for gathering the information, the information submitted is, to the best
of my knowledge and belief, true, accurate, and complete. I am aware that there are certain penalties for
submitting false information including the possibility of fine and imprisonment for knowing violations."

If you have any questions feel free to contact me at 330-385-7337.
Sincerely,

ok =

Stewart Fletcher
General Manager
Heritage Thermal Services
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Incin

erator Operation Times

Duration Incinerator Operation
Start Date/Time End Date/Time Minutes
10/01/2014 00:00 10/01/2014 10:03 604]On Hazardous Waste
10/01/2014 10:04 10/01/2014 11:09 66| Retention
10/01/2014 11:10| 10/01/2014 11:26) 17|On Hazardous Waste
10/01/2014 11:27 10/01/2014 12:25 59| Retention
10/01/2014 12:26 10/01/2014 21:04 519{0On Hazardous Waste
10/01/2014 21:05 10/01/2014 22:05 61| Retention
10/01/2014 22:06 10/03/2014 14:07 2402|0n Hazardous Waste
10/03/2014 14:08 10/03/2014 15:29 82|Retention
10/03/2014 15:30 10/04/2014 18:11 1602|On Hazardous Waste
10/04/2014 18:12 10/04/2014 19:10 59| Retention
10/04/2014 19:11 10/06/2014 19:34 2904]|0n Hazardous Waste
10/06/2014 19:35 10/06/2014 19:38 4{Retention
10/06/2014 19:39| 10/07/2014 20:53 1515|0n Hazardous Waste
10/07/2014 20:54 10/07/2014 20:59| 6| Retention
10/07/2014 21:.00 10/08/2014 03:23| 384)On Hazardous Waste
10/08/2014 03:24 10/08/2014 04.02 39|ﬁetemion
10/08/2014 04:03]  10/08/2014 09:52 350|On Hazardous Waste
10/08/2014 09:53| 10/08/2014 11:15 83| Rstention
10/08/2014 11:16 10/09/2014 19:40 1945)0n Hazardous Waste
10/09/2014 19:41 10/09/2014 20:13 33| Retention
10/09/2014 20:14 10/11/2014 01:37 1764|0On Hazardous Waste
10/11/2014 01:38 10/11/2014 01:50 13| Retention
10/11/2014 01:51 10/11/2014 17:03 913]On Hazardous Waste
10/11/2014 17:04 10/11/2014 18:05 62| Retention
10/11/2014 18:06 10/13/2014 11:57 2512|0n Hazardous Waste
10/13/2014 11:58 10/13/2014 12:25 28| Ratention
10/13/2014 12:26 10/14/2014 04:03 938)On Hazardous Waste
10/14/2014 04:04 10/14/2014 05:01 58| Retention
10/14/2014 05:02 10/20/2014 11:09] 9008|On Hazardous Waste
10/20/2014 11:10 10/20/2014 12:01 52| Retanticn
10/20/2014 12:02 10/21/2014 07:05 1144]0On Hazardous Waste
10/21/2014 07:06 10/21/2014 07.55 50| Retention
10/21/2014 07:56 10/22/2014 17:17 2002]|0n Hazardous Waste
10/22/2014 17:18 10/22/2014 18:15 58| Retention
10/22/2014 18:16 10/25/2014 14:53 4118{0On Hazardous Waste
10/25/2014 14.54 10/25/2014 15:00 7|Relention
10/25/2014 15:01 10/26/2014 12:06| 1266]0n Hazardous Waste
10/26/2014 12:07 10/26/2014 13:05 59| Retention
10/26/2014 13:06 10/27/2014 00:52 707{On Hazardous Waste
10/27/2014 00:53§ 10/27/2014 01:50 58| Retention
10/27/2014 01:51 11/02/2014 14:53 9423|On Hazardous Waste
11/02/2014 14:54 11/02/2014 14:55 2|Retention
11/02/2014 14:56 11/05/2014 19:55 4620{On Hazardous Waste
11/05/2014 19:56 11/05/2014 20:36 41|Relention
11/05/2014 20:37 11/06/2014 19:12 1356|On Hazardous Waste
11/06/2014 19:13 11/06/2014 19:29 17 |Retenticn
11/06/2014 19:30 11/09/2014 19:36 4327]0n Hazardous Waste
11/09/2014 19:37 11/09/2014 19:47 11|Retention
11/09/2014 19:48 11/12/2014 22:35 4488|On Hazardous Waste
11/12/2014 22:36 11/12/2014 23:24 49|Retention
11/12/2014 23:25 11/18/2014 13:23 8039 Qn Hazardous Waste
11/18/2014 13:24| 11/18/2014 13:25 2| Retention
11/18/2014 13.26 11/19/2014 00:17 652|0On Hazardous Waste
11/19/2014 00:18 11/19/2014 00:46 29|Retention
11/19/2014 00:47 11/22/2014 02:33 442710n Hazardous Waste
11/22/2014 02:34 11/22/2014 03:17 44|Retention
11/22/2014 03:18 11/22/2014 03:20 3|On Hazardous Waste
11/22/2014 03:21 11/22/2014 03:35 15|Retention
11/22/2014 03.36| 11/26/2014 11:20 6225|On Hazardous Waste
11/26/2014 11:21 11/26/2014 12:20 60| Retention
11/26/2014 12:21 11/26/2014 12:04 2864|0n Hazardous Waste
11/28/2014 12:05 11/28/2014 13:20] 76{Retention

Heritage Thermal Services

4th Quarter 2014




Incinerator Operation Times

Start Date/Time

End Date/Time

Duration
Minutes

11/28/2014 13:21

11/29/2014 14:40

1520|On Hazardous Waste

11/29/2014 14:41

11/29/2014 15:38

58| Retention

11/29/2014 15:39

11/30/2014 04.38

780|0n Hazardous Wasle

11/30/2014 04:39

12/01/2014 11:05

1827|0Otline

12/01/2014 1106

12/02/2014 01:04

839

On Virgin Fuels

12/02/2014 01:05

12/02/2014 01:05

1

On Hazardous Wasle

12/02/2014 01:06

12/02/2014 01:07

2|On Virgin Fuels

12/02/2014 01:08

12/02/2014 21:20

1213|On Hazardous Waste

12/02/2014 21:21

12/02/2014 22:11

51

RAetention

12/02/2014 22:12

12/05/2014 09:10

3539|0n Hazardous Waste

12/05/2014 09:11 12/05/2014 09:44 34| Ratention
12/05/2014 09:45 12/08/2014 14:29 4605|0On Hazardous Wasta
12/08/2014 14:30 12/08/2014 15:30 61)Retention
12/08/2014 15:31 12/09/2014 1918 1668|0n Hazardous Waste
12/09/2014 19:19 12/09/2014 20:18 60| Retention
12/09/2014 20:19 12/17/2014 12:10 11032|0n Hazardous Wasle

12/17/2014 12:11

12/17/2014 12:33

23

Reatention

12/17/2014 12:34

12/20/2014 10:35

4202]On Hazardous Waste

12/20/2014 10:36

12/20/2014 11:34

59| Retention

12/20/2014 11:35

12/26/2014 11:52

B8658|0On Hazardous Waste

12/26/2014 11:53

12/26/2014 12:56

64|Retention

12/26/2014 12:57

12/31/2014 23:59

7863|On Hazardous Wasta

128119|0n Hazardous Waste

1693]Retention

841

On Virgin Fusls

1827 Offline

0

Missing

132480| Total

132480{Minutes in Quarier

Heritage Thermal Services

4th Quarter 2014

Incinerator Operation




Temperature is Aeport

on a One Hour
Average

Kiln Temperature must be > 1718 while
there is Hazardous Waste being fed or
there is Waste Retention in the kiln

Kiln Temperature
<1718
e Summary
MINIMUM
TEMP
Date DEG F Duration {min) fAeason

Corrective Action

0

Total Minutas

Heritage Thermal Services

4th Quarter 2014






Tempoerature is Report Kiln Temperature Kiln Temperature must be > 1718 while

on & One Hour <1718 there is Hazardous Waste being led or
Average there is Waste Retention in the kiln
”
Tempera in Automatic
ture incinerator | Combu| Waste Feed
Date (DEG F) Reason Corrective Action Operation stion Cutoff?

1] Total Minutes in Exceadance
0 Number of Events

Heritage Thermal Services
4th Quarter 2014






Tempsrature is Report
on a One Hour

Average

SCC Temperature SCC Temperature must be sufficient while

there is Hazardous Waste being fed or

<1747 there is Waste Retention in the kiln

Summary
MINIMUM
TEMP
Date DEGF Duration (min)| Reason Caorrective Action
12/05/2014 09:23 1682.4 22 Malfunction - ID Fan Shutdown |Correcled Problem - Restarted Unit
22 Total Minutes

Heritage Thermal Services

4th Quarter 2014






Temperalure is Report S$CC Temperature SCC Temperature must be > 1747 while
on a One Hour <1747 there is Hazardous Waste being fed or
Average there is Wasie Retention in the kiln
Tempera| Waste in Automatic
ture Incinerator | Combustion] Waste Feed
Date {(DEG F) Reason Corrective Action_ Operation Zone? Cutofi?

1 |12/05/2014 0923 | 1743.34 [Malfunction - ID Fan Shutdown Corrected Problem - Restarted Unit Aetention Yes Yes

2 |12/05/2014 09:24 | 1734.78 [Maltunction - ID Fan Shutdown Corrected Problem - Aestarted Unit Ratention Yes Yes

3 112/05/2014 09:25 | 1727.94 [Malfunction - 1D Fan Shutdown Corrected Problam - Restaried Unit Reatention Yes Yes

4 |12/05/2014 09:26 | 1727.94 {Malfunclion - ID Fan Shutdown Corrected Problem - Restaried Unit Retention Yes Yes

5 _|12/05/2014 09:27 | 1721.88 [Malfunction - ID Fan Shutdown Corrected Problem - Rastaried Unit Retention Yes Yes

6 [12/05/2014 09:28 | 1709.13 |Malfunction - ID Fan Shutdown Corrected Problem - Restarted Unit Retention Yes Yas

7_|12/05/2014 09:29 | 1709,13 |Malfunction - ID Fan Shutdown Corrected Problem - Restarted Unit Retention Yes Yes

8 |12/05/2014 09:30 | 1702.66 |Malfunction - ID Fan Shutdown Corrected Problem - Restarted Unit Aeatention Yes Yes_

9 112/05/2014 09:31 | 1696.84 [Maliunction - ID Fan Shutdown |Carrectad Problem - Restarted Unit Hslention Yes Yes

10 112/05/2014 09:32 | 1692.22 [Malfunction - I} Fan Shutdown |Corrected Problem - Restarted Unit Hetenticn Yes Yes

11_{12/05/2014 09:33 | 1689 06 {Malfunciion - ID Fan Shutdown Correcled Problem - Restarted Unit Retention Yos Yes

12 112/05/2014 09:34 | 1686.38 [Malfunction - ID Fan Shutdown Corrected Problem - Restarted Unit Retantion Yes Yes

13 |12/05/2014 09:35 | 1686.38 |Mallunction - ID Fan Shutdown {Corrected Problem - Restarted Unit Retantion Yes Yes

14 112/05/2014 09:36 | 1685.56 [Malfunction - ID Fan Shutdown Comrected Problem - Restarted Unit Retantion Yes Yas

15 _[12/05/2014 09:37 | 1684.69 |Malfunction - ID Fan Shutdown Corrected Problem - Aeslarted Unit Ratention Yes Yeos

16 ]12/05/2014 09:38 | 1683.50 [Malfunction - ID Fan Shutdown Corrected Problem - Restarted Unit _Retention Yes Yes

17 _|12/05/2034 09:39 | 1682.41 [Malfunction - ID Fan Shutdown Corrected Problem - Restarted Unit Aatenlion Yes Yes

18 112/05/2014 09:40 | 1683.03 [Maltunciion - ID Fan Shutdown Corrected Problem - Aestaried Unit RAeatention Yes Yes

19 112/05/2014 09:41 | 1683.03 JMalfunction - ID Fan Shutdown Corrected Problem - Restarted Unit Retention Yas Yes

20 |12/05/2014 09:42 | 1687.25 [Malfunction - ID Fan Shutdown Cormected Problem - Restaried Unit Retention Yes Yes

21 [12/05/2014 09:43 | 1687.25 [Malfunction - ID Fan Shutdown Corrected Problem - Restaded Unit Retention Yas Yes

22 |12/05/2014 09:44 | 1689.97 |Malfunction - ID Fan Shutdown Corrected Problem - Restaried Unit Retention Yes Yes

2_2_ﬁ'otal Minutes in Exceedance
1 INumber of Events

Heritage Thermal Services
4th Quarter 2014







Emissions Limits: THC Systern i1
1-Hour Averaga > 10 PPM Excess Emissions Report California Anaiytical Instruments
while on Waste or Retention Summary Model: 600-HFID
Shl L1190 4
MaXIMUM
Date PPM Duratien {min) Reason Corrective Actlon
Waste
10/01/2014 10:04 18.9 58 Malfunction - Lance Plugging Cleared Lance. Restarted unit.
10/01/2014 11:26 11.6 56 Operator Error- Feed Prep Restarted Unit. Reduced Charges
10/01/2014 21:04 10.8 57 Operator Error - Poor Qperation Restarted Unit
10/03/2014 14:07 32.7 76 Operator Error- Feed Prep Restarted Unit. Reduced Charges
10/04/2014 18:11 15.2 60 Matfunction Combustion Anomaly Reviewed waste feeds. Restaried unit,
10/07/2014 20:53 10.5 7 Malfunction Combustion Anomaly Reviewed waste feeds. Restarted unit.
10/08/2014 03:23 10.6 12 Malfunction Combuslion Anomaly Reviewed waste feeds. Restarted unit.
10/08/2014 09:52 10.6 43 Operator Error Line Flush Restarted unit. Revised feed instruction.
10/11/2014 01:37 11.8 11 Malfunction Combustion Anomaly Reviewed waste feeds. Reslaried unit.
10/11/2014 17:03 25.6 62 Operator Error Feed Mix Restarted unit. Revised feed instruction.
10/13/2014 11:57 10.5 3 Malfunction Combustion Ancmaly Reviewed waste feeds. Restarted unit.
10/14/2014 04:03 15.5 59 Operator Error Feed Prep Restarted unit. Corrected issue.
10/20/2014 11.09 12.4 52 Malfunction Combustion Anomaly Reviewed waste feeds. Restarted unit.
10/22/2014 17:17 10.1 57 Operator Error Feed Prep Restarted unit. Revised feed instruction.
10/26/2014 12:06 12.0 59 Malfunction Combustion Anomaly Reviewed waste feeds. Restarted unit.
10/27/2014 00:52 16.6 58 Malfunction Lance Slagging Cleared lance. Restarted unit.
11/05/2014 19:55 12.9 40 Operator Emor Line Flush Restarted unit. Install indicator light
11/06/2014 19:12 11.8 18 Operator Error Line Flush Restarted unit. Install indicator light
11/12/2014 22:35 12.4 45 Mallunction Lance Plugging Cloared lance. Restarted unit.
11/26/2014 11:20 12.2 58 Operator Error Feed Prep Restaried Unit. Reduced Cha_rggs
11/29/2014 14:40 16.1 59 Operator Error Feed Prep Restarted Unit. Reduced Chages
12/08/2014 14:30 18.7 60 Operator Error Feed Mix Reslarted unit. Spaced out charges.
12/09/2014 19:18 14.0 59 Malfunction Lance Plugging Cteared lance. Restaried unit.
12/17/2014 12:10 101 9 Operator Error Feed Mix Restaried unit. Spaced out charges.
12/20/2014 10:35 18.0 60 Malfunction Combustion Anomaly Reviewed waste fesds. Restarted unit.
12/26/2014 11:52 23.0 61 Malfunction Lance Plugging Cleared lance. Restarted unit.
1199 Total Minutes
Fuels
0 Total Minutes
System #2
ﬁﬂ:{,ﬂ é‘}‘,@’ﬁ,ﬂ‘,’.’,‘““" Instruments Heritage Thermal Services
SN: U12055 4th Quarter 2014







Emissions Limits:
1-Hour Average > 10 PPM

THC

Excess Emissions Report

System #1

California Analytical Instruments

while on Waste or Retention Model: 600-HFID
Waste SN: 12054
Waste in Automatic
>10 PPM| Incinerator | Combustion | Wasta Feed
Date Corr Reason Corrective Action Operation Zone? Cutoff?

1 10/01/2014 10:04] 10.07 |[Maliunction - Lanca Plugging Clearad Lanca. Reslared unit, Ratantion Yes Yas
2 0/01/2014 10:05] 10.94 [Malfunction - Lance Plugging Cleared Lance. Reslaried unit. Ratantion Yas Yes
3 0/01/2014 10:06] 11.68 |Malfunction - Lanca Plugging |Cleared Lance. Flaslgned unit, Ratantion Yes Yeas
4 10/01/2014 10:07] 12.02 Maltunction - Lance Plugging |Cleared Lance. Restaried unit. Retlention Yes Yis
S | 10/01/2014 10:08] 12.60 [Malfunction - Lance Plugging Cleared Lance. Restarted unit. Retention Yes Yes
5 10/01/2014 10:03] 12.81 Malfunction - Lance Pluggi Cleared Lance. Restarted unit. Retention Yes Yes
7 0/01/2014 10:10] 156.89 |Malfunction - Lance Plugging Cleared Lance. Restarted unit. Retention Yes Yes
B 0/01/2014 10:11¢ 17.10 [Malfunction - Lance Plugging Cleared l.ance. Restarted unit. Retention Yes Yes
] 10/01/2014 10:12] 17.51_[Malfunciion - Lance Plugging Cleared Lance. Bestarted unit. Retantion Yes Yes
10 | 10/01/2014 10:13] 17.68 |Malfunction - Lance Plugging Clearad Lance. Raestarted unit. Retention Yes Yes
11 10/01/2014 10:14]  17.73 [Malfunction - Lance P ugging ICIeared Eance. Restarted unit. Hetention Yes Yes
12 | 10/01/2014 10:15] 17.75 [Malfunction - Lance Plugging Cleared Lance. Restarted unit, Retention Yes Yas
13 | 10/01/2014 10:36] 17.75 [Mallunction - Lance Plugging Cleared Lance. Restarted unit. Hatention Yes Yas
14 10/01/2014 10:t7| 17.75 _|Malfuncticn - Lance Plugging Cl d Lance. Restaried unit. Healention Yes Yes
[ 10/01/2014 10:18] 17,75 [Maliunction - Lance Plugging Cleared Lance. Restarted unit. HAetention Yas Yes
6 | 10/01/2014 10:19] 17,75 [Mallunction - - Lance Plugging Cleared Lance. Restarted unit. Retention Yas Yes
17 |_10/01/2014 10:20] 17.75 |Mallunclion - Lance Pluggmg Cleared L.ance. Restarted unit. Aetantion Yes Yes
18 | 10/01/2014 10:21] 17.75_|Malfunclion - Lance P ugging Cleared Lance. Restarted unit. Heatention ‘Yas Yes
19 | 10/01/2013 10:22| 17.75_|Maliunction - Lance P ugging Cleared Lance. Hestarted unil. Relention Yas Yes
20 |_10/01/2014 10:23] 17.75 |Mallunction - Lance Plugging Cleared Lance. Restaried unil, Reiention Yas Yes
21 10/01/2014 10:24] 17.75 IMalfunction - Lance Plugging Cleared Lance. Restaried unit, Realenlion Yes Yes
22 | 10/01/2014 10:25 7.75 Mallunction - Lance Plugging Cleared Lance. Restaried unit. Ratention Yes Yas
23 | 10/01/2014 10:26 7.75 [Malfunction - Lance Plugging Cleared Lance. Hestarted unit. Ratention Yes Yes
| 24 | 10/01/2014 10:27 7.75 falfunction - Lance Plugging Cloared Lance. Hestaned unit. Retantion Yes Yes
25 | _10/01/2014 10.28] 17.75 |Mallunclion - Lance Plugging Cleared Lance. Restarted unil. Retention Yes Yes
26 | 10/01/2014 10:29] 17.98 Malfunciion - Lance Plugging Cleared Lance. Restarted  unil. Retention Yes Yes
27 /01/2014 10:30] 18.27 Mallunction - Lance Plugging Clsared Lance. Restarted unit. Retenlion Yes Yes
28 | 10/01/2014 10:31] 18.32 [Malfunclion - Lance Plugging Cleared Lance. Reslarted unil. Hetention Yes Yes
29 | 10/01/2014 10:32] 18.38 |Malfunclion - Lance Plugging Cleared Lance. Reslaried unit, Hetention Yeos Yes
30 | 10/01/2014 10:33] 18.56 [Maltunction - Lance P ugging Cleared Lance. Reslarted unit, Retention Yes Yes
31 10/01/2014 10:34] 18.57 |Maltunction - Lance P ugging Claared Lance. Reslarted unil. Retantion Yes Yas
32 | 10/01/2014 10:35] 18.59 [Mallunction - Lance Plugging Cleared Lance. Reslarted unit. Hetantion Yes Yas
33 | 10/01/2014 10:36] 10.66 lfunction - Lance Pluggin Cleared Lance. Reslaried unit. Retention Yes Yes
34 0/01/2014 10:37] 18.66 [Maliunction - Lance Plugging |C!eared Lance, Restaried unit, Retantion Yes Yes
35 0/01/2014 10:38] 18.76 [Maltunction - Lance Pluqging Cleared Lance. Rastaried unit. Retention Yes Yes
36 | 10/01/2014 10:39) 18.91 Malfunction - Lance Plugqging |Cteared Lance, F!estaned un_gt__ Retention Yes Yes
37 | 10/01/2014 10:40) 18.93 Malfunction - Lance Flugging |Cleared Lance. Fieslgrled unit, Retention Yeas Yes
38 0/01/2014 10:41¢ _18.93 JMalfunction - Lance Plugging Cleared Lance. Restared unit. Retention Yes Yos
39 0/01/2014 10:42] 18.48 JMalfunction - Lance Plugging Cleared Lance. Hestarted unit, __Hetention Yes Yes
40 0/01/2014 10:43] _ 18.06 [Mallunction - Lance P ugging Cleared Lance. Restaried unit, Retention Yos Yes
41 ) 10/01/2014 10:44] 17.35 [Malfunction - l.ance Plugging Cleared Lance. Rastarted unit, Retention Yos Yes
42 | 10/01/2014 10:45] 17.08 [Malfunction - Lance Plugging Cleared Lance. Aestaried unit, Retention Yes Yes
43 { 10/01/2014 10:46] 17.00 [Malfunction - Lance Plﬁmg Cleared Lance. Restarted unit. Retention Yes Yes
| 44 | 10/01/2014 10:47] 17.02_|Malfunction - Lance Plu: ng [+ eared  Lance, Aestaned unit. Retention Yes Yes
.45 | 10/01/2014 10:48] 17.04 [Mallunction - Lance Piu: iCleared Lance. Restarted unit. Ratention Yes Yas
46 | 10/01/2014 10:49] 17.04 IMaituncnon Lance Piuggmg Cleared Lance. Hestanad unit. Retention Yes Yas
47 /01/2014 10:50] 17,06 IMa!tuncnon Lance Plugging Cleared Lance. Restarted unit. Ratention Yes Yeas
48 0/01/2014 10:51] 17,05 IMalIuncl on - Lance Piugging Cleared Lance. Restarted unit. Hatention Yes Yes
49 01/2014 1:52] 16.95 IMaIfuncl-on-Lance Plugging Cleared Lance. Restarted unit. Reteniion Yes Yes
50 | 10/01/2014 10:53]  16.56 |Malfunction - Lancs Plugging Cleared Lance. Restarted unit. Retention Yes Yes
51 | 10/01/2014 10:54]  15.81 |Matfunction - Lance Plugging Cleared Lance. Restarted unit. Retention Yes Yes
52 10/01/2014 10:55] 14.66_|Malfuncticn - Lance Plugqging Cleared Lance. Restarted unit. Retention Yes Yes
53 0/01/2014 10:56] 14.24 [Malfunclion - Lance Plugging Cleared Lance. Restarted unit. Retention Yes Yes
54 0/01/2014 10:57] 13.26 [Malfunction - Lance Plugging Cleared Lance. Restarted unit. Relantion Yos Yes
55 | 10/01/2014 10:58] 11.89 [Malfunction - Lance Plugging Clsared Lance. Restarted unit, Relention Yeos Yes
56 | 10/01/2014 10:59] 11.24 i Lance Plugging Cleared Lance. Restarted unit, Halention Yes Yes
57 1 10/01/2014 11:00 0.34 Lance Plugging Cleared Lance. Restarted unit, Relention Yas Yes
| 58 | 10/01/2014 11.01 0.03 Lance Plugging Cleared Lance. Restarted unit, Reatention Yos Yes
59 | 10/01/2014 11:26] 11.07_{Operator Error- Feed Prep Restarted Unil. Reduced Charges Waste Yes Yes
60 | 10/01/2014 11:27| 11.47_|Operator Error- Feed Prep Restarted Unil. Reduced Charges Retention Yes Yes
61 | 10/01/2014 11:28] 11.57 [Operator Emor- Feed Prep Restarted Unil. Reduced Charges Betention Yes Yes
62 | 10/01/2014 11:29] 11.36 [Operator Emor- Feed Prep Reslarted | Unit. Reduced Charges Retention Yas Yes
63 | 10/01/2014 11:30 1.07 |Operator Error- Feed Prep Restaried Unil. Heduced Charges Ratention Yas Yes
64 | 10/01/2014 11:31] 11.01 |Operator Error- Feed Prep |Aeslaried Unitl. Heduced Charges Retention Yas Yes
65 | 10/01/2014 11:32] 10.95 [Operator Error- Feed Prep IHeslaneu Unil. Reduced Chargas Retention Yes Yeos
66 | 10/01/2014 11:33] 10.77 [Operator Error- Feed Prep [Restaned Unit. Reduced Gharges Retenlion Yes Yes
67 | 10/01/2014 11:34] 10.76 [Operator Error- Feed Prep |Restarted Unit. Reduced Charges Retenlion Yes Yes
68 | 10/01/2014 11:35] 10.74 |Operalor Error- Feed Prep |_F§slaﬂed Unit. Reduced Charges Retention Yes Yes
63 | 10/01/2014 11:369 10.68 |Operator Error- Feed Prep Reslarted Unit. Reduced Chamges Retention Yes Yes

System #2

California Analytical Instruments

Model: §00-HFID
SN: U12055

Heritag

e Thermal Services

4th Quarter 2014



Emissions Limits: THC System #1

1-Hour Average > 10 PPM Excess Emissions Report Calitornia Analytical Instruments
while on Waste or Retention Waste Modsl: 600-HFID
SN: U12054
Waste in Automatic
>10 PPM| Incinerator | Combustion | Waste Feed
Date Corr Reason Corrective Action Operation Zone? Cutofi?
70 | 10/01/2014 11:37] 10.68 |Operator Error- Feed Prep Restarted Unit. Reduced Charges Retention Yas Yas
7 10/01/2014 11:38] 10.57 [Operator Error- Feed Prep Restarted Unit. Reduced Charges Helention Yas Yes
F: 10/01/2014 11:39] 10.42 {Operator Error- Feed Prap Restarted Unit. Reduced Charges Helention Yes Yes
e 10/01/2014 11:40F  10.40 )Operator Error- Feed Prep Restarted Unit. Reduced Charges Hetention Yas Yes
74 10/01/2014 11:41]  10.40 Cperator Error- Feed Prep Restarted Unil. Reduced Charges Fleleglioln Yas Yas
75 10/01/2014 11:42] 10.37 |Operator Error- Feed Prep Restarted Unit. Aeduced Charges elegio_n Yas Yas
76 | 10/01/2014 11:43] 10.37 [Operator Error- Feed Prep Restarted Unit. Reduced Charges atention Yes Yeas
77 | 10/01/2014 11:44] 10.37 |Operator Error- Feed Prep Restarted Unit. Reduced Charges etention Yes Yeas
78 0/01/2014 11:45] 10.32 |Operator Error- Feed Prep Rastarted Unil. Aeduced Charges RAetention Yes Yes
79 | 10/01/2014 11:46] 10.32 |Operator Error- Feed Prep Rastarted Unit. feduced Charges Ralention Yes Yes
80 | 10/01/2014 11:47] 10.29 |Operator Error- Feed Prep Restaried Unit. Heduced Charges Retention Yes Yes
B1 10/01/2014 11:48] 10.27 [Operator Error- Feed Prep Fﬁestanac Unit. Reduced Charges Retention Yes Yes
82 | 10/01/2014 11:49] 10.27 |Operalor Error- Feed Prep Restaded Unit. Reduced Charges Retention Yes ‘Yas
B3 | 10/01/2014 11:50] 1025 |Operalor Error- Feed Prep |Restarted Unit. Reduced Charges Retantion Yas Yes
84 | 10/01/2014 11:51] 1024 |Operator Eror- Feed Prep |Restarted Unit. Reduced Charges Retention Yes Yes
85 | 10/01/2014 11:52] 10.24 |Operator Error- Feed Prep |Restarted Unit. uced Charges Retention Yes Yes
86 | 10/01/2014 11:53] 1022 JOperator Esror- Feed Prep |Restarted Unit, Reduced Charges Retantion Yeos Yes
87 | 10/01/2014 11.54 022 |Operator Emor- Feed Prep IFlesl_anea Unit, Reduced Charges RAstention Yeas Yes
88 | 10/01/2014 11:55] 1020 |Operator Emor- Feed Prep IFleslgnea Unit. Heduced Charges Relention Yos Yes
89 0/01/2014 11:56] 1017 |Operator Emor- Feed Prep Hestaried Unit, Aeduced Charges Retention Yes Yes
)0 0/01/2014 11:Eﬂ 10.17 |Operator Error- Feed Prep Hestaned Unit, Reduced Charges Reatention Yos Yes
1 | 10:/01/2014 11:58] 10.17 [Operator Error- Feed Prep Restaried Unit. Reduced Charges Realention Yas Yes
2 | 10/01/2014 11:59F 1017 QOperator Error- Feed Prep Restarted Unit. Reduced Charges Retantion Yes Yes
3 10/01/2014 12:00] 10.17_jOperator Error- Feed Prep Restarted Unit. Reduced Charges Retention Yes Yas
04 10/01/2014 12:01] 10.17 |Operator Error- Feed Prep Restarted Unit. Reduced Charges Retention Yes Yes
95 | 10/01/2014 12:02] 10.17 |Operator Error- Feed Prap Hestarned Unit. Reduced Charges Retantion Yes Yas
96 | 10/01/2014 12:03] 10.17 |Operator Ertor- Feed Prep Restarted Unit. Reduced Charges Retention Yes Yos
97 | 10/01/2014 12:04] 10.17 |Operatar Error- Feed Prep Hestarted Linit. Reduced Charges Retention Yes Yes
98 | 10/01/20%4 12:05] 10.17 |Operator Error- Feed Prep Restarted Unit. Reduced Chames Retention Yes Yas
99 | 10/01/2014 12:06] 10.17 [Operator Error- Feed Prep Restarted Unit. Reduced Chamges Retention Yes Yes
100 | 10/01/2014 12:07] 10.17 _[Operator Error- Feed Prep Restarted Unit. Reduced Charges HAetention Yes Yes
101 | 10/01/2014 12:08] 10.17 [Operator Error- Feed Prep Restarted Unit. Reduced Charges Retention Yeos Yes
102 10/01/2014 12:09] 10.17 {Operator Error- Feed Prep Restaried Unit. Reduced Charges Hetention Yes Yes
103| 10/01/2014 12:10] 10.17 |Operalor Erroc- Feed Prep Rastaried Unit. Reduced Chamges Ratantion Yes Yes
04| 10/01/2014 12:11] 10.17 |Operator Ermosr- Feed Prep Restarted Unit. Reduced Charges Retention Yes Yes
105§ 10/01/2014 12:12] 10.17 |Opserator Eror- Feed Prep Restarted Unit. Reduced Charges Retention Yes Yes
1061 10/01/2014 ::t§| 10.17 |Operator Error- Feed Prep Restarted Unit. Reduced Charges Retention Yas Yes
107 | 10/01/2014 12:34] 1017 |Operator Efror- Feed Prep Restarted Unit. Aeducad Charges Ratention Yas Yes
108 [ 10/01/2014 12:15] 10.17 |Operaior Emor- Feed Prep Restarted Unit. Reduced Chatges Retention Yes Yes
109] 10/01/2014 12:16) 10.17 |Operator Error- Feed Prep Restaned Unit. Aeduced Charges etention Yes Yas
10| 10/01/2014 12:17) 10.17 |Operator Ervor- Feed Prep Hestarted Unit. Reduced Charges elention Yes Yes
11] 10/01/2014 12:18] 10.17 |Oparator Erfor- Feed Prep HRestarded Unit. Reduced Charges Retention Yes Yes
121 10/01/2014 12:18] 10.17 |Operator Error- Feed Prep Restaried Unit. Heduced Charges Retention Yas Yas
113) 10/01/2014 12.20] 10.17 [Operator Ersor- Feed Prep estaded Unil. Heduced Charges Retantion Yes Yas
114 ] 10/01/2014 12.21] 10.17_|Operator Error- Faed Prep Restartied Unil. Reduced Charges Retention Yes Yes
115]| 10/01/2014 21:04] 10.61 [Operator Eeror - Poor Operation Restarted Uni Waste Yeas Yes
116 | 10/01/2014 21:05] 10.77 [Operator Efror - Poor Operation Restarted Un Retention Yes Yes
117 10/01/2014 21:06] 10,81 [Operator Etror - Poor Operation Restarted Unit Ratention Yas Yas
118 10/01/2014 21:07| 10.83_[Operator Error - Poor Oparation Restarted Unit Retention Yes Yas
119} 10/01/2014 21:08] 10.83 |Operator Error - Poor Operation Restarted Unit Retention Yes Yas
120 | 10/01/2014 23:08] 10.83 |Operator Error - Poor Operation Restarted Unit Retention Yes Yas
121] 10/01/2014 21:10] 10.83 |Operator Error - Poor Operation Rastaried Unit Retention Yes Yes
122 10/01/2014 21:31] 10.83  |Operator Emor - Poor Operation  §Restarted Unit Hetention Yes Yes
123| 10/01/2014 21:12] 10.83 peratos Error - Poor Operation Restarted Unit Hetantion Yes Yes
124] 10/01/2014 21:13} 10.83 |Operator Error - Poor Operalion IFlestgned Unit Hetention Yes Yas
125] 10/01/2014 21:14] 10.83 |Operator Error - Poor Operalion IHest_aned Unit Retention Yes Yas
126] 10/01/2014 21:15] 10.83 |Operator Esror - Poor Operation IHeslgrled Unit Ratention Yes Yas
127 ) 10/01/2014 21:16] 10.83 [Operator Emrcr - Poor Operation |F|esl_arled Unit Retention Yas Yas
128] 10/01/2014 21:17] 10.83_{Operator Error - Poar Opsration _ [Restarted Unit Retantion Yes Yes
128 | 10/01/2014 21:18] 10.83 grator Error - Poor Operation IFlesl_grled Unit Ratention Yes Yas
130] 10/01/2014 21:19]  10.83 erator Error - Poor Operation & estarted Unit Ratention Yes Yas
131] 10/01/2014 21:20] 10.83 [Cperator Error - Poor Opsration Heslared Unit Ratention Yes Yas
132 | 10/01/2014 21:21] 10.83 |Operator Error - Poor Operation estaried Unit Realention Yes Yeas
133 | 10/01/2014 21:22| 10.83 |Operatar Error - Poor Opsfation Restaried Unil Retention Yes Yes
134 | 10/01/2014 21:23] 10.83 |Operator Error - Poor Oparation Restarted Unit Ralantion Yes Yes
135 10/01/2014 21:24] 10.83 |Operator Error - Poor Operation Restarted Unit Reteniion Yes Yes
136 0/01/2014 21:25]  10.83 |Operator Emor - Poor Operation Restarted Unit Retention Yes Yes
137 0/01/2014 21:26] 10.83 |Operator Error - Poor Operation Restarted Unit Retention Yas Yes
138 | 10/01/2014 21;;;71 10.83 |Operator Error - Poor Operation Restartad Unit Retantion Yos Yas
System #2
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Waste SN: U12054
Waste in Automatic
>10 PPM| Incinerator | Combustion | Waste Feed
Date Corr Reason Corrective Action Qperation Zone? Cutoff?
139 lo.rnwzmi 1:28] 10.83 |Operator Error - Poor Cioaration Reslaned Unit Hetantion Yes Yas
40] 10/01/2014 21:29] 10.83 |Operalor Eror - Poor Cperation Hestared Unit E_elenlion Yes Yes
41| 10/01/2014 21:30] 10.83 |Operalor Error - Poor Operalion Restaned Unit Rslention Yes Yes
1421 10/01/2014 ‘1:31| 0.83 |Operator Error - Poor Operation Restarted Uni Retention Yes Yes
143 0/01/2014 21:32] 10.83 rator Error - Poor Operation estarted Lin alention Yos Yeos
144§ 10/01/2014 21:33 10.83 | rator Error - Poor Operation gstarted Uni elention Yes Yas
45| 10/01/2014 21:34 10.83 | rator Ermor - Poor Operation Restaried Unit ~Tetention Yas Yes
146] 10/01/2014 21:35] 10.83 rator Ermor - Poo ggeralnon Rastarted Unit Ratention Yes Yos
1471 10/01/2014 21:36] 10.83 rator Ermor - Poor Operation Rastarted Unit Retenlion Yes Yes
148] 10/01/2014 21:37| 10.83_[Operator Error - Poor Operalion __[Restarted Unit Retention Ves Yes
49] 10/01/2014 21:38] 10.83 rator Error - Poor ration Rastarted Unit Hetention Yes Yes
50| 10/01/2014 21:38] 10.83 rator Error - Poor ration Restarted Unit Retention Yas Yes
| 151 Q01/2014 21:40]  10.83 rator Error - Poor ration Restarted Unit Retention Yes Yes
| 152] 10/01/2014 21:41] 10.83 rator Error - Poor Operation estarted Unil etention Yas Yes
153] 10/01/2014 21:42] 10.83 tor Esror - Poor Operation estarted Unit etention Yes Yes
54| 10/01/2014 21.43] 1083 grator Error - Poor Operation Restarted Unit Hetention Yes Yes
155] _10/01/2014 21:44] 1083 |Cperator Error - Poor Operation Restaded Unil Retention Yes Yes
156 | 10/01/2014 21:45| 10.83 Operalor Error - Poor Operation Restarted Unit Retention Yas Yes
157 | 10/01/2014 21:46] 10.83 Operator Error - oor Operation Restarted Unit Retention Yes Yes
158 | 10/01/2014 23:47] 10.83 [Operator Error - Poor ration Restanted Unit Retantion Yes Yes
159 ] 10/01/2014 21:48] 10.83 |Operator Error - Poor ralion started Unit Retantion Yes Yes
60 10/01/2014 21:49] 10.83 |Operalor Error - Poor Cperation Reslarted Unit @mion Yes Yes
1611 _10/01/2014 21:50] 10.83 |Operalor Errof - Poor Cperation Rastared Unit_ Retenticn Yos Yes
162] 10/01/2014 21:51] 10.83 |Operator Error - Poor Operaticn estarted Uni elontion Yes Yas
163 0/01/2014 21:52] 10.83 [Operator Error - Poor QOperalion estaned Uni etantion Yes Yas
164 0/01/2014 21:53f 10.83 G'E_ rator Efror - Poor Operation Rastarted Uni ~ TFelention Yes Yes
1651 10/01/2014 21:54] 10.83 |Operator Ervor - Poor Operation RAestared Unit Relention Yes Yes
1661 10/01/2014 21. 0.83 |D|:|era|orEnorv Poor Operation Hestaried Unit Retantion Yas Yas
167 10/01/2014 21:56] 10.83 rator Error - Poor Operation Hestarned Unit Hetention Yes Yes
| 168] 10/01/2014 21:67 0.82 rator Emmor - Poor Operathion Restarted Unit Retention Yes Yos
| 169] 10/01/2014 21-58] 10.83 rator Error - Poor Operation Restarted Unit Retention Yas Yes
70| 10/0172014 21 59| 1063 ralor Efror - Poor Operation __|Restarted Unil Retention Yos ~Ves
| 171] 10/01/2014 22:00] 10.83 rator Error - Poor Dperalion estarted Unit__ Retention Yes Yas
| 172] 10/03/2014 1407] 10.80 rator Error- Feed Prep Festaried Unt. Reduced Charges Waste Yes Yos
173] 10/03/2014 14:08] 16.50 |Operator Eror- Feed Prep Restarted Unit. Aeduced Charges ~Hetention Yes Yes
| 174 03/2014 14:09] 19.97 |Operator Enmr- Feed Fr_eg Restarted Unit. Reduced Chal Retantion Yes Yes
1751 10/03/2014 14:10] 2225 |Operator crmor- Feed Prep Rastarted Un:t. Reduced Charges Retention Yes Yes
176 ] 100372014 14:11] 23.74 |Operator Error- eed Prep Restarted Unil. Reduced Cha Retention Yes Yes
177§ 10/03/2014 14:12] 2522 rator Ermor- Feed Pre Restared Unit. uced Cna@s Retention Yes Yes
178 10/03/2014 14:13] 2648 tor Error- Feed Pre) Hestaried Unit. Reduced C Retention Yes Yes
| 1791 10/03/2014 14:14] 27.48 grator Error- Feed Prep estarted Unit. Reduced Ch Retention Yas Yas
80| 10/03/2014 14;15] 28 25 erator Error- Feed Restarted Unit. Reduced Ch Hetention Yes Yes
1811 _10/03/2014 14:16] 28.92 [Operator Error- Feed P Reslarted Unil. Reduced Chames Hetention Yes Yes
182 0/03/2014 14:17) _29.28 |Operator Error- Feed Prep Reslarted Unil. Heduced Ch |__Retention Yas Yas
83| 10/03/2014 14:18] 29.53 |[Operator Error- Fead Pr aslarted Unil. Reduced Charges Relention Yes Yes
184 10/03/2014 14.19] 29.7. OEaralor Error- Feed P estanted Unit. Heduced Charges elantion Yes Yes
185 0/03/2014 14:20] 29.92 - Feed P eslanted Unit. Reduced Chames atention Yes Yas
186 0/03/2014 14:21] 29.92 rror- Feed Prep estarted Unit. Reduced Chamges Hetention Yes Yas
1687 10/03/2014 14:22] 29.92 |Operalor Error- Feed & Aestaned Unit, Raducec E_ﬁarges Hetention Yes Yes
| 1881 10/03/2014 14:23] 30.93 |Operaior Error- Feed Prep_ Aestaned Unit. Reduced Charges alention Yes Yes
189 10/03/2014 14:24] 31.06 |Oparalor Error- Feed Prep Raslartad Unit. Reduced Changes atention Yes Yes
1903 10/0%2014 14:25] 31,18 |Oparator Error- Feed Prep Restaned Unit. Reduced Charges Healention Yes Yes
101] 10/03/2014 14.26] 31.29 |Opamailor Error- Feed Prep Hestarted Unit. Reducet Charges Retantion Yes Yes
192 10/02/2014 14:27§ 31.41 |Operator Error- Feed reg Restarted Unit. Heduced Charges Ratantion Yes Yes
193 10/03/2014 4:23' 31.52 rator Error- Feed rep Hestarted Unit. Reduces Cnag_ms Ratention Yas Yes
194 ] 10/03/2014 14:29] 31.65 rator Ermor- Feed |Festarted Unit. Reduced Charges Retantion Yes Yes
95] 10/03/2014 14.30] 31.79 rator Eror- Feed estarted Unit. Reducsed (*harges Retention Yas Yas
| 156 | 10/03/2014 14:31 .94 rator Ersor- Feed Pre) Restarted Unit. Reduced Charges Hetention Yes Yes
| 197 | _10/03/2014 14:32 32 09 rator Error- Feed Pre, Restarted Unit. Reduced Charges Retention Yos Yes
| 198 10/03/2014 14:33] 32.23 rator Error- Feed Pre, Restarted Unit. Reduced Charges Ratention Yas ‘fes
99| 10/03/2014 14:34] 32.33 rator Error- Feed Pre, Rastarted Unit. Reduced Charges Retention Yas Yeg
200] 10/03/2014 14:35] 32.4% rator Error- Feed Pre, Restanted Unil. Reduced Cha Retantion Yes ‘fas
201 ] 10/03/2014 14.36] 32.49 rator Error- Feed Prej Restaned Unit. Reduced Cha Retention Yas ‘Yes
| 202 10/03/2014 14:37] 32.56 rator Error- Feed Pre; Restaned Unil. Reduced Charges Retantion Yeas Yes
| 2031 10/03/2014 14:38] 3261 tor Efror- Feed P Restarted Unil. Reduced Ch Retention Yes Yes
| 204 10/03/2014 14.39] 32.65 grator Ecror- Feed P Reslared Unil. Heduced Ch Retention Yes Yes
205| 10/03/2014 14,40] 3267 grator Error- Feed P Restarted Unil. Aeduced Charges Hetention Yes Yes
206| 10/03/2014 14.41] 32.70 arator Error- Feed P Hestarted Unit, Reduced Charges Retention Yes Yes
207] 10/03/2014 14:42] 32.71 |Operator Error- Fead rep gslaned Unit. Reduced Chaigjes Retantion Yes Yes
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208 | 10/03/2014 14:43] 32.71 |Cperator Enmor- Feed Prep Restariad Unit. Reduced Charges Ratention Yes Yes
209 10/03/2014 14:44] 3271 erator Emor- Feed Prep Restaried Unit. Aeduced Chames Relention Yes Yes
210 0/03/2014 14:45] 32.71 |Operator Emor- Feed Prep Hestaried Unit. Aeduced Changes Retention Yes Yas
211 0/03/2014 14:46] 32.71 |Operator Error- Feed Prep Rastarted Unit. Reduced Changes aiention Yes Yes
212 0/03/2014 14:47| 32.71 [Operator Error- Feed Prep Hestared Unit. Reduced Changes etantion Yos Yas
213 | 10/03/2014 14:48] 32.71 [Operator Eror- Feed Prep Restarted Unit. Reduced Charges stention Yes Yas
214 | 10/03/2014 14:49] 32.71 [Operator Error- Feed Prep Restarted Unit. Reduced Charges Astention Yes Yes
215| 10/03/2014 14:50) 32.71 {Operator Error- Feed Prep Restarted Unit, Reduced Charges Aetention Yes Yes
216 | 10/03/2014 14:51] 32.71 |Operator Error- Feed Prep Restaned Unit, Reduced Charges Retention Yes Yes
217 | 10/03/2014 14:52] 32.71 |Operator Error- Feed Prep Restaned Unit, Reduced Charges Retention Yes Yes
218 | 100372014 14:53] 3271 |Operator Error- Feed Prep Restaned Unit. Heduced Charges Retention Yes Yes
19§ 10/03/2014 14:54] 32.71 |Operator Error- Feed Prep Aestarted Unit. Aeduced Charges Ratantion Yas Yas
| 220 10/03/2014 14:55] 33.71 |Operator Error- Feed Prep Aestaned Unit. Aeduced Charges Ratantion Yes Yes
| 221 10/03/2014 14:56] 32.71 |Operatot Ermot- Feed Prep Hestarted Unit. Aeduced Charges Retenticn Yes Yes
| 222 | 10/03/2014 14:57] 32.71 |Operator Error- Feed Prep Hestaried Unit. Reduced Charges Hetenticn Yes Yes
223| 10/032014 14:58] 32.71 |Operator Error- Feed Prep Restarted Unit. Reduced Charges RHelegnlion Yes Yes
224| 10/03/2014 14:59) 32.71 |Operator Error- Feed Prep Restarted Unit. Reduced Charges Retention Yos Yes
225| 10/03/2014 15:00) 32.71 {Operator Error- Feed Prep Rastarted Unit. Reduced Charges Astention Yos Yes
226 | 10/03/2014 15:01] 32.71 |Operator Error- Feed Prep Restarted Unit. Reduced Charges Rstention Yes Yes
2271 10/03/2014 15:02] 32.71 |Operator Error- Feed Prep Restarted Unit. Reduced Chargas Retention Yes Yes
228| 10/03/2014 15:03] 32.71 |Operator Error- Feed Prep Restarted Unit, Reduced Charges Retention Yas Yes
| 229 ] 10/03/2014 15:04] 32.71 arator Emor- Faed Prep Restaried Unit. Reduced Charges Retention Yeas Yas
230| 10/03/2014 15:05] 32.71 |Operator Error- Feed Prep Hestarted Unit. Heduced Chamjas Retention Yes Yes
| 231 0/03/2014 15:06] 32.71 [Operator Error- Feed Prep Rastarted Unit. Reduced Charges Relention Yes Yes
1 232| 10/03/2014 15:07] 32.71 |Operator Error- Faed Prep Restarted Unit. Reduced Charges etention Yos Yes
233| 10/03/2014 15:08] 32,71 |Operator Error- Faed Prep Restarted Unil. Reduced Charges Relention Yos Yas
234 10/03/2014 15:09] 32.71 |Operator Error- Feed Prep Restaned Unit. Reduced Charges Retention Yes Yas
35 10/03/2014 15:10] 32.71 |Operator Eror- Faed Prap I:Heslanec Unit. Reduced Charges Retention Yes Yes
36| 10/03/2014 15:11] 32.71 |Operalor Etror- Feed Prep Restarted Unit. Reduced Charges Hetention Yes Yes
37 | 10/032014 15:12] 32.71 |Operalor Error- Feed Prep |Restaned Unit. Reduced Charges Hetention Yes Yes
38| 10/03/2014 15:13] 32.71 |Operator Error- Feed Prep |F|e_slanec Unit, Reduced Charges Ratantion Yeas Yes
239] 10/03/2014 15:14] 32.71 _|Operator Error- Feed Prep IFleslgrtec Urit, Reduced Charges Ratantion Yes Yes
240| 10/03/2014 15:15] _32.71_|Operator Error- Feed Prep |Restaried Unit, Heduced Charges Ratention Yes Yes
241| 10/03/2014 15.16) _32.71 |Operator Error- Feed Prep Hestarted Unil. Reduced Charges Retention Yes Yes
242 10/03/2014 15:17] 32.71 |Operator Error- Feed Prep Restarted Unit. Reduced Chames Retention Yes Yes
243 0/03/2014 15:18] 32.71 |Operator Error- Feed Prep Rastarted Unit. Reduced Chamges Retention Yos Yeos
244 0/03/2014 15:19] 32.71 |Operaior Eror- Feed Prep Restarted Unit. Reduced Charges Helention Yas Yes
245 0/03/2014 15:20] 32.71 |Operator Error- Feed Prep Restarted Unit. Reduced Chargas Helention Yes Yes
246 | 10/03/2014 1521] 32.71 [Operator Emror- Feed Prep Restarted Unil. Reduced Charges alention Yes Yas
247 | 10/03/2014 15:22] 32.71 [Operator Error- Feed Prep Restarted Unit. Reduced Charges Relention Yes Yas
248 | 10/04/2014 18:11] 11.03 |Maltunction Combustion Anomaly |Reviewed wasie leeds. Restarted unit. Wasle Yas Yas
49| 10/04/2014 18:12]  14.00_[Matfunction Combustion Anomaly |Reviewed waste feeds. Reslarted unit. Retention Yeas Yos
50) 10/04/2014 18:13] 14.96 |Malfunction Combustion Anomaly [Reviewed waste leeds. Restared unit. Retention Yes Yas
51] 10/04/2014 18:14] 1518 [Malfunction Combustion Anomaly |Reviewed wasie leeds. Restarted unit. Retention Yes Yas
52| 10/04/2014 18:15] 15.20 [Malfunction Combustion Anomaly |Reviewed wasie feeds. Reslarted unit. Retention Yas Yes
253 10/04/2014 18:16] 1520 [Malfunction Combustion Anomaly i waste feeds. Restaried unit. Retention Yas Yos
254 | 10/04/2014 18:17] 15.20 [Maltunction Combuslion Anomal waste leeds. Restarted unil. Hetention Yas Yes
2551 10/04/2014 1a:1a| 15.20 |Malfunction Combustion Anomaly |Reviewed waste leeds. Restaried unit, Ratention Yes Yes
56| 10/04/2014 18:19) 15.15 |Malfunction Combustion Anomaly | ed waste jeeds. Restarted unit, Retantion Yes Yes
574 10/04/2014 1820 14.72 [Mallunclion Combustion Anomaly | waste {eeds. Reslarted unit. Ratention Yas Yes
258 10/04/2014 1821] 1464 iMallunction Combustion Anomaly |Reviewed waste leeds. Restarted unit. Retention Yes Yes
259 | 10/04/2014 1822] 14.58 Malfunction Combustion Anomaly |Reviewed wasle feeds. Restarted unil. Retenticn Yes Yes
260 10/04/2014 18:23] 14.58 [|Mallunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. Relenticn Yes Yes
261] 10/04/2014 18:24] 14.58 |Maliunciion Combustion Anocmaly |Reviewed waste feeds. Restarted unit. Relention Yas Yes
262| 10/04/2014 18:25] 14.58 |Mallunciion Combuslion Anomaly |Reviewed wasle feeds. Restarted unit. Helention Yas Yes
263 | 10/04/2014 18:26] 14.58 |Maliunction Combuslion Anomaly |Reviewed waste feeds. Restaried unit, Rstention Yes Yes
264§ 10/04/2014 18:27] 14.58 |Malfunciion Combustion Anomaly |Reviewed waste feeds. Restarted unit, Healention Yes Yes
BS| 10/04/2014 18:28] 14.58 |Mafiunction Combusticn Anomaly |Reviewed waste teeds. Restarted unit, Retention Yas Yeas
66 | 10/04/2014 18:20] 14.58 [Mafiunction Combustion Anomaly |Raviewed waste feeds. Restarled unit, Retention Yes Yes
67| 10/04/2014 18:30] 14.58 [Maliunction Combustion Anomaly [Rs wasle feeds. Restarted unit, Retention Yes Yes
268] 10/04/2014 18:31] 14.58 [Malfunction Combustion Anomaly JHe wasla feeds. Restaried unit. Retention Yas Yas
269| 10/04/2014 18:32] 1458 [Maifunction Combustion Anomaly waste leeds. Restarled unit. Retention Yes Yeas
2701 10/04/2014 18:33F 14.58 |Malfunction Combustion Anomaty wasle leeds. Restarted unit Retention Yos Yes
2711 10/04/2014 18:348 14 58 [Malfunction Combustion Anomaly waste leeds. Restarted unit Retention Yos Yas
272 0/04/2014 18:35] 14.58 [Mallunction Combustion Anomaly |Heviewed waste leeds. Restared unit RAetention Yes Yes
273 0/04/2014 18 36] 14.58 {Malfunction Combustion Anomaly |Reviewed waste leeds. Restaried unit Retention Yes Yes
274 10/04/2014 18 37] 1458 |:Ma||unclion Combustion Anomaly |Reviewed wasts feeds. Hestared unil Retention Yes Yes
275| 10/04/2014 18.38] 14.58 |Mallunction Combustion Anomaly_[Heviewed wasts leeds. Restarted unit. Reatention Yes Yes
276 10/04/2014 18:39] 14.58 [Malfunction Combustion Ancmaly |Reviewed wasts feeds. Rastarted unit. Retention Yas Yes
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277 | 10/04/2014 18:40] 14.58 |Mallunction Combustion Anomaly |Reavieawed waste feeds. Restartad unit. Ratantion Yos Yis
278] 10/04/2014 18:41] 14.58 |Mallunction Combustion Anomaly [Raviswed waste leeds. Reslared unil. Retention Yos Yas
279| 10/04/2014 18:42] 14.58 [Mallunction Combustion Anomaty |Reviewad waste leeds. Restarted unil. Retention Yas Yes
280 10/04/2014 18:43] 14.68 [Mallunction Combustion Anomaly [Heviewed waste leeds. Restaned unil. Reatention Yos Yias
281] 10/04/2014 18:44] 14.58 [Malfunction Combustion Anomaly (R ed waste leeds. Reslaned unil. Relention Yias Yas
| 282 | 10/04/2014 18:45| 14.58 |Mallunction Combustion Anomaly |Reviewad wasts feeds. Resiarted unit. Retention Yas Yes
| 283 ] 10/04/2014 18:46] 14.13 [Mallunclion Combustion Anomaly |Reviewed waste feeds. Aesiared unil. Retention Yes Yes
284 0/04/2014 18:47] 14.01 [Mallunction Combustion Anomaly |Heviewed waste feeds. Aesiarted unit, etention Yas Yes
285 | 10/04/2014 18:48] 14.01 |E\Ilallunclion Combustion Anomaly |Reviewed waste feeds. Reslarned unil, Relention Yes Yes
286 | 10/04/2014 18:49] 14.01 [Maltunclion Combustion Anomaly |Reviewed waste leeds. Reastaried unit, Retention Yas Yes
287 ] 10/04/2014 18:50] 14.01 |Maltunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. Retention Yes Yes
288 10/04/2014 18:51] 14.01 Mallunction Combustion Anomaly |Reviewed waslte leeds. Restared unit. Retention Yes Yes
289 ] 10/04/2014 18:52] 14.01 IMalluncl on_Combustion Anomaly _|Reviewed waste seds. Restarted unit. Rstention Yes Yes
290| 10/04/2014 18:53] 13.93 |Maltunclion Combustion Anomaly |R waste feeds. Aeslarned unit. Retention Yes Yes
[ 291 10/04/201418:54] 13.80 |Malfunction Combustion Anomaly [R waste leeds. Reslanted unit. Retention Yes Yes
292 | 10/04/2014 18:55] 13.90 |Mallunction Combustion Anomaly |Reviewed waste feeds. Aasiaried unil. Retention Yeos Yes
293 | 10/04/2014 18:56] 13.90 [Malfunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. etention Yes Yas
294 | 10/04/2014 18:57] 13.90 |Maltunction Combustion Anomaly |Reviewed waste leeds. Reslarted unil. Retention Yes Yes
205] 10/04/2014 18:58] 13.80 [Maltunclion Combustion Anomaly |Reviewed waste feeds. Restaried unil. Retention Yes Yes
296 | 10/04/2014 18:59] 13.90 |Maitunclion Combustion Anomaly |Reviewed waste feeds. Aestaned unit, Reteniion Yes Yes
297 ] 10/04/2014 19:00] 13.90 IMﬂnc lon_Combustion Anomaly |Reviswed waste feeds. Restaried unil. Retention Yeas Yeas
298] 10/04/2014 19:01] 13.90 |Maltunclion Combustion Aromaly |Reviewed waste feeds. Reslaried unit. Retention Yes Yes
299 | 10/04/2014 19:02] 13.90 IMaﬁncuon Combustion Anomaly |Reviewed waste leeds. Aeslarted unit. Retention Yes Yes
300] 10/04/2014 19:03] 13.90 |Malfunclion_Combustion Anomaly |Re waste feads. Hastarned unit. Retention Yes Yes
301 | 10/04/2014 19:04] 13.90 [Mallunction_Combustion Anomaly |Re waste feeds. Hastarnad unit. Retention Yas Yes
302 ] 10/04/2014 19:05] 13.90 [Maitunction Combustion Anomaly |RAe waste leeds. Hastaded unit. etention Yes Yas
303| 10/04/2014 19:06] 13.90 |Malfunction Combustion Anomaly |Reviewed waste feeds. Aestaried unit. etention Yos Yas
304 10/04/2014 19:07] 13.90 |Malfunclion Combustion Anomaly |Reviewed waste leeds. Restaried unil. Retention Yes Yes
305] 10/04/2014 19:08] 13.90_|Maitunclion Combustion Anomaly |Reviewed waste feeds. Aestaned unit, Releniion Yes Yes
306] 10/04/2014 19:09] 13.90 lMﬂnc- on_Combustion Anomaly |Aeviewed waste feeds. Rastarted unit. Retantion Yes Yes
307 | _10/04/2014 19:10] 13.90 |Maltunction Combustion Anomaly |Reviewed waste leeds. Restarted unil. Retention Yes Yes
08| 10/07/2014 20:53] 10.25 |Maltunction Combustion Anomaly_|Reviewed waste feeds. Reslarted unil. Waslg Yes Yes
309 10/07/2014 20:54] 10.47 |Malfunction Combustion Anomaly |Reviewed waste feeds. Heslaned unit. Retentton Yas Yes
3i0| 10/07/2014 20:55] 10.50 JMaitunction Combustion Anomaly |Reviewed waste leeds. Heslared unil. Retontion Yas Yas
311] 10/07/2014 20:56] 10.50 JMallunction Combustion Angmaly |Reviewed waste leeds. Flaslaﬂg unil. Hetention Yas Yas
2 0/07/2014 20:57] 1045 |Mallunction Combustion Anomaly |Reviewed waste leeds. Restaried unit. Retention Yes Yas
313 0/07/2014 20:58] 10.45 |Maitunction Combustion Anomaly |Heviewed waste leeds. Restarted unil. Retention Yas Yes
14 0/07/2014 20:59] 10.27 |Maltunction Combustion Anomaly |Reviewed waste feeds. Restanad unit. Retention Yas Yos
315] 10/08/2014 03:23] 10.35 [Malfunclion Combustion Anomaly |Reviewed waste feeds. Restaried unil. Waste Yes Yas
316| 10/08/2014 03:24] 10.52 |Maltunclion Combustion Anomaly |Reviewed waste feeds. Reslarted unit. Retention Yes Yas
17| 10/08/2014 03:25] 10.55 IMﬂnc- on_Combustion Anomaly |Reviewed waste feeds. Restarted unil. Retention Yes Yes
3181 10/08/2014 03:26] 10.55 IMﬂncl”on Combustion Anomaly |Reviewed waste feeds. Aeslaried unit. Retention Yes Yes
19| 10/08/2014 03:27] 10.55 |Mallunclion Combustion Anomaly |Reviewed waste feeds. Restanted unit. Retention Yes Yes
320] 10/08/2014 03:28] 10.55 |Malfunction Combustion Anomaty [Reviewad waste leeds. Restarted unil. Retention Yes Yes
321] 10/08/2014 03:29] 10.55 )Malfunction Combustion Anomaly |Reviewed waste leeds. Restaned unil. Retention Yes Yes
322| 10/08/2014 03:30] 1055 [Mallunclion Combustion Anomaly |Heviewed waste feeds. Heslared unil. Relention Yes Yes
323 | 10408/2014 03:31] 10.55 |Mallunction Combustion Anomaly |R waste feeds. Heslaned unil. Retention Yes Yas
| 324 | 10/08/2014 03:32] 10.55 |Mallunction Combustion Anomaly R ed wasta leeds. Resiaried unit. Retention Yes Yas
| 325| 10/08/2014 03:33] 10.36 |Mallunction Combustion Anomaty |Reviewad waste leeds. Restan ted unil. Retention Yes Yas
326| 10/08/2014 03:34] 10.02 [Mallunction Combustion Anomaly ed waste leeds. Aeslaried unit. Hetention Yes Yas
327 | 10/08/2014 03:52] 10.4% |Operator Error Line Flush Restanted unil. aed instruclion. Waste Yes Yes
328 0/08/2014 09:53] 10.63 |Operator Error_Line Flush Heslaned unil. eed instruction. Retention Yes Yas
329 0/08/2014 09:54] 10.63 [Operator Error_Line Flush Aestarted unit. ged instruction, Retention Yes Yes
330] 10/08/2014 09:55] 10.63 |Operalos Error_Line Flush Hestarted unil. ged instruction, Retention Yas Yes
331 | 10/08/2014 09:56] 10.63 |Operator Error_Line Flush Restarted unit. eed instruction. Retention Yes Yes
332| 10/08/2014 09:57] 10.63 |Operator Error_Line Flush Raslarted unit. Revised lged instruction. Retention Yes Yes
333| 10/068/2014 09:58] 10.63 |Operator Error Line Flush Restarted unil. Revised feed instnuction. Retention Yes Yes
334 | 10/08/2014 09:59] 10.63 [Operalor Error_Line Flush Restarted unit. Bevised feed instruction. Retention Yes Yes
335)] 10/068/2014 10:00] 10.63 [Operalor Error_Line Flush Hestarted unit. Revised feed insiruction. Retention Yes Yes
336| 10/08/2014 10:01] 1063 |Operator Emor_Line Flush {Restarted unit, Revised leed instruction. Hetention Yes Yes
337| 10/08/2014 10:02] 1063 |Operator Emor_Line Flush Reslaned unit. Revised feed instruction. Retention Yes Yes
338| 10/08/2014 10:03] 10.63 |Operator Emor_Line Flush Heslarted unit. Revised feed insiruction. Reatention Yes Yes
339| 10/08/2014 10:04] 1063 |Operator Emor_Line Flush Restanad unil. Revised feed instruction. Reatention Yes Yes
340| 10/08/2014 10:05] 10.63 [Operator Error_Line Flush Heslarted unil. Revised feed instruction. |  Retention Yes Yes
341 10/06/2014 10:06] 10.63 |Operalor Error_Line Flush Restaned unil. Revised feed instruction. Retention Yes Yes
342] 10/08/2014 10:07] 10.63 |Operalor Error_Line Flush Restarted unil. Revised feed instruction. Retention Yes Yes
343| 10/08/2014 10:08] 10.63 [Operator Error_Ling Flush Rastarted unit. Revised feed instruction. Retention Yes Yes
344 | 10/08/2014 10:09] 10.63 |Operator Error Line Flush Reastarted unit. Revised feed instruction. Retention Yes Yes
345] 10/08/2014 10:10] 10.63 |Operalos Error Line Flush Reastarted unil. Revised feed instruclion, Retention Yes Yes
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Emissions Limits:

1-Hour Average > 10 PPM

THC

Excess Emissions Report

System #1

California Analytical Instruments

while on Waste or Retention Waste Model: 600-HFID
SN: U12054
Waste in Automatic
>10 PPMF Incinerator | Combustion | Waste Feed
Date Corr ___Reason Corrective Action QOperation Zone? Cutoff?

3461 10/08/2014 10:11] 10.63_|Operator Error_Line Flush |Restarted unit. Bevised feed instruction. Retantion Yas Yes
347 | 10/08/2014 10:15] 10.63 |Operator Error_Line Flush |Restarted unit, Revised feed instruction. Retention Yes Yes
348 | 10/08/2014 10:13] 10.63 |Operator Error Line Flush |Restaried unit. Revised feed instruction. Retention Yas Yes
349 | 10/08/2014 10:14 0.63 |Operator Error Line Flush Hestarted unit, Revised feed instruction. Ratantion Yas Yes
350 0/08/2014 10:15] 10.63 |Operator Error_Lina Flush HRestaded unit. Revised feed instruction. Ratantion Yos Yes
351 0/08/2014 10:16] 10.63 |Cperator Error_Line Flush Hestarted unit. Revised feed instruction. Ratention Yes Yes
| 352 | 10/08/2014 10:37] 1063 |Operator Eror_Ling Flush Restarted unit. Revised feed instruction. Retertion Yes Yes
353 | 10/08/2014 10:18] 10.63 [Operator Error Line Fiush Hastarted unit. Revised fead instruction. Retention Yas Yes
354 | 10/08/2014 10:19] 1063 |Operator Error_Line Flush Restarted unit. Aevised feed instruction. Retention Yas Yes
3551 10/08/2014 10:20§ 10.63 |Operator Error Line Flush Restarted unit. Aevised feed instruction, Relention Yes Yes
3561 10/08/2014 10:21 0.51 [Operator Error Line Flush Reslarted unit. Revised feed instruction, Relenlion Yes Yes
357 | 10/08/2014 10:22] 10.21 jOperator Ermor Ling Flush Restarted unit. Revised feed instruction. Restention Yes Yes
358| 10/08/2014 10:23] 10.18_|Operator Emor_Line Flush Restarted unit, Ravised feed instruction. Hetention Yes Yes
359| 10/08/2014 10:24] 10.18 |Operator Eror Line Flush Restarted unit. Hevised feed instruction. | Halention Yes Yes
360 10/08/2014 1025] 10.18 |Cperalor Error Line Flush Restarted unit, Revised fsed instruction. Hetention Yas Yes
361 10/08/2014 10 26] 10.17 |Operator Ermror_Line Flush Aestariad unit, Revised feed instruction. Retention Yos Yes
362 | 10/08/2014 10:27] 10.17_|Operator Eror_Line Flush Hastaried unit. Revised feed instruction. | Retention Yes Yes
363| 10/08/2014 10:28] 10.17 [Operator Error_Line Flush Restarted unit. Revised feed instruction. Retention Yes Yes
3641 10/08/2014 10:29] 10.10 |Operator Error Ling Flush Restarted unit. Revised feed instruction. Retention Yes Yeos
365 | 10/08/2014 10:30] 10.10_[Operator Ertor_Line Fiush jRestanted unit, Revised feed instruction, Retention Yas Yes
366 10/08/2014 10:31] 10.1Q0 [Operator Error_Line Fiush |Restarted unil, Revised feed instruction. Retention Yes Yes
| 367 | 10/08/2014 10:321 0.10 |Operator Error Line Flush Restarted unit, Aevised feed instauction. Hetantion Yes Yes
| 368 | 10/08/2014 10:33 0.10 |Operator Error Line Flush Restarted unit, Hevised feed instruction. Retantion Yes Yes
363 | 10/08/2014 10:34 0.01 |Operator Esror Line Flush Restarted unit. Revised feed instruction Retention Yes Yes
370 10/11/2014 01:37] 10.54 [Malfunction Combustion Angmaly |Reviewed waste leeds. Restaried unit Waste Yes Yes
371 0/41/2014 01:38] 11.56 |Malfunction Combustion Anomaly |R ad wasta feeds. Restarted unit Ratention Yes Yes
372 0/11/20%4 01:39] 11.76 [Maltunction Combustion Anomaly |Reviewed waste leeds. Restarted unit Hatantion Yes Yes
373 /1172014 01:40]  311.78 |Maltunction Combustion Anomaly |Reviewed waste leeds. Restaned unit, etention Yes Yes
374 0/11/2014 01:41§ _11.78 |Malfunction Combuslionh Anomaly |Heviewed waste feeds. Festaried unil. atention Yes Yes
375]_10/11/2014 01:42) 11.78 [Mallunction Combustion Anomaly |Revi wasta leeds. Hestarded unil. Retention Yes Yes
376] 10/11/201401:43] 11.19 jMalfunction Combustion Anomaly wasle feeds. Restared unil. Relention Yes Yes
377] 10/11/2014 01:44] 10.34 |Mallunction Combustion Anomaly JReviewed waste {eeds. Restarted unit. Ratention Yes Yes
378 10/11/2014 01:45] 10.12 [Mallunction Combuslion Anomaly |Reviewed waste feeds. Rastarted unit. Relenticn Yes Yas
3791 10/11/2014 01:46] _10.07 |Mallunction Combuslion Anomaly |Reviewed wasle {eads. Restared unit. Relention Yas Yos
380% 10/§1/201401.47] 10.06 IM_gllL---- tion_Combustion Anomaly |Reviewed wasle feeds. Restaried unit. Hatention Yes Yos
| 381 10/11/2044 17:03 1.65 |Operator Emor Feed Mix Restarted unit. Revised feed instruction. Waslts Yos Yes
| 382 | _10/11/2014 17:04] 43.72 |Operator Error Feed Mix Rastarted unit. Revised feed instruction. RAateniion Yeos Yes
283 0/11/2014 17:058] 17.67 [Operator Emor_Feed Mix Restaried unit. Ravised feed instruction. Retention Yos Yes
| 384 0/11/2014 17:06] 21.95 |Operator Emor Feed Mix Restaried unit. Revised feed instruction. Retention Yos Yes
385 | 10/11/201417:07| 24.43 |Operator Emor Feed Mix Reastarted unit. Ravised feed instruction. Retention Yes Yos
386 | 10/11/2014 17:.08] 25.20 [Operator Ermor Feed Mix Restarted unit. Ravised feed instruction. Retention Yes Yes
387 10/11/2014 17:09 .52 |Operator Ermor Feed Mix Restarted unit. Aavised feed instruction. Retention Yes Yes
3881 10/11/2014 17:10] 2560 |Operator Error Feed Mix Restarted unit. Ravised feed instruction. Reiention Yes Yes
389 10/11/2014 17:11 5.60 |Cperator Error Fead Mix Restarted unil. Aavised teed instrction. Hetention Yes Yes
390 /1172014 17.12) 25.60 [Operator Error Fead Mix Restaned unil. Revised lead instauction. Reiention Yes Yes
91| 10/11/201417:13) 25.60 |Operaior Error Feed Mix Restlaned unil. Revised leed instruction. atention Yes Yes
392] 10/11/2014 i7:14] 25.60 !Operalos Eror Feed Mix Restaned unil. Revised leed instruction. atention Yes Yes
393| 10/11/2014 17:15] 2565 ]Operator Error Faed Mix Hestaried unil. Revised feed instruction. etention Yes Yes
3941 10/11/2014 17:16] 25.65 |Operator Emor Faed Mix Hestaried unit. Revised feed instruction. Retention Yes Yes
3954 10/11/2014 17:17] 2565 |Operater Emor Faed Mix Festaned unit. i eed instruction. Retention Yos Yes
396 1011/201417:18] 2565 |Oparator Emor Feed Mix Hestaried unit. Revised feed instruction. Retention Yos Yes
397 ] 10/11/2014 17:19] 25.65 |Operator Emor Fased Mix estarnied unit. Revised feed instruction. Retention Yas Yes
298| 10/11/2014 17:20] 25.65 |Operator Error Feed Mix estarted unit. Revised feed inslruclion. Relention Yes Yes
399] 10/11/2014 17:21] 2565 |Operator Emor Feed Mix estarted unit. Aevised feed instruction Retention Yes Yes
400 10/11/2014 17:22] 25.65 [Operator Emor Feed Mix estarted unit. Revised feed instruction. Retention Yas Yes
401 ] 10/11/2014 17:23] 25.65 |Operator Emor_Feed Mix Resiarted unit. Revised leed instnuction. Retention Yes Yes
402§ 10/11/2014 17:24] 2585 |Operator Error Feed Mix Resiarted unit. Revised feed instruction. Retention Yes Yes
403 10/11/2014 17:25] 25.65 |Operator Emmor Fesd Mix Restarted unit. Revised feed instruction. Reteniion Yes Yas
404 ] 10/11/2014 17:26] 2565 |Operadtor Emor Feed Mix Restaried unit. Revised feed instruction. Retention Yeos Yas
405] 10/11/2014 17:27] 25.65 |Operator Eror Fead Mix Restarted unit, Revised leed instruction. Hetention Yes Yas
406 ] 10/11/2014 17:28] 2565 |Operator Emmor Fead Mix Restarted unit, Revised feed instruciion. Retention Yes Yes
407] 10/11/2014 17:29) 2565 |Operator Error Feed Mix Hestaned unit. Revised feed instruction. Retention Yes Yas
408] 10/11/2014 t7:30] 25.65 |Operator Ermor Feed Mix Hestaned unit. Aevised leed instruction. Retention Yes Yes
4091 10/11/2014 17:30 5.65 {Operator Error Feed Mix Restanted unil. Revised leed instruction. Retention Yes Yes
4105 10/11/2014 1732 5.65 |Operator Error Feed Mix Restaned unit. Revised lead instruction, Retention Yes Yes
411 0/11/2014 17:33] 25.65 |Operator Error Feed Mix Restarted unit. Revised feed instruction, Retlention Yas Yes
412 | 10/11/2014 17:34] 2565 |Operator Error Feed Mix Restarted unil. Revised leed instruction. Retention Yes Yes
413 10/11/2014 17:35] 2565 |Operator Error Feed Mix Restarted unit. Revised ieed instruction. Retention Yas Yes
414 | 10/11/2014 17:36] 25.65 |Operator Eror Feed Mix Restaned unit. Revised feed instruction. RAstention Yos Yes
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>10 PPM Incinerator | Combustion | Waste Feed
Date Corr Reason Corrective Action Operation Zone? Cutofi?
415| 1011/2014 17.37] 25.65 |Operator Error Feed Mix RAestarted unit. Revised feed instruction. RAatention Yes Yes
416 0/11/2014 17:38] 2565 |Operator Error Feed Mix RAestarted unit. Ravised feed instruction. Retention Yes Yes
417 10/11/2014 17:39] 2565 _|Operator Error Feed Mix Restaried unit, Revised fead instruction. Retention Yes Yes
4181 10/11/2014 i7:40] 2565 |Operator Error_Feed Mix Restarted unit, Revised leed instruction. Retention Yes Yes
419] 10/11/2014 17:41] 25.65 |Operalor Error_Feed Mix Restaried unit. Revised {eed insiruction. | Retention Yes Yes
420] 10/11/2014 17:42‘ 25.65 |Operator Ermor Feed M_ig_ FRestarted unit. i ead instruction. Retention Yes Yes
421 | 10/11/2014 17:43] 25.65 {Operator Error Feed Mix Aestarted unit. Ravised feed instruction. Retention Yas Yes
422] 10/11/2014 17:44] 25.65 [Operator Error_Faed Mix Aestaried unil. i ged instruction. Hetenlicn Yos Yes
423 0/11/2014 17:45] 2565 [Operator Emor Feed Mix Restarted unil. eed instruction. Hetention Yas Yas
241 10/11/2014 17:46] 25.65 Opera_t_gg Error Feed Mix Flagllaﬂed unit. F eed instruction. Retention Yes Yes
25] 10/11/201417:47] 2565 |Operator Error Feed Mix Restarted unit. Revised feed instruction. | Relention Yes Yes
426 10/11/2014 17:48] 25.65 erator Error Feed Mix Restarted unit, Revised leed instruction. Relention Yes Yes
427 | 10M11/2014 17:49] 25.65 |Operator Emor Feed Mix Rastarted unit. Ravised leed instruction. Retention Yes Yes
428| 10/11/2014 17:50] 25.65 [Operator Emor Feed Mix unit. Havised leed instruction, Retention Yeas Yes
429| 1011/201417.51 _2:!155 Operator Error Feed Mix | unit. Revised feed instruction, Ralention Yas Yes
430) 10/11/2014 17:52] 25.65 |Operator Error Fasd Mix unit. Revised feed instruction. Retention Yas Yes
43| 10/11/2014 17:53] 25.65 |Operator Eror_Feed Mix Restarted unit. Revised feed instruction. Retention Yes Yes
32 0/11/2014 17:54 5.65 |Operator Emor Feed Mix Hestarted unit. Revised feed instruction. Retention Yes Yes
33| 10/11/2014 17:55] 25.65 |Operator Error Feed Mix |Fleslaned unit. Revised fead instruction. Retention Yes Yas
434 | 10/11/2014 17:56] 25.65 |Operalor Error Feed Mix Restaned unit. Revised feed nstruction. Retention Yes Yes
435| 10/11/2014 17.57) 25.65 erator Error Feed Mix Restarted unit. Aevised leed instruction. Retantion Yas Yes
436 | 10/11/2014 7:58| 23.59 [Operalor Error Fead Mix Restared unit. Revised feed instruction. Retantion Yes Yas
| 437 1 1013/2014 17:59] 22.37 |Operator Error_Feed Mix Restarted unil. Aevised feed instruction. Hetantion Yos Yes
438§ 10/11/2014 18:00]_ 20.88 |Operator Emor Feed Mix Reslarted unil. Revised feed instruction. | _Felention Yes Yes
439| 10/11/2014 18:01] 19.72 |Operator Emor Feed Mix Aestarted unit. Revised leed instruction, RAatention Yes Yas
440 0/11/2014 18:02] 16.04 |Operator Eror Feed Mix Restarted unit, Revised feed instruction. Ratantion Yes Yes
44 0/11/2014 18:03] 14.00 |Operator Error Feed Mix Restarted unil, Ravised laed instruction. Retantion Yes Yes
442] 10/11/2014 18:044_ 1,93 |Qgerator Emor Feed Mix Restarted unit. Revised feed nstruction. Ratention Yes Yeas
443] 10132014 11:57] 10.40 |Malunction Combustion Anomaly |Reviewed waste leeds, Restared unit. Waste Yes Yes
444 | 101372014 11:58] 10.48 Mallunction Combustion Anomaly | &d waste leeds. Restarted unit. Retention Yes Yas
4451 10132014 11:59] 10.24 [Malfunction Combustion Anomaly waste leeds. Haestarted unit. Ratention Yas Yes
446| 10/14/2014 04:03] 13.81 |Operator Error Feed Prep estarted unit. Corrected issue. _Waste Yos Yes
| 4471 10/14/2014 04:04] 1506 |Operator Error Feed Prep unit. Gorrecied issua. Retention Yes Yes
4481 10/14/2014 04:05] 15.44 [Operator Error Feed Prep _ unit, Correcied issue. Retention Yas Yes
449 10/14/2014 04:06] 15.51 |Operator Error Feed Prep unit. Correcled issue. Retention Yos Yes
450 | 10/14/2014 04:07] 15.51 [Operator Emor Feed Prep unit. Corrected issue. Retention Yas Yes
451 0/14/2014 04:08] 15.51 |Operator Ermor Feed Prep Heastarted unit, Corrected issue. Hatention Yes Yos
4521 10/14/2014 04:09§ 1551 [Operator Emor Feed Pre) Aestarted unil. Corrected issus. Helention Yes Yas
4531 10/14/2014 04:10] 15.51 [Operalor Eror Feed Prep [Restarted unit. Correcled issue. Retention Yes Yas
454 | 10/14/2014 04:11] 15.51 Operalor Efror_ Feed Prep Restaned unil. Corrected issue. Retention Yes Yes
| 455] 10/14/2014 04:12] 15.51 Operator Error_Feed Prep Restaried unit. Corrected issue. Reatention Yes Yes
456] 10/14/2014 04.13] 15.51 Operator Error Feed Prep Restarted unit. Comrecied issue. Ralention Yes Yes
| 457 | 10/14/2014 04:14] 1551 |Operator Error Feed Prep Restarted unil. Corrected issue. Retention Yes Yes
| 458 | 10/14/2014 04: 15.51_|Operator Emor Feed Prep Restarted unit. Correcled issua. Heatention Yes Yes
| 459 | 10M14/2014 04: 15.51 |Operator Emor Feed Prep Restarted unit, Corrected issue. Hetention Yes Yes
460] 10/14/2014 041 Operator Error Feed Prep Restarted umit. Correcled issue. Ratention Yes Yes
| 4611 10/14/2014 04:18] Operator Eror Feed Prep_ Restarted unit. Correcled issue. Retantion Yas Yes
| 462 | 10/14/2014 04:19| Operator Error_Feed Prep Restaried unit. Corrected issus. Retention Yas Yes
483 | 10/14/2014 04.20 Operator Eror_Feed Prep Restarted unit, Correclad issue. Retention Yos Yes
464 0/14/2014 04:21 Operator Error_Feed Prep Restarted unit. Correcled issus. Retention Yes Yes
465 | 10/14/2014 04:22 Operator Error Feed Prep Restarted unit, Corrected issue. Retention Yes Yes
466 10/14/2014 04:23] 15.51 |Operator Eror_Feed Prep Hestarted unit, Correcled issus. Retention Yes Yes
467 | 10/14/2014 04:24 5.51_|Operator Emor Feed Prep Hestarted unit. Correcled issue. Ralention Yas Yes
4681 10/14/2014 04:25] 15.51 |Operator Ermor Feed Prep Aestarted unit. Corrected issus. Helanticn Yes Yes
4691 10/14/2014 04:26{ 15.51 |Operalor Error_Feed Prep Restaned unil. Corrected issue. Retention Yes Yes
470 10M114/2014 D4:27| 15.51 |Operalor Error Fead Prep Restaned unit. Cormected issue. Retention Yes Yes
471] 10/34/2014 04:28] 15.51 |Operalor Error Feed Prep Restaried unit. Corected issue. Retention Yes Yes
472| 10M14/2014 04:29] 15.51 [Operator Error Feed Prep Restared unit. Corrected issue. Ratantion Yeos Yes
473| 1014/2014 04:30] 15.51 |Operator Error Feed Prep Restarted unit. Corrected issue. Relention Yes Yes
| 474 ] 10/14/2014 04:31] 1551 |Operator Emor Faed Prep Restarted unil. Corecled issue. Hetention Yes Yes
[ 475] 10/14/2014 04:32] 15.51 |Operator Error Fesd Prep |Restarted unit, Comacied issue. Retention Yes Yes
476] 10M14/2014 04:33] 15.51 |Operator Error Feed Prep IHestam_d | unit. Correcled issue. Hetantion Yes Yes
4771 10/14/2014 04:34] 15.51 JOperator Error Feed Pre; Aestarted unit, Commected issue. Retention Yeas Yes
A78| 10/14/2014 04:35] 15.51 [Operaior Error Feed Prep Restaried unit, Correcled issue. Retention Yes Yas
A79] 10/14/2014 04:36] 15.51 [Operator Error Feed Prep Reslared unit. Corrected issue, Retention Yes Yas
480) 10/14/2014 04:37] 15.51 |Operator Error Feed Prep Reslarted unit. Corrected issua. Retention Yes Yes
481 10/14/2014 04:38] 15.51 |Operator Error Feed Prep Restanted unit. Correcled issua. Retention Yas Yes
482 ) 10/14/2014 04:38] 15.51 |Operator Error Feed Prep Restaned unit. Correcled issue. Retention Yes Yes
483§ 10/14/2014 04:40] 15.51 |Operator Ecror Feed Prep Restaned unit. Corrected issue. Helention Yos Yes
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Waste in Automatic
>10 PPM| Incinerator | Combustion | Waste Feed
Date Corr Reason Cortrective Action Operation Zone? Cutoff?
484 | 10/14/2014 04:.41] 1551 |Operator Error Feed Prep Restarted unit, Corrected issue. Retention Yas Yes
485| 10/14/2014 04:42] 1551 [Operator Efror Feed Prep Hestarted unit, Corrected issue. slantion Yas Yes
486| 10/14/2014 04:43] 15.51 [Operator Error Feed Prep Restarted unit. Corrected issue. Retention Yas Yes
487 10/14/2014 04:44] 15.51 |Operator Error Feed Prep Hestarted unit, Corrected issue. Retention Yes Yes
488 | 10/14/2014 04:45] 15.51 |Operator Error Feed Prep Hestarted unit, Corrected issue. Retention Yes Yes
489 | 10/14/2014 04:46] 15.51 |Operator Error Feed Pre estarted unit. Corrected issue. Aetention Yas Yes
490| 10/14/201404:47] 15.51 |Operalor Efror Feed Prep estaried unit, Corrected issue. Retention Yes Yes
491] 10/14/2014 04:48] 15.51 |Operalor Ermor Feed Prep Restaned unil. Corracted issue. Ratantion Yes Yes
492 | 10/14/2014 04:49 .51 |Operalor Error Feed Prep |Restarted unit. Corracted issuse. Realention Yes Yas
493 | 10/14/2014 04:50 .51 _|Operalor Error Feed Prep |Restaned unit. Corrected issue. Retention Yes Yes
494 | 10/14/2014 04:51 .51 _|Operalor Error_Feed Prep |Restaried unit. Corrected issue. Retention Yes Yes
495| _10/14/2014 04:52) 15.51 |Operalor Eror Feed Prep |Restarted unit. Corrected issue. Retention Yes Yes
| 496 | 10/14/2014 04:53] 15.51 |Operator Error Feed Prep |Restarted unit. Corrected issue. Retention Yes Yes
497 | 10/14/2014 04:54] 15.51 1Opoerator Error Feed Prep |Restarted unit. Corrected issue. Retention Yas Yeos
498| 10/14/2014 04 55| 15.51 [Operator Error Feed Prep |Restarted unit. Corrected issue. Relention Yes Yes
499 10/14/20140456] 15.51 |Operatos Error Feed Prep |Hestarted unit. Corresled issus. Retenlion Yas Yes
500 0/14/2014 04 57| 15.51 {Operator Error_Feed Prep |Restarted unit. Corrected issua. Relention Yes Yes
501 0/14/2014 04 58] 15.51 [Operator Esror Feed Prep I_Heslaned unit. Corrected issue. Rotention Yas Yes
2 Q/34/2014 04 59] 15.51 |Operalor Eror Fead Prep Restarted unit. Corrected issue. Retention Yes Yes
503 0/14/2014 05:00] 15.51 [Operator Ermor Feed Prep Restarted unit. Corrected issue. Retention Yas Yes
504 | 10/14/2014 05:01] 15.51 |Operator Error Feed Prep Restarted unit. Corrected issue. Hetantion Yeas Yas
S05| 10/20/2014 11:09] 11.77 |Mallunction Combustion Anomaly |Reviewed waste feeds. Restaried unit. Waste Yas Yes
| 506 | 10/20/2014 11:10) 12.28 [Maliunciion_Combustion Anomaly |Raviewed waste feeds. Restaried unit, Heatention Yes Yes
| 507 | 10/20/2014 11:11] 12.39 |Maliunction Combustion Anomaly |Reviewed waste feeds. Restaried unit. Hatenlion Yes Yes
| 508 ] 10/20/2014 11:12 . Maliunction Combustion Anomaly |Reviewed wasle feeds. Restaried unit. Relention Yes Yes
509 10/20/2014 11:13] 12.3 ion_Combustion Anomaly |Raviewed waste leeds. Restaried unit. Ratention Yes Yes
S10] 10/20/2014 11:14] 12.: ion_Combustion Anomaly [Reviewed wasle feeds. Restarted unit. Retention Yes Yes
511} 10/20/2014 11:15] 12.39 |Malfunction Combustion Anomaly |Reviewed waste feeds. Restaned unit. Retention Yes Yes
512 10/20/2014 11:16 .36 _[Malfunction Combustion Angmaly |Reviewed waste feeds. Hestaried unil. Retantion Yes Yes
513| 10/20/2014 11:37] 12.36 |Matfunction Combustion Anomaly |Reviewed waste leeds. Restared unil., Hatantion Yas Yas
514 10/200/2014 11:18] 12.36 [Malfunction Combustion Anomaly |Reviewed wasie feeds. Restarted unil. Ratantion Yas Yes
515| 10/20/2014 11:19] 12.36 |Malfunction Combustion Anomaly |Reviewed waste feeds. Restaried unit. Ratantion Yas Yas
516 10/20/2014 11:20¢ 12.36 |Malfunction Combustion Anomaly |Reviewed wasie feeds. Restarted unit, Hoatantion Yes Yes
517 10420/2014 11:21] 12.36 |Malfunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. Relention Yes Yas
518| 10/20/2014 11:22] 12.36 [Malfunction Combustion Anomaly |Hevie waste feeds. Restaried unit. slantion Yes Yes
519| 10/20/2014 11:23] 12.36 [Malfunction Combustion Anomal gviewed wasie leeds. Restared unit. slention Yes Yes
520| 10/20/2014 11:24] 12.36 |[Maliunction Combuslion Anomaty |l'., ed wasie leeds. Restared unit. Retantion Yes Yes
521§ 10/20/2014 11:25] 12.36 |[Mallunction Combuslion Anomaty | ewed waste leeds. Hestaried unit. Relention Yes Yes
5221 10/20/2014 11:26] 12.36 [Maltunclion_Combustion Anomaly |R ed waste leeds. Hestarted unit. Retention Yes Yes
| 523 | 10/20/2014 11:27] 12,36 _|Mallunction Combustion Anomaly |A ed waste leads. Hestarted unit. Retention Yes Yes
| 524 | 10/20/2014 11:28] 12.36_Malfunction Combustion Anomaly [Reviewed wasta feeds. Restarted unit. Ratention Yes Yes
[ 525 | 10/20/2014 11:29) 12.36 |Mallunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. Retention Yes Yes
526 | 10/20/2014 11:30] 12.36 |Malunclion Combustion Anomaly |Reviewed waste feeds. Restarted unit, Retention Yes Yes
| 527 | 10/20/2014 11:31] 12.36 [Mallunction Combustion Ancmaly |HReviewed wasle feeds. Restarted unit. Retention Yes Yes
526 | 10/20/2014 11:32] 12.36 [Malfunction Combustion Anomaly |Reviewed waste feeds. Restarted unit, Retention Yes Yes
291 10/20/2014 11:33] 12.36 [Malfunclion_Combusiion Anomaly |Reviewed waste feeds. Restarted unit. Hetention Yes Yes
530) 10/20/2014 11:34] 12.36 |Malfunction Combustion Anomaly |Reviewed wasle feeds. Restaried unit, Retention Yas Yas
531] 10/20/2034 11:35] 12.36 [Matiunciion Combustion Anomaly |Reviewed wasle feeds. Restaried unit, Retention Yas Yas
| 532 10/20/2014 11:36] 12.36 |Malfunction Combustion Anomaly jHsviewed wasle feeds. Restaried unil. Retention Yeas Yes
533 10/20/2014 11:.'.ﬂ .36 |Malfunction Combustion Anomaly |Reviewed waste feeds. Restaried unil. Retantion Yes Yes
6534 | 10/20/2014 11:38] 12.36 [Malfunction Combustion Anomaly |Reviewed waste leeds, Restaried unit. Hatantion Yes Yas
535 10/20/2014 11:39) 12,36 [Malfunction Combustion Anomaly |Reviewed waste leeds. Hestarted unit. Retention Yes Yas
536 | 10/20/2014 11:40] 12.36 Malfunction Combustion Anomaly |Reviewad was!e feeds. Restarted unit. Retention Yes Yes
537 0/20/2014 11:41] 12.36 [Mallunction Combustion Anomaly |Reviewed wasie feeds. Bestarted unit. Ratgntion Yes Yas
538 0/20/2014 11:42] 12.36 [Malfunction Combustion Anomaly |Heviewed waste leeds. Restared unil. Ratantion Yes Yas
539 0/20/2014 11:43] 12.36 |Malfunction Combustion Anomaly |Reviewed waste feeds. Restaried unil. Retantion Yas Yas
840 0/20/2014 11:44] 12.36 [Mallunclion Combustion Anomaly |Reviewed wasie feeds. Restarted unil. Ratention Yas Yas
8411 102002034 11:45] 12.36 [Malfunction Combustion Angmaly |Reviewed waste feeds. Hestarted unit. Retention Yes Yas
542 | 10/20/2014 11:46] 12.36 [Malfunction Combustion Anomaly |Reviewed waste feeds. Restaried unit. Retention Yes Yas
843 | 10/20/2014 11:47] 12.36 jMalfunclion Combustion Angmaly |Reviewed waste feeds. Restaried unit. Retenaticn Yes Yes
5441 10/20/2014 11:48] 12.36 Raviewed wasta leeds. Restarted unit. Retention Yes Yes
545] 10/20/2014 11:49] 12.36 |Malfunction Combustion Anomaly |Reviewed waste leeds. Restaried unit. Retention Yes Yes
46 | 10/20/2014 11:50] 12.36 [Mallunction Combustion Anomaty |Reviewed waste (eeds. Restarted unit. Retention Yes Yes
| 547 | _10/20/2014 11:51] 12,36 [Malfunclion Combustion Anomaly |Reviewed waste jesds. Restaried unit, Retention Yes Yes
548| 10/20/2014 13:52] 12.38 [Mallunction Combustion Anomaly |Reviewed waste leeds. Restaried unit, Retention Yes Yes
549 10/20/2014 11:53] 12.36 |Mallunction Combustion Anomat waste feeds. Restarted unit. Retention Yes Yes
550 | 10/20/2014 11:54] 12.36 |Mallunction Combustion Anomaly [A waste feeds. Reslarted unit. Retenlion Yes Yes
551 10/20/2014 11:55] 12.36 [Maliunction_Combustion Anomaly |Revia wasle feeds. Restarted unit. Retention Yes Yes
552 | 10/20/2014 11:56] 12.36 |Maliunclion Lombustion Anomaly |Heviewsd wasie ieeds. Restarted unit. etention Yes Yes
System #2
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Emissions Limits: THC System #1

1-Hour Average > 10 PPM Excess Emissions Report California Analytical Instruments
while on Waste or Retention Waste Model: 600-HFID
SN: 12054
Wasle in Automatic
>10 PPM Incinerator | Combustion | Waste Feed
_ Date Corr Reason Corrective Action Operstion Zone? Cutoif?
553| 10/2042014 I:Sﬂ 12.36 {Maltunction Combustion Anomaly |Reviewad waste leeds. Rastaried unit, Retenlion Yes Yis
| 554 | 10/20/2014 11:58] 12.36 |Mallunction Combustion Anomaly |Rsviewed wasle leeds. Restarted unit, Retention Yes Yas
555] 10/202014 13.59] 12.36 [Mallunction Combustion Anomaly [Reviewad waste feeds. Restarted unit. Retantion Yes Yos
556 10/20¢2014 12:00] 12.36 |Mallunction Combustion Anomal wasle feeds. Restarted unit. Retantion Yes Yes
557 10/22/2014 17:17] _10.01 [Operator Efror Feed Prep unit. Revisad leed instruction. Waste Yes Yes
558 | 10/22/2014 17:18] 10.08 |Operalor Error Feed Prep unit. Revised feed nstruction. Retention Yes Yes
559 | 10/22/2014 17:19] 10.08 |Operator Error_Feed Prep unit, Revised feed instruction. Retenlion Yes Yes
560 10/22/2014 17:20] 10.08 |Operator Emor Feed Prep Rastarted unit. Revised feed instruction. |  Retention Yas Yes
561 10/22/2014 17.21] 10.08 |Opsrator Emor Feed Prep Restarted unil. Revised feed instruction. Hetention Yes Yes
562) 10/22/2014 175_'2'] 0.08 |Operator Error Feed Prep Restanted unit. Revised feed instruction. atention Yes Yas
5631 10/22/2014 17:23] 10.08_[Operator Ervor_Feed Ptep Hestaned unit. Revised fead instruction, Retention Yes Yas
564 | 10/22/2014 17:24] 10.08 |Opsrator Error_Feed Prep Restarled unit. Revised feed instruction. Retention Yas Yas
565 | 10/22/2014 17:25] 10.08 |Operator Error Feed Prep Hestarted unit. Revised feed instruction. Retention Yes Yas
566] _10/22/2014 17:26] 10.08 ]Operator Error_Feed Prep Restaried unil, feed instruction. | Retention Yes Yes
567 0/22/2014 17:27] 1008 _[Operator Error_Feed Prep Restarted unit. eed instruction. Retention Yes Yes
568 0/22/2014 17:28] 1008 |Operator Error Feed Prep Aestarted unit. eed instruction. Retention Yes Yes
S69] 10/22/2014 17:29] 1008 |Operator Error Feed Prep Restaried unit. Revised feed insiruction. |  Retention Yes Yes
570] 10/22/2014 17:30] 1008 |Operator Error Feed Prep Restarted unit. Revised feed insiruction. | Retention Yes Yes
571 10/22/2014 17:31] 10 08 _[Operator Error Feed Prep Restarted unit. Revised feed instruction. etention Yes Yes
| 572 10/22/2014 17.32| 1008 [Operator Errar Feed Prep Restarted unil. Revised leed instruction. etention Yes Yes
573| 10/22/2014 17.33] 10.08_|Operator Error Feed Prep Restarted unil. Revised leed instnuclion. Retantion Yes Yas
5741 10/22/2014 17:34] 10.08 [Operator Emor Feed Prep Restarted unit. Revised feed instruclign. Retention Yas Yas
| 5751 10/22/2014 17:35] 10.08 |Operator Error Feed Prep Restarted unit. Hevised feed instruclion. |  Ralention Yes Yes
576] 10/22/2014 17:36] 10.08 |Operalor Error Feed Prep Restarted unit, Revised fead instruction. Ratention Yes Yes
577 0/22/2014 17:37{ 10.08 |Cperator Error Feed Prep Restarted unit, Aavised feed instruction. Retention Yes Yes
578| 10/22/201417:38] 10.08 |Operator Eror_Feed Prep Restaried unit. Aevised feed instruction. | Relention Yes Yes
579] 10/22/201417:39] 10.08 |Operator Eror_Feed Prep Restarted unit. Ravised feed instruction. § Helention Yes Yes
580 10/22/2014 17:40] _10.08 |Operator Eror Feed Prep Aestarted unit. Revised feed instruction. Hslention Yes Yas
581 10!_2_2.’2014 17:.41] 10.08 Operaior Error_Feed Prep Aestarted unit, Revised faed instruction. Retanticn Yes Yes
S82] 10/22/2014 17:42] 10.08_jOperator Emor Feed Prep Restarted unit, Aevised feed instruction. Retention Yes Yes
583 | 10/22/2014 17:43|_10.08_|Operator Emor_Feed Prep Reslaried unit. Revised feed instruction. |  Aetention Yes Yes
5841 10/22/2014 17:44] 10.08 |Operator Ermor_Feed Prep Hestarted unit. Revised feed instruction. Aetention Yes Yes
585 10/22/2014 17:45 0.08 |Operaior Error_Feed Prep Restaried unit. Ravised feed instruction. slention Yeos Yas
586 ] 10/22/2014 17:.46] 10.08_[Operator Emrar_Feed Prep Reslarted unit. Revised feed instruction. Retention Yes Yes
587 | 10/22/2014 17.47| 10.08_|Operator Error Feed Prep IFIesla_n_e_c | unit. Revised leed instruction, Ratention Yes Yes
58813 10/22/2014 17.48' 10.08 [Operator Error Feed Prey Restared unit. Ravised fead instruction. Retantion Yes Yes
| 589F 10/22/2014 17.49] 10.08 |Operator Error Feed Pre, Restaned unit. Revised feed instruction. Betantion Yas Yes
590| 10/22/2014 17.50] 10.08 [Operator Error Feed Prep Restanted unit. Revised leed instruction. Retention Yes Yes
591 0/22/2014 17:51] 10.08 |Operator Eeror Faed Prep Restanted unit. Revised leed instruction. Hetantion Yes Yes
592 0/22/2014 17:52] 10.08 [Operalor Error Feed Prep Restarted unit. Revised feed instruction. Retention Yas Yes
593| 10/22/201417.53] 10.08 |Operalor Error Feed Prep Reslarted unit. Revised lead instruction. Reatantion Yas Yes
594 0/22/2014 17:54] 10.08 _|Operator Error Feed Prep Restarted unit. Hevised feed instruction. | Retention Yes Yes
5951 10/22/2014 17.55| 10.08 |Operator Error Feed Prep Reastaried unit. Revised feed instruction. | Retention Yes Yes
S96] 10/22/2014 17:56] 10.08 [Operalor Error Feed Prep Restarted unit. Revised feed instruction. |  Retention Yes Yes
597 | 10/22/2014 17:57| 10.08 |Operator Error Feed Prep Aestaried und. Revised fead instruction. RHetention Yas Yes
598 | 10/22/2014 17:58 008 JOperator Error_Feed Prep Aestanted unit. Revised feed instruction. etention Yeas Yes
599] 10/22/2014 17:59] 10.08 {Operator Error_Feed Prep Restarted unil. Revised feed instruction. Retention Yes Yes
| 600 ] 10/22/2014 18:00] 1008 |Operator Error_Feed Prep RAestaded unit. Revised fead instruction. Retentian Yes Yas
| 601 10/22/2014 18:1] 1008 |Operator Error_Feed Prep Restaried unil. Revised feed instruction, Aetention Yes Yas
| 602 ] 10/22/2014 18:02] 1008 |Operator Error_Feed Prep Restaried unil. Revised feed instruction, Retention Yes Yes
| 603 10/22/2014 18:03] 1008 |Operator Error Feed Prep Restarted unit. Revised feed instruction. Retention Yas Yes
| 6041 10/22/2014 18:04] 1008 |Oparator Ertor Feed Prep Restaried unil. Revised feed instruction. Hetention Yes Yes
605) 10/22/2014 18:05] 10.08 |Operator Error Feed Prep Restarted unit. Revised feed instruction. Retention Yes Yes
606  10/22/2014 18:06] 1008 |Operator Error Feed Prep Restarted unit. Revised feed instruction. Hetention Yes Yes
607] 10/22/2014 i8:07] 1008 Operator Error Feed Prep Hestarted unit. eed instruction. Retention Yes Yes
608 0/22/2014 18:08] 10.08 |Operator Error Feed Prep Restarted unit, eed instruction. Retention Yes Yes
609 0/22/2014 18:09] 10.08 |Operator Esror Feed Prep Raestarted unit. eed insiruction. Retention Yes Yes
610] 10/22/2014 18:10) 10.08 |Operator Eror Feed Prep Restarted unil. eed instruction. | Retention Yes Yes
611 10/22/2014 18:11f 10.08 |Operator Error Feed Prep Restarted unit. Revised feed instruction. Retantion Yes Yes
612 10/22/2014 18:12] 10.08 |Operator Ermor Feed Prep Hestarted unit. Revised leed instruclion. Retantion Yes Yes
613 10/2220 Operator Eror Feed Prep Restarted unil. Revised leed instruction. Retantion Yes Yes
614 | 10/26/20 Malunction Combustion Anomaly |Reviewed waste feeds. Restarted unil. Wasle Yes Yes
615] 10/26/20 Malunclion Combustion Anomaly |Reviewed waste feeds. Reslared | unil. Ratention Yes Yes
G616 | 10/26/20 : Mallunction Combustion Anomaly |Reviewed waste feeds. Reslared | unit. Realention Yes Yes
617 ] 10/26/2014 12:09] 12.03 §Malfunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. Retention Yes Yes
[ 10/26/2014 12:10] 12.03 [Malfunction_Combustion Anomaly |Reviewed waste feeds, Restaried unit. Ratantion Yos Yes
[ 10/26/2014 12:11] 12.03_[Malfunction Combustion Anomaly |Reviewed waste feeds. Restared unit, Relention Yos Yes
6201 10/26/2014 12:12] 12.03 |Mallunction Combuslion Anomaly {Reviewed wasle leeds. Restaried unit. Relention Yos Yes
621] 10/26/2014 12:13] 12.03 |Mallunction Combuslion Anomaly jReviewed wasle feeds. Rastaried unit. Aelention Yes Yes
System #2
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Emissions Limits: THC System #1

1-Hour Average > 10 PPM Excess Emissions Report California Analytical Instruments
while on Waste or Retention Waste Model: 600-HFID
SN: Ut2054
Waste In Automatic
>10 PPM Incinerator | Combustion | Waste Feed
__Date Corr Reason Corrective Action Operation Zone? Cutoff?
622 ] 10/26/2014 12:14] 12.03 |Malfunction Combustion Anomaly |Revi waste leads. Restarted unit. Ratantion Yas Yes
623 | 10/26/2014 12:15] 12.03 |Malfunction Combustion Anomaly |Reviewad wasts feeds. Restarted unit. Ratantion Yes Yes
[Maltunction Combuslion Anomaly |Reviewed wasle feeds. Restarted unit. Retention Yes Yes
03 _|Malfunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. Retention Yes Yes
Maltunction Combushon Anomaly |Reviewed wasle feeds. Restaried unit. Retention Yes Yes
Malfunction Combustion Ancmaly |Reviewed wasle feeds. Restaned unit. Retention Yes Yes
Malfunction Combustion Ancmaly |Reviewsd wasle feeds. Restarted unit. Retention Yes Yes
14 12:2 : Mallunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. Retention Yes Yes
| 630) 10/26/2014 12:22] 12.03 [Mallunction Combustion Anomaly |Reviewed waste feeds. Restarted unil, Retention Yes Yes
| 631 {/26/2014 12:23] 12 ion Combustion Anomaly |Reviewed waste leeds. Restaned unit, Retention Yas Yesg
| 632 10/26/2014 12.24] 12 Combustion Anomaly |Reviewed wasle feeds. Restarted unil. Hetention Yes Yes
633 | 10/26/2014 12.25 2. Combustion Anomaly |Reviewed waste faeds. Restarted unit. slention Yas Yes
634 | 10/26/2014 12.26] 12 Combustion Anomaly |RAeviewed wasie teeds. Restarted unil. atention Yas Yes
635 | 10/26/2014 12.27 2, Combustion Anomaly |Reviewed waste feeds. Reglaried unit. Retention Yes Yas
536 0/26/2014 12.28] Combustion Anomaly |Reviewed wasie feeds. Heslaried unit. Hetention Yes Yes
637 10/26/2014 1229 Combustion Anomaly |Reviewed waste ieeds. Restarted unu. Retention Yes Yas
6538 0/26/2014 12:30 Combustion Anomaly {Re ed wasle leeds. Reslarted und. Ratantion Yes Yeos
639 10/26/2014 12:31 Combustion Anomaly _jHe d waste feeds. Restarted unit. Ratention Yes Yes
640 | 10/26/2014 12:32 Combustion Anomaly _|Reviewed waste feeds. Restaried unit, Retantion Yes Yes
641 10/26/2014 12:33] 12.03 |Malfunction Combustion Anomaly |R ed waste feeds. Restarted unit. Retention Yes Yes
642| 10/26/2014 12:34] 12.03 _|Malfunction Combustion Anomaly |R waste feeds. Restarted unit. Ratention Yes Yes
643| 10/26/2014 12:35] 12.03_|Malfunclion Combustion Anomaly |Reviewed waste leeds. Hestarted unit. Rsatantion Yas Yes
644 ] 10/26/2014 12:36] 12.03 |Maltunction Combustion Anomaly |Reviewed wasts feeds. Restarted unit. Reatention Yes Yes
645 10/26/2014 12:37] 11.9% [Mallunction Combustion Anomaly |Reviewsd waste feeds. Restarted unit. Retention Yes Yes
646 0/26/2014 12:38] 11.88 |Mallunction Combustion Anomaly Heviewed wasta feeds. Restarted unit. Retention Yes Yes
47 | 10/26/2014 12:39] 11.43 IMalfunction Combustion Anomaly |Reviewed wasts {eeds. Restarted unit. Reatention Yes Yes
48 | 1072612014 12:40]  10.95 IMalfuncticn Combustion Ancmaly | Reviawed waste feeds, Rastariad unit, atention Yes Yes
649| 10/26/2014 12:41] 10.89 Malfunclion Combustion Anomaly |Reviewed wasle leeds. Restarted unit, Retention Yes Yes
650 10/26/2014 12: 10.89 |Malfunciion_Combuslicn Anomaly |Reviewed waste feeds. Rastarted unil. Retention Yes Yas
651 10/26/2014 12:43] 10.89 [Mallunction Combustion Anomaly Reviewed wasts feeds. Restarted unit. Retention Yos Yas
652 | 10/26/2014 12:44] 10.89 [Mallunction Combustion Anomaly |Heviewed waste feeds. Restaried unit. Retention Yos Yas
653} 10/26/2014 12:45] 10.89 ion_Combustion Anomaly |Fleviewed waste leeds. Restarted unit. Retention Yes Yes
654 | 10/26/2014 12:.46] 10.89 ion_Combustion Anomaly |Reviewed wasle feeds, Reslaried unit. Hetention Yas _Yes
655| 10/26/2014 12:47] 108% ion_Combustion Anomaly |Reviewed wasle feeds. Reslarted unil. HRetention Yes Yas
| 656 | 10/26/2014 12:48] 10. Combustion Anomaly |Reviewed waste feeds. Restaried unit. Retentian Yes Yes
| 657 | 10/26/2014 12:49] 10 al Combustion Anomaly {Reviewed waste feeds. Restaried unit. Ratantion Yes Yes
| 658 | 10/26/2014 12:50] 10.89 |Malfunction Combustion Anomaly JReviewed waste feeds. Restarted unit. Retention Yes Yes
659| 10/26/2014 12:51] 10.89 [Malfunction Combustion Anomaty |Reviewed waste feeds. Restarted unit. Retention Yes Yes
6601 10/26/2014 12:52] 10.89 [Malfunction Combustion Anomaly |Reviewed waste feeds. Aestarted unit. Retention Yeos Yes
661 0/26/2014 12:53] 10.89 [Malfunction Combustion Anomaly |Reviewed waste leeds. Rastarted unit. Retention Yes Yes
662 0/26/2014 12:54§ 10.89 |Malfunction Combustion Anomaly |Reviewed wasts feeds. Resiarted unit, Retention Yas Yes
663 | 1026/2014 12:55] 10.89 |Mallunction Combustion Anomaly |Reviewed wasts feeds. Restarted unit. Retention Yos Yes
664 | 10/26/2014 12 56] 10.89 [Malfunction Combustion Ancmaly [Reviewed waste feads. Restarted unit, Relention Yes Yes
665] 10/26/2014 12 57] 10.89 [Malfunction Combustion Ancmaly |Reviewed wasie feeds. Bestaried unit. glention Yes Yes
666 | 10/26/20 } Combustion Anomaly |Reviewed waste feeds. Hestaried unit, elention Yes Yes
667 | 10/26/2014 . ion Combustion Anomaly |Reviewed wasle feeds. Restarted unit. Hetention Yes Yas
668 | 10/26/201 Combustion Anomaly |Reviewed waste feeds. Hestaned unit. Retention Yes Yes
669 | 10/26/201 Combustion Anomaly |Reviewed waste leeds. Restaried unit. Retention Yes Yes
670 | 10/26/201 Combustion Anomaly |Reviewed waste feeds. Restarted unit. Retention Yes Yas
671 10/26/2014 13:03 . ion Combustion Anomaly |Reviewed wasie leeds. Restarted unil. Retention Yes Yes
672] 10/26/2014 13:04 ion_Combustion Anomaly |Reviewed wasie leeds. Restared unit. Retention Yas Yas
673] 10/27/2014 00:52) ion_Lance Slagging Cleared lance. Hastarted unit. Waste Yas Yas
674 10/27/2014 00:53] 11.58 |Mallunction Lance Slagging Cleared lance. Restarted unit, Retention Yas Yes
675] 10/27/2014 00:54] 12.37 [Malfunction Lance Slagging |Cleared lance. Resiarted  unit, Retention Yos Yes
676 0/27/2014 00:550_14.35 |Malfunclion Lance Stagging Cleared lance. Restarted unit. Retention Yes Yas
677 10/27/2014 00:56) _15.94 [Maltunction Lance Stagging Cleared lance. Rastartad unit. Retention Yos Yes
678 10/27/2014 00:57] 16.42 |Mallunclion Lance Slagging |Cleared lance. Restartad unit. Ratention Yes Yes
679| 10/27/2014 00:58] 16.53 |Malunction Lance Slagging |Cleared lance. Restarted unit. Retention Yes Yes
680 | 10/27/2014 00:59] 16.55 [Mallunction Lance Slagging Cleared lance. Restaried unit. Retanticn Yes Yes
681 0/27/2014 01:00] 16.55 {Malfunction Lance Slagging Cleared lance. Restanied unil. Retention Yes Yes
6821 10/27/2014 01:01] 16,55 |Mallunction Lance Slagging Cleared lance. Hestarled unit. Retantion Yes Yas
583 0/27/2014 01:02] 16.55 [Malfunclion Lance Slagging Cleared lance. Reslaried unit. Hatantion Yas Yes
684 0/27/2014 01:03] 16.55 |Matfunciion Lance Slagging Cleared lance. Restarted unil. Relention Yes Yes
685 10/27/2014 01:04] 16.55 [Mallunclion Lance Slagging Cleared lance. Restarted unil. etaniion Yes Yes
| 686 | 10/27/2014 01:05] 16.55 |Malunction_Lance Slagging Cleared lance. Restarted unit. Retsntion Yes Yes
| 687 | _10/27/2014 01:08] 1655 |Malfunction_Lance Slagging Clearaed lance. Restaried unit. Retention Yes Yes
| 6868 10/27/2014 Olroﬂ 16 55 [Malfunction Lance S lagging Cleared fance. Restaried unit. Retention Yos Yes
689) 10/27/2014 01:08] 16 55 Malfunction Lance Slagging Cleared lance. Reslarted unit. Relerition Yeos Yes
690]| 10/27/2014 01:09] 16.55 IMe_l_lfunction Lanca Slagging Cleared lance. Hestared unit. Reiention Yas Yes
System #2
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Emissions Limits:

1-Hour Average > 10 PPM

THC

Excess Emissions Report

System #1

California Analytical Instruments

while on Waste or Retention Waste Model: 600-HFID
SN: U12054
Waste in Automatic
>10 PPM Incinerator | Combustion | Waste Feed
Date Corr Reason Corrective Action Operation Zone? Cutofi?
691] 10/27/2014 01:10] 16.55 [Maliunction Lance Slagging Cleared lance. Reslarted unit. Retention Yes Yes
692 10/27/2014 01:11] 16.55 [Maifunction Lance Sla: ing Cleared lance. Restarted unit. Retention Yes Yes
693] 10/27/2014 01:12] 16.55 [Malfunction Lance Slagging Cleared lanca. RAestared unit. Retention Yes Yes
| 694 ] 10/27/2014 01:13] 16.55 JMallunction Lance Slagging Cleared lance. Reslarted unit. Retention Yes Yes
€95) 10/27/2014 01:14] 16.55 |Malfunction Lance Slagging Cleared lance. Reslared uni. elention Yes Yes
£696| 10/27/2014 01:15] 16.55 Mallunclion Lance lagging Cleared lance. Hestarted unit. slenticn Yas Yeas
6971 10/27/2014 01:16] 16,55 [Mallunction Lance Stagging Cleared lance. Restaried unil. Retention Yas Yes
6898 | 10/27/2014 01:17] 16.55 [Mallunction Lance Stagging Cleared lance. Restarted unit. Retention Yes Yas
699 10/27/2014 01:18] 16.55 [Malfunclion Lance Slagging Cleared lance. Restarted unit. Retention_ Yes Yes
700) 10/27/2014 01:19] 16.55 [Matfunction Lance Slggging Cleared lance. Restarted unit, Hetention Yes Yes
701] 10v27/2014 01:20] 16.55 |Malfunction Lance Slagging Cleared lance. Hestarled unit. Retention Yes Yes
702 0/27/2014 01:21] 14.43 [Maliunction Lance Slagging Cleared lance. Restarted unit. Retention Yos Yes
703 0/27/2014 01 :22_5 13.70 _|Mallunction Lance Slagging Cleared lance. Reslanted unil. Retention Yes Yes
704 0/27/2014 01:23] 13.52 lfunction Lance Slagging Cleared lance. Restarned unit. Hetention Yes Yas
| 705] 10/27/2014 01.24] 13.49 Mallunction Lance Slagging Cleared lance. Restarted wnil, Helention Yes Yeas
7081 10/27/201401:25] 13.49 [Mallunction Lance Stagging Cleared lance. Restariad unil, Retention Yas Yes
707 | 1072772014 ¢ 126§ 13.49 [Malfunclion Lance Sla ing Cleared lance. Restarted unit. Retention Yes Yes
7081 _10/27/2014 01:27| 13.49 [Malfunction Lance Slaggin Clsared lance. Restarted unit. Retenlion Yes Yes
709] 10/27/2014 01:28] 1349 [Malfunction Lance Slagging Cleared fance. Restarted unit. Hetention Yes Yes
710| 10/27/2014 01:29] 13.49 {Malfunction Lance Sla ing Cleared lance. Hestarted unit. Retention Yes Yes
711 0/27/2014 01:30) 13.49 [Malfunction_Lance Siagging Cleared lance. Festaried unit. Retention Yes Yes
712 0/27/2014 01:31 349 [Malfunclion_Lance Slagging Claared lance. Restaned unit. Retantion Yes Yes
713 10/27/2014 01:32] 13.49 _[Mallunclion Lance  Slagging Cleared lance, Reslarted unit. Aslention Yes Yes
714 10/27/2014 03:33] 13.49 [Mallunction Lance Slaqging Cleared lance. Rastaried unit. Hetention Yas Yes
715] 10/27/2014 01:34] 13.49 [Malfunclion Lance Staggi |Cleared lance. Hestarted unil, Hetantion Yas Yes
716 ] 10/27/2014 01:35{ 13.49 [Maltunction Lance Sla ing Cleared lancs, Restarted unit. Ratantion Yeos Yes
717¢ 10/27/2014 01:36] 13.49 [Malfunction Lance Slagging Cleared lance. Reslarted unit. Retenlion Yes Yes
718 10/27/2014 01:37] 13.49 [Malfunction Lance Slagging Cleared lance. Restarted unit. Reatention Yes Yes
719 10/27/2014 01:38] 13.49 Maliunction Lance Slagging Cleared lance. Restaried unit. Retention Yeas Yes
720] 10/27/2014 01:39) 13.49 |Malfunction Lance Slagging Cleared lance. Reslaned | unit. Retention Yes Yes
7211 10/27/2014 01:40] 13.49 |Malfunction Lance Slagging Cleared lance. Reslarted unil. Retention Yes Yeos
722 | 10/27/2014 01:4 13.49 [Mallunction Lance Slagging Cleared lance. Restarted unit. Heteniion Yes Yes
723 0/27/2014 03:42] 1349 |[Malfunction Lance Slagging Cleared lance. Hestaried unit. Hetenticn Yes Yes
724 0/27/2014 01:43] 13.48 on_Lance Slaggin, Cleared lance. Festartad unil. Retention Yas Yes
725 0/27/2014 01:44] 13. i jCleared lance. Restarted unit. Retantion Yas Yes
26| 10/27/2014 01:45] 13. Cleared lance. Restarted unit. Retention Yos Yes
727 10/27/2014 01:46] 13. Cleared lance. Restarted unit. Hetenlion Yes Yes
7281 10/27/2014 01:47] 1: .22 _[Malfunction Lance Slagging Cleared lance. Restared unit. Reatention Yes Yes
729| 10/27/2014 01:48) 12,58 alluncﬁurignca Slagging Cleared lance. Restaried unit. atontion Yes Yes
730 10/27/2014 01:49] 1021 [Malfunction Lance Slagging Cleared lance. Reslarted J unit. etention Yes Yes
| 731 ] 11/05/2014 19:55] 11,25 [Operator Error Line Flush Festarted unit. Install indicator light Wasle Yes Yes
| 732 | 11/05/2014 19:56] 12.50 Operator Emror_Ling Flush Restarted unit. Install indicator light Rslention Yes Yas
733| 11/05/2014 19:57] 12.85 [Operalor Emor Line Flush Hestarted unit. Install indicator light Reatention Yes Yos
34 | 11/05/2014 19:50] 12.94 |Operalor Enmor Line Flush Resltarted unit. Install indicator light Relention Yos Yes
A5 _11/05/2014 19:59] 12.94 JOperator Etror_Line Flush Restarted unil. Install indicator light Retention Yes Yes
36 1/05/2014 20:00] _12.94 |[Operator Error_Lins Flush Reslaried unil. Install indicator ligh Retenticn Yes Yes
737 /05/2014 2001] 12.94 |Operator Error Line Flush Hestarted unit. Install indicator ligh RAatention Yas Yes
738 /05/2014 20 021 12.94 |Operator Error_Line Flush Restarted unit. Install indicator ligh Retention Yes Yes
739] 11/05/2014 2003] 12.94 |Operator Emmor_Line Flush Restarted unil. Install indicator ight Retention Yes Yes
740| 11/05/2014 20:04] 12.94 |Operator Emor Line Flush Hestarted unit. Install indicator light Retention Yes Yes
7411 11/05/2014 20:05] 12.94 |Operator Emor Line Flush . Install indicator light Relegntion Yes Yes
742 /05/2014 20:06] 12.94 [Operator Error Line Flush . Install indicator light RAetenticn Yas Yes
743 11/05/2014 20:07) 12.94_|Operator Error Lina Flush it, Install indicator light Ratantion Yes Yos
7441 11/05/2014 20:08] 12.94 |Operator Error Line Flush Restarted unit. Install indicator light Retantion Yes Yes
745} 11/05/2014 20:09] 12.94 |Operator Error Line Flush Reslaned unit. Install indicator light Retantion Yes Yes
746] 11/05/2014 20:10] 12.94 JOperator Error Line Fiush Aestaned unit. Install indicator light Hetanlion Yes Yes
747) 11/05/2014 20:11] 12.94 [Operator Error Line Flush Restaried unil. Insiall indicator light |__Retention Yes Yes
| 7481 11/05/2014 20112 12.94 Operator Emor Ling F ush_ Restaried unit. Install ind icator light Retention Yes Yas
7491 11/05/2014 20:13] 12.94 [Operator Eror Ling F ush _ Restarted unit. Install indicator light Retentioh Yes Yes
750 11:25_!301 4 20:14] 12.94 |Operator Error Line Flush Restarted unit. Instail indicator light Retention Yes Yes
751] 11/05/2014 20:15] 12.94 Operator Error_Line £ Hestarted unit. Install indicator light Ratantion Yas Yes
752] 11/05/2014 20:16) 12.94 Operator Ertor Line F Restarted unit. Install indicator fight Reatantion Yas Yas
7531 11/05/2014 20:17] 12.94 Operalar Eftor_Line Flush Restaried unil. Install indicator light Retgntion Yes Yos
| 7541 11/05/2014 20118 12.94 [Operator Error_Line Flush Restarted unit. Install indicator light Retenlion Yes Yes
755] 11/05/2014 1 20:18] 12.94 IOpergl_t_:r Emor Lins Flush Restarted unit. Install ind cator light Retenlion Yes Yes
| 756 ] 11/05/2014 1 20:20] 12.94 |Operator Ermror Line Flush Restaried unit. Install ind cator light Retention Yes Yas
757 | 11/05/2014 20:21] 12.94 |Operalor Emor Line Fiush Restarnted unit. Install indicator light Retention Yes Yes
758| 11/05/2014 20:22] 12.94 |Operator Error Line Flush Restarted unit. Install indicator light atention Yas ‘fes
759 11/05/2014 20:23] 12,94 |Operator Error Line Flush |Restarted unit. Install indicator light atenlion Yos Yes
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7601 11/05/2014 20-24] 12,94 |[Operator Error Line Flush Restarted unit. Install indicator Reatantion Yes Yes
761 11/05/2014 20:25] 12.94 |Operator Error_Ling Flush Restarted unit. Install indicator ligh Aetention Yes Yes
762 | 11/05/2014 20:26] 12.56 |Oparator Error_Ling Flush Restarted unit, nstall indicator | Retention Yes Yes
763| 11/05/2014 20:27) 12.3 Operator Error Line Flush RAestarted unit. Install indicator Retention Yes Yes
| 764 | 11/05/2014 &saal 12.38 {Operator Emor_Line Flush Restarted unit. Install indicator Retention Yes Yes
| 765 /05/2014 20:29] 12.35 |Operator Error_Line Flush Restarted unit. Install indicator light Retention Yas Yes
| 766 /05/2014 20:30] 12.35 |Operator Error_Line Fiush Restaried unit. Install indicator light Retention Yas Yes
| 767 ] __11/05/2014 20:31] 12.35 [Operator Error_Line Flush Hestarled unil. Install indicator light Retention Yes Yes
768 | 11/05/2014 20:32] 11.06 QOperator Error Line Flush Reslaned unil. Insiall indicator light Retention Yas Yes
769 | 11/05/2014 20:33] 10.35 |Operator Emor Line Flush Eleslanec unil. install indicator light Retention Yes Yes
770] 11/05/2014 20:34] 10.14_|Operator Error_Ling Flush estarted unil. Install indicator light Retention Yes Yes
771 11/06/2014 19:12§ 10.06 |Operator Emor _Line Flush Aestaned unil. Install indicator light Wasta Yes Yes
2| 11/06/2014 19:13] 11.45 JOperator Emor Line Flush |Restaried unit. nstall indicator light Retention Yes Yes
3| 11/06/2014 19:14] 11.81 |Operaior Esror Line Flush IFlilaned unit. install indicator light Ratention Yos Yes
774] 11/06/2014 19:15] 11.84 |Operator Error_Line Flush |Restarted unit. Install indicator light Retantion Yes Yes
775] 11/06/2014 19:16] 11.84 |Operator Error_Line Flush Restarted unit. Install indicator light Retention Yos Yas
776 11/06/2014 19:17] 11.84 |Operator Error Line Flush Restarted unit. Install indicator light Retention Yes Yes
| 777 ] 11/06/2014 19:18] 11.84 Operator Error_Line Flush Restarted unit. Install indicator light Hetention Yas Yes
| 778 11/06/2014 19:19} 11.84 Operator Error_Line Flush Restarted unit. Install indicatosr tight Relention Yes Yas
779 11/06/2014 19:20] 11.84 |Operator Error Line Flush Restarted unit. Install indicator light Hetenlion Yes Yas
| 780§ 11/08/2014 19:21 .84 |Operator Ermor Line Flush Reastarted unit. Install indicator ligh elention Yes Yas
| 781 11/06/2014 19:22 .84 [Operator Error_Line Flush Rastarted unit. Install indicator ligh Hetention Yas Yes
| 782 | 11/06/2014 19:23] 11.84 |Operator Ermor_Line Flush Restarted unit. Install indicator light Retention Yes Yes
783 /06/2014 19:24] 11.84 |Operator Error Line Flush Restarted unil. Install indicator light Retention Yas Yes
| 784 /06/2014 19:25 1.84 |Operator Error Line Flush Restaned unit. Install indicator light Retention Yeos Yes
785] 11/06/2014 19:26] 11.84 |Operator Emor Ling Flush estarted unil. Install indicator fight Retention Yes Yes
786 11/06/2014 19274 11.84 {Operator Emor Ling Flush |Filareﬂ unit. Install indicator light Hetention Yes Yes
787 | 11/06/2014 19:28] 11.84 |Operator Error Line Flush Aestaried unil. Install indicator light Retention Yes Yes
788] 11/06/2014 1929] 11.84 |Operaior Error_Line Flush |Restaried und. Instali indicator light Retantion Yas Yes
789 1/12/2014 2235 10.24 [Malfunction_Lance Flugging Cleared lance. Restanied unit. Wasle Yes Yas
790| 11/12/2014 22:36] 11.89 [Mallunction Lance Piugging Claared lance. Aestarted unit. Retention Yes Yeas
79| 11/12/2014 22:37] 12.35 [Maliunction Lance Plugging Cleared 1ance. Restarted unit. Hetention Yos Yes
| 792 1112/2014 23:38] 12.37 [Mallunction Lance Plugging Cleared lance. Restarted unil, glention Yes Yes
| 793] 11/12/2014 22:39] 12.37 |Malfunction Lance Plugging Cleared lance. Restaried unit. Ratention Yes Yes
784 ) 11/12/2014 22:40] 12.37 [Malfunction Lance Plugging Cleared lance. Restaried unit. RAetention Yes Yes
| 795 1112/2014 22:41] 12,37 |[Malfunction Lance Plugging Cleared lance. Restaried unit. Retention Yes Yes
796 | 11/12/2014 22:42] 12.37 [Maltunclion_Lance Plugging Cleared lance. Hestaried unit. Retention Yas Yes
| 797 1/12/2014 22:4 3| 12.37_|Mallunction_Lanca Plugging Cleared lance. Aestaried unit. Retention Yas Yes
798 112/2014 22:4 il 2.37 [Mallunction Lance Plugging Claared lance. Hastarted unit. Relention Yas Yes
| 799 112/2014 22:45] 12.37_iMaliunction Lance Piugging Cleared lance. Restarted unit. Retention Yas Yes
| 800 1712/2014 22:46] 12.37 |Malfunction Lance Plugging Cleared lance. Restarted unit, Retention Yas Yes
801 ] 11/12/2014 22:47] 12.37 Malfunction Lance Plugqing Cleared lance. Restaned unit. Hetention Yes Yes
| B02 | 11/12/2014 22:48] 12.37 [Mallunction Lance Pluggin Cleared lance. Restaried unit. fetention Yes Yes
3] 11/12/2014 22:49] 12.37 |Maliunction Lance Plugging Cleared lance. Restaried unit. Ratention Yos Yes
8041 11/12/2014 22:50 Maliunction_Lance Piugging Cleared lance. Restarted unit. Ratantion Yes Yos
8051 11/12/2014 22:51 i Malfunction_Lance Piugging Cleared tance. Rastarted unil. Retantion Yos Yes
806 1112/2014 22:52] 12.37 |Mallunction Lance Plugging Cieared lance Restared unil. Retention Yes Yes
807 1/12/2014 22:53] 12.37 [Mallunction Lance Plugging Cleared lance. Restaned unit. RAeatention Yes Yes
0] 1/12/2014 22:54] 12.37 [Maltunclian_Lance Plugging Cleared lance. Restaried unit. Retention Yes Yes
] 11/12/2014 22:55] 12.37 |Malfunclion_Lance Plugging Cleared lance. Restasted unii. Retention Yes Yes
10] 11/12/2014 22:56I 12.37 |Mallunction_Lance Plugging Cleared lance. Restarted unit. Retention Yes Yes
1) 14/12/2014 22:57| 12.37 |Mallunclion_Lance Plugging Cleared lance. Restarted unit. Retention Yes Yes
2] 11/12/2014 22:58] 12.37 [Malfunclion_Lance Plugging Cleared lance. Aestarted unit. Retention Yas Yes
E 112/2014 22:59 on_Lance Plugging Cleared tance. Restarted unit. Retention Yas Yes
4] 11/12/2014 23:00 on_Lance Plugging Cleared lance. Restarted unit. Retention Yes Yes
15| 11/12/2014 23:01 tion_Lance Plugging Cleared lance. Restaned unit. Retention Yes Yes
16] 1171272014 23:02 ion_Lance Plugging |Cieared lance. Restared unit. Retention Yes Yas
171 111272014 23:03 ion_Lance Plugging Cleared lance. Restanied unit. Retantion Yas Yes
1 11/12/2014 23:04 ] Malfunction_Lance Plugging Cleared lance. Restarted unil, Ratention Yes Yes
1/12/2014 23:05] 11.24 {Mallunction Lance Piugging Cleared lance. Aestarted unit. Ratention Yeos Yes
20 1/12/2014 23:06] 11.24 [Mallunction Lance Plugging Cleared lance. Heslarted unil. Retantion Yes Yes
21 1/12/2014 23:07] 11.24_|Mallunction Lance Plugging Cleared lance. Restaried unil. RAatantion Yos Yes
| 822 11412/2014 23:08] 11.24 |Maltunction Lance Plugging Cleared lance. Restaned unit. Hetention Yas Yes
| 823 11/12/2014 23:09] 11.24 |Malfunction Lance Plugging Cleared lance. Restarted unit. Relenlion Yes Yes
[ 824) 11/12/2014 23101 11.24 Maltunction_Lance Plugging Cloared lance. Restaried uni. Hetention Yes Yes
| 825 | 11/12/2014 23:11] 11.24_jMallunction_Lance Plugging Cleared lance. Restaried unt. Retention Yos Yes
826] 11/12/201423:12] 11.24 |Mallunction Lance Piugging Cleared lance. Restarted unit. Retention Yes Yes
827 | 11/12/2014 23:13] 11.24 ing Cleared lance. Restaret unit. Retention Yas Yeos
28| 11/12/201423:14] 11.2 Lance Plugging Cleared lance. Heslarted unit. Retention Yes Yes
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B829| 11/12/2014 23:15] 11.03 |Mallunclion Lance Plugging Cleared lance. Resianed unil. Retention_ Yeos Yes
830] 11/12/2014 2_:_3:1§| 10.89 [Malfunction_Lance Plugging Cleared lance, Rastaried unit. Retention Yes Yes
831] 11/12/2014 23:17] 10.99 |Mallunction Lance Plugging Cleared lance. Aestaried unit. Retention Yes Yes
| 832 ] 11/12/2014 23:18] 10.99 [Mallunction Lance P! ugaing Cleared lance. Restaried unil. Retention Yes Yeos
B33] 11/12/2014 23,19 0.99 [Mallunction Lance Plugging Cleared lance. Aestanad unit.__ Retention Yas Yes
| 8341 11/26/2014 11:20] 10.38 |Operalor Error_Feed Prep Hestarted Unit. Heduced Charges Waste Yes Yes
835| 11/26/2014 11:21] 10.72 |Operator Emor_Feed Prep IRestaned Unit. Aeduced Champes Retanlion Yes Yes
336 | 11/26/2014 11:22| 10.75_|Operalor Error_Feed Prep |Flestaned Unit. Reduced Charges Heatention Yes Yes
1371 1 1/2612014 11:23] 10.73 |[Operaltor Error Feed Pre Restaried Unit. Reduced Charges Reiention Yas Yes
838 | 1v/26/2014 11, 24] 10.72 |Qperator Eror Fesd Prep Restaned Unit. Reduced Charges Relention Yes Yes
839] 11/26/2014 11.25] 11.28 |Operator Eror_Fesd Prep {Reslartied Unit. Reduced Charges Retention Yes Yes
840 | 11/26/2014 11 :26] 12.03 |Operator Emor Feed Prep HAestaned Unit, Reduced Chanjes Hetention Yes Yes
841 11/26/201411:27] 12.23 |Operator Ermor_Feed Prep Aestarted Unit, Reduced Charges Hetanlicn Yes Yes
842] 11/26/2014 11:28] 12.24 [Operator Error_Feed Prep Reslaried Unit. Reduced Charges Ratention Yes Yes
843 | 11/26/2014 11:29] 12.24 [Operator Error Feed Prep Aestarted Linit. Heduced Chargas Ratention Yos Yes
344 | _11/26/2014 11:304 12.23 [Operator Eror Feed Prep Resianed Unil. Reduced Charges Retantion Yes Yas
45| 11/26/2014 11:31] 12.21 |Operator Error_Feed Prep Restaned Unit. Reduced Charges Retention Yes Yas
M6 1/26/2014 11:32] 12.20 {Operator Error Feed Prep Restaned Unit. Reduced Charges Hetention Yes Yes
847 1/26/2014 11:33] 12.19 [Operator Error Feed Prep Restaried Unit. Reduced Charges Ratention Yes Yas
848 11/26/2014 11:34] 12.18 |Operator Error Feed Prop Restanied Unit. Reduced Charges Retention Yes Yas
B49| 11/26/2014 11:35] 12.17 |Operator Error Feed Prep Restarted Unil. Reduced Charges Retention Yos Yes
850 t1/26/2014 :_:_i-EI 12.16 |Operator Error Feed Prep Restarted Unit. Fleducad Charges Retention Yes Yes
8511 11/26/2014 11:37] 12.15 |Operator Error_Feed Prep Restarted Unit. Reduced Charges Retention Yas Yes
852 | 11/26/2014 11:38] 12.14 [Operator Error Feed Prep Restarted Unil. Reduced Charges Retention Yes Yes
853| 11/26/2014 11:39] 12.13 |Operator Error_Feed Prep Aestarted Unit. Reduced Charges Retention Yes Yes
541 11/26/2014 11:40] 12.13 |Operalor Emor_Feed Prep [Restarted Unit. Aeduced Charges Retention Yes Yes
551 11/26/2014 11:41 _12.11 JOperator Error Feed P Restared Unit, Reduced Charges Retention Yes Yes
8561 11/26/2014 11:42] 12.11 )Operalor Error Feed Prep Restarted Unit, Aeduced Charges Hetention Yes Yes
| 857 | 11/26/2014 11:43] 12.10_{Operalor Eror Feed Prap Restarted Unit. Heduced Charges Hetention Yas Yes
858 | 11/26/2014 11:44] 12,09 Operator Enor Feed Prep Restared Unit. Reduced Charges Astention Yes Yes
859 /26/2014 11:45] 12.08 [Operalor Eror Feed Prep Restaried Unit. Reduced Chamges RAetention Yas Yes
860 /26/2014 11:46] 12.07 Operator Error_Feed Prep Restarted Unit. Reduced Chamges Ralention Yas Yes
861] 11/26/2014 11:47] 12.06 [Operator Error Feed Prep Hestarted Unit. Reduced Charges Relention Yeas Yes
8621 11/26/2014 11:48] 12.04 [Operator Emor Feed Prep Hestarnted Unit. Beduced Charges Ratention Yos Yes
863| 11/26/2014 11:45] 12.03 [Operator Error Feed Prep Aestanted Unit. Reduced Chames Relention Yes Yes
864 11/26/2014 11:50] 12.02 |Operator Error Feed Prep_ Reslaried Unit. Reducsed Chames Retention Yes Yes
B865| 11/26/2014 11:51 200 |Operator Error_Feed Prep Aestanted Unit, Reduced Charges Retention Yes Yas
BE6| 11/26/2014 11.52 :99 |Operator Error_Feed Prep Hestarted Unit. Reduced Charges Retanhion Yes Yeas
| B67 | 11/26/2014 11:53 .97 JOperator Efror Feed Prep Restarted Unit, Reduc Charges Hetention Yes Yes
| 868 | 11/26/2014 11;5.&' 11.96 lOEerator Eror_Feed Prep Hestarted Unit, Reduc Charges Retention Yas Yes
69 | 11/2672014 11:55 .94 [Operator Emor Feed Pre) Restarted Unit. Aeduced Charges Reatention Yes Yes
70 1/26/2014 11:56] 11.92 |Operator Eror Feed Prep Restartad Unit. Reduced Charges Retention Yes Yes
71 /26/2014 11:57| 1.90 |Operator Error Feed Prep Restarted Unit. Reduced Charges Retention Yes Yes
2 /26/2014 11:58] 11.88 |Operator Error_Feed Prep Restarted Unil. Reduced Charges Relention Yes Yes
3| 11/26/2014 11:59] 11.86 [Operator Error Feed Pre Restarted Unil. Reduced Charges Reiention Yes Yes
874 1/26/2014 12:00] 11.85 |Operaior Error_Feed Prep RAestarted Unil, Reducad Charges Retention Yos Yes
| 875 /26/2014 12:01] 11.84 |Operator Error Feed Prep Restarted Unil. . Reduced Charges Retention Yes Yes
876 11/26/2014 12:02] 11.83 |Operaior Ermor Feed Prep Hestaried Unit, Aeduced Charges N Yes Yes
8771 11/26/2014 12:03] 11.82 |Operalor Ermor Feed Prep Restaried Unit. Heduced Charges Retention Yes Yes
878] 11/26/2014 12:04f 11.80 |Operalor Error Feed Prep Restartied Unit, Red Fleduced Charges Retention Yas Yes
8791 11/26/2014 205 11.79 |Operator Ermor Feed Prep Restarted Unit. Aeduce Chamges Reatention Yas ‘Yes
880 11/26/2014 12 06 11.78 |Operalor Eror Feed Prep Restared Unit. Reduced Chamges Hetantion Yes Yes
881 11!26/2014 12.07 .77 _|Operator Error Feed Prep Reslarted Unit. Reduced Charges Hetention Yes Yes
| 882 11!36_1_2014 .08 .75 |Operator Ermor Feed Prep Restarted Unit, Reduced Charges Hetention Yes Yes
883| 11/26/2014 12.09 .75 |Operator Error Feed Prep Restarted Unit, Reduced Charges Retention Yas Yes
| 8841 11/26/2014 12:10] 11.74 |Operator Error_Feed Prep Restarted Unit. Heduced Charges Retenticn Yes Yes
B85S 11/26/2014 12:11] 11.73 |Operator Error_Feed Prep Heslanted Unit. Reduced Chames Hetantion Yes Yes
886 1/26/2014 12:12] 11.72 |Operator Error Feed Prep Restaned Unit. Reduced Chamges Helention Yes Yes
887 /26/2014 12:13] 11,72 |Oparator Error Feed P Aeslaned Unit. Reduced Charges Retantion Yes Yes
888 /26/2014 12:14]_11.71 |Operator Error Feed Prep Restared Unit. Reduced Charges Hetention Yes Yes
889 11/26/2014 12:15] 11.70 Operator Efror Feed Prep Restaried Unil. Reduced Charges Retantion Yes Yes
890 | 11/26/2014 12 lq'l 11,70 {Operator Error Feed Prep Restarted Unil. Reduced Charges Retention Yes Yes
A91 /26/2014 12,17] 1.61 [Operaior Error Feed Prep Restaried Unit. Reduced Charges Retention Yas Yes
892 /29/2014 14:40] 12.97 |Operaior Error Feed Pre Restarted Unit. Reduced Charges Wasle Yas Yes
893 1/28/2014 14:41] 14,63 |Operator Error Feed Prej Restarted tnit. Reduced Charges Retention Yes Yes
894 1/29/2014 14:42] 15.02 |Operator Error Feed PreE Iﬂestarted Unit. Reduced Charges Retention Yos Yes
895 11/29/2014 14: 45' 5.05 |Operator Error Feed Prep Aestarted Unil. Reduced Charges Ratention Yes Yes
| 896 ] 11/29/2014 14:44] 15.05_[Operator Emor_Feed Prep |Restarted Unit, Reduced Charges Retention Yes Yes
897 | 11/20/2014 14:45] 15.05 |Operator Emor Feed Prep |Restarted Unit. Reducec Charges Retention Yes Yes
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898 11/29/2014 14.46] 15.05 [Operator Error Feed Prep Restarted Unit. Reduced Charges Retention Yes Yes
899 11/29/2014 14:47] 15.05 |Operator Error Feed Prep Rastarted Unit. Reduced Charges Retention Yas Yes
900| 11/2%/2014 14.48] 15.05 |Operator Error Feed Prep Reastarted Unit. Reduced Charges Retention Yas Yes
01| 11/29/2014 14.49| 15.05 [Operator Error Feed Prep Rastarted Unil. Reduced Charges Retention Yeas Yes
2| 11/29/2014 14.50] 15.05 |Operator Error Feed Prep Restartad Unit. Reduced Charges Retention Yas Yes
3| 11/29/2014 14.51] 1505 |Operator Error Feed Prep Restarted Unit. Reduced Charges Retention Yes Yes
904 | 11/29/2014 14.52] 1505 |Oporator Error Feed Prep Hestarted Unit. Reduced Charges Retention Yes Yas
905 ) 11/29/2014 14.53] 3505 |Operator Error Feed Prap Restarted Unit. Reduced Charges Retention Yes Yes
906 ) 11/28/2014 14.54) 15.05 |Operator Error Feed Prep Hestarted Unit. Reduced Charges Retention Yes Yes
907 | 11/258/2014 14.55] 15.05 |Operator Error Feed Prep Heslarted Unil. Reduced Charges Retention Yas Yes
908 | 11/28/2014 14:56] 15.05 [Operator Error Feed Prep Hestarted Unil. Heduced Chamges Retention Yes Yes
909| 11/29/2014 14.57] 505 Operator Error Feed Prep Restarted Unil. Aeduced Charges Retention Yas Yes
910] 11/29/2014 14:58] 15.05 |Operator Error Feed Prep Restarted Unil. Heduced Charges Retention Yes Yes
911] 11/29/2014 14:59] 15.05 |Operator Ermor Feed Prap Aestarted Unit. Reduced Charges Retention Yas Yes
912 ] 11/29/2014 15:00] 15.05 |Operator Error Feed Prap Restarted Unit. Aeduced Charges Retention Yas Yes
913 | 11/29/2014 15:01] 15.05 |Operator Error Feed Prep Restarted Unit. Reduced Charges Retention Yas Yes
914 /29/2014 15:02] 15.05 |Operator Error Feed Prep Restaried Unit. uced Charges etention Yes Yes
915 /29/2014 15:03] 1505 |Operator Eror Feed Prep Restarted Unit. uced Charges etention Yas Yes
916 /29/2014 15:04] 1505 |Operator Eror Feed Prep Aestarted Unit. uced Chames Retentian Yas Yes
917 ] 11/29/2014 1505 05 |Operator Emor Feed Prep Restaried Unit. Reduced Charges Retention Yes Yes
918 1/29/2014 15:06 05_ |Operator Error Feed Prep Restaried Unit. Aeduced Chames Retention Yes Yes
919] 11/29/2014 15:07] 1505 [Operator Ermor Feed Prep Rastarted Unit. Reduced Charges Retention Yes Yes
920 1/29/2014 15:08] 15.05 |Operator Ecror_Feed Prep Restarted Unit. Aeduced Charges Retention Yas Yes
921§ 11/29/2014 15:09] 1505 |Operator Error_Fead Prep Restaried Unit. Aeduced Charges Retention Yes Yes
922) 11/29/2014 15:30] 1505 |Operator Error Feed Prep Hestaned Unit. Aeduced Charges Retention Yes Yes
23§ 11/29/2014 15:111] 1505 |Operator Emor Feed Prep Aestarted Unit. Reduced Charges Retantion Yas Yes
9241 11/29/2014 15.12] 1505 [Operator Eror Feed Prep Hestaried Unil. Heduced Charges Relention Yes Yes
925§ 11/29/2014 15:13] 1505 [Operator Ermor Feed Prep Aestanted Unit. Heduced Charges Ratention Yas Yes
926§ 11/29/2014 15:14] 1505 [Operator Eror Feed Prep Reastarted Unit. Aeduced Charges Retention Yas Yas
| 927 | _11/29/2014 15.15] 1505 [Operator Error_Feed Prep Hestarted Unit. Reduced Charges Retention Yes Yes
928 /29/2014 15:16] 1505 [Operator Eror Feed Prep Restarted Unit. Reduced Charges Retention Yas Yes
29 /29/2014 15:17] _15.05 [Operator Eror_Feed Prep Restaried Unit. Reduced Charges Retention Yes Yes
30| 11/29/2014 15:18] 15.05 [Operalor Error Feed Prep Reastaried Unit. Reduced Charges Aetention Yes Yes
31] 11/29/2014 15:19] 15.05 JOperalor Esror_Feed Prep Rastarted Unit. Reduced Charges elention Yes Yes
32| 11/29/2014 15:20] 15.05 |Operator Error Fead Prep Rastarted Unit. Reduced Charges Retention Yes Yos
33] 11/29/2014 15.21] 1505 |Operalor Errar Feed Prep Restarted Unit. Reduced Charges Rotention Yes Yes
34| 11/29/2014 15.22] 15.05 |Operator Error Feed Prep Restaried Unit. Reduced Charges Helention Yes Yes
935| 11/29/2014 15. §| 5.05 |Operator Error Feed Prep Rastarted Unit. Reduced Charges Retention Yes Yos
936 11/29/2014 15 il 5.05 |Operator Error_Feed Pre Restaned Unit. Reduced Charges Retention Yes Yes
837] 11/29/2014 1525] 15.05 |Operator Error Feed Prep Restaried Unit. Reduced Charges Hetention Yas Yes
838] 11/29/2014 35 26| 15.05 [Operator Error Feed Prep estaned Unit. Reduced Charges Hetention Yes Yes
939] 11/29/20141527] 15.05 |Operator Error Feed Prep estaried Unil. Reduced Charges Retention Yes Yes
940| 11/29/2014 1528] 15.05 |Operator Error Feed Prep |Restarted Unit. Reduced Chamjes Retantion Yes Yes
941] 11/29/2014 1528] 15.08_|Operator Error Feed Prep |Restarted Unit. Reduced Chamges Retention Yas Yes
942| 11/29/20141530] 15.05 |Operator Error_Feed Prep |Restarted Unit. Reduced Chames Retention Yes Yes
943| 11/29/2014 1531} 15.05 |Operator Error_Feed Prep |Restarted Unit. teduced Charges RAetention Yes Yes
944 | 11/29/2014 15:32] 15.05 |Operaltor Error_Feed Prep |Restarted Unit. Reduced Charges Retention Yes Yes
945| 11/29/2014 1533 15.05 |Operalor Error_Feed Prep |Restarted Unit. Reduced Charges Retention Yas Yes
946| 11/29/2014 15.34] 15.05 |Operalor Error Feed Prep |Restarted Unit. Reducsed Charges Retention Yes Yes
9471 11/29/2014 1535] 15.05 |Operalor Error_Feed Prep I_Flﬂaned Unit. Reduced Charges Retention Yes Yes
948 11/29/2014 15:36] 15.05 |Opsrator Error_Feed Prep Restaried Unit. Reduced Charges Retantion Yas Yas
| 9491 11/29/2014 15.37] 15.05 |Oparator Error_Feed Prep I_Flﬂnea Unit. Reduced Charges Aetantion Yos Yas
9500 11/29/2014 15.38] 15.05 |Operator Error Feed Prep Restaned Unit. Reduced Charges Hatention Yes Yes
951] 12/08/2014 1430] 10.54 |Operator Error_Feed Mix |Restarted unit. Spaced out charges. Hetantion Yes Yas
9521 12/08/2014 14:31] 16.15 |Operator Error Feed Mix |Fleslaned unit. Spaced out charges. Hetantion Yes Yas
953 | 12/08/2014 14:32] 18.08 |Operator Error Feed Mix Restarted unit. Spaced out charges. Retantion Yas Yas
954 | 12/08/2014 1433| 18.65 |Operator Error_Feed Mix |Restanted unit. Spaced out charges. Hetantion ‘Yas Yas
955| 12/08/2014 14:34] 18.75 |Operator Error_Feed Mix |Restarted unit. Spaced oul charges. Hetantion ‘Yas Yas
956 | 12/08/2014 14:35] 18.75 |Operator Error Feed Mix |Restarted unit. Spaced out charges. Retantion Yes Yes
957 | 12/08/2014 14:36] 18.75 |Operator Ermor Fead Mix |Restaried unit. Spaced oul charges. Retantion ‘Yas Yos
958 | 12/08/2014 14:37| 18.75 |Operator Error Feed Mix |Restarted unit. Spaced out charges. HAeatantion Yes Yes
| 953 | 12/08/2014 14:38] 18.75 |Operator Error_Feed Mix |Restarted unit. Spaced out charges. Retention Yas Yeos
960 | 12/0R/2014 14:39] 18.75 [Operator Eror Faed Mix |Restarted unit. Spaced out charges. Retantion Yas Yos
061 | 12082014 14:40] 18.75 }Operator Eror Feed Mix |Restarted unit. Spaced out charges. Ratantion Yes Yas
962 | 12/08/2014 14:41] 1875 jOperaior Enor Feed Mix |Restared unit. Spaced out charges. Retention Yos Yas
963 | 12/08/2014 14:42| 18.75 |Oparaior Error Feed Mix Reslared unil. Spaced out charges. Ratantion Yes Yes
564 | 120082014 14:43] 18.75 |Operator Error_Feed Mix Heslaned unit. Spaced out chargss. Ratantion Yes Yes
965 | 12082014 14.44] 18.76 |Operator Error Fued Mix Restaried unit. Spaced out charges, Ratantion Yas Yas
966 | 12/08/2014 14:45] 1875 |Operator Error Feed Mix Restarled unit. Spaced oul charges. Hatantion Yos Yas
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Emissions Limits:
1-Hour Average > 10 PPM
while on Waste or Retention

THC

Excess Emissions Report

System #1

California Analytical Instruments

Model: 600-HFID

Waste SN: U12054
Waste in Automatic
>10 PPM| Incinarator | Combustion | Waste Feed
Date Corr Reason Corrective Action Operation Zona? Cutoff?
9674 12/08/2014 14:46] 18.75 |Operalor Error_Feed Mix Restarted umt. Spaced out charges. RAetention Yus Yis
9681 12/08/2014 14:47] 1875 |Operalor Error Feed Mix Restarted unit. Spaced out charges. Ratention Yos Yis
9691 1208/2014 14:48] 18.75 |Operator Error Fead Mix_ 1astarted unit. Spaced oul charges. RAatenion Yos Yas
970) 12/08/2014 14:49] 18.75 [Operator Error_Feed Mix Fastaned unit. Spaced gul charges. RAgleniion Yes Yis
971§ 1208/2014 14:50] 18.75 [Operator Eror Feed Mix Restaned unit. Spaced oul charges. Relention Yes Yes
9721 12/0R/2014 14:51] 18.75 |Cperalor Eror_Feed Mix Restarted unit. Spaced oul charges. Retention Yes Yes
973} 12/08/2014 14:52] 18.75 |Operator Ermor_Feed Mix Restaried unit. Spaced oul chares. Retention Yes Yes
9741 12/08/2014 14:53] 18.75 [Operalor Error Feed Mix Restarted unit. Spaced out charges. Retention Yes Yes
975 2/0B/2014 14:54] 18.75 [Operator Emor_Feed Mix Rastared unit. Spaced out charges. Retention Yes Yes
9761 12/08/2014 14:55| 18.75 |Operalor Error Feed Mix Restanted unit. Spaced out charges. Retention Yes Yes
977 | 12/08/2014 14:56] 18.75 |Operalor Error_Feed Mix Restarted unit. Spaced out charges. RAelention Yes Yes
978§ _12/08/2014 14:57] 18.75 [Operalor Error_Feed Mix Restared unit, Spaced out charges. Reatantion Yos Yes
979F 12/08/2014 14:58| .75 |Operator Ermor Feed Mix Rastaried unit, Spaced oul charges, Hetention Yeos Yes
980) 12/08/2014 14:59] 18.75 |Operator Ermor_Feed Mix Restared unit. Spaced oul charges. Relention Yes Yes
| 981§ 12/08/2014 15:00] 18.75 |Operalor Error_Feed Mix Restaried unit. Spaced oul charges. Relention Yes Yes
| 9821 12/08/2014 15:01] 18.75 |Operator Error_Feed Mix Restaried unit. Spaced out charges. Ratention Yes Yes
983§ 12/08/2014 15:02] 18.75 |Operator Error Feed Mix Hestaned unit, Spaced out charges, Hetention Yes Yes
984 2/08/2014 15:03] 18.75 [Operator Emor Feed Mix RAestarted unil. Spaced oul charges. Hetention Yes Yas
985) 12/08/2014 15:04] 18.75 |Operator Error Feed Mix RAestarted unit. Spaced cut charges. Helention Yes Yes
9861 12/08/2014 15:05] 18.75 |Operator Error Feed Mix Resiaried unit. Spaced out charges. Retention Yes Yes
9871 12/08/2014 15:06] 18.75 |Operator Error Feed Mix Restared unil. Spaced out charges. Retention Yas Yes
9883 12/08/2014 15:07| 18.75 [|Operator Error Feed Mix Aestaned unit. Spaced out charges. Retention Yes Yeos
9891 12/08/2014 15:08] 18.75 |Operalor Error Feed Mix Heslared unit. Spaced oul charges. Retention Yes Yes
990 ) 12/08/2014 15:08] 18.75 [Operalor Error Feed Mix Restaried unit. Spaced oul charges. Retention Yes Yes
991] 12/08/2014 15:10 B8.75 |Operator Error Feed Mix Restarted unit, Spaced oul chames. Retention Yes Yes
992 ] 12/08/2014 15:11] 18.75 |Operator Error Feed Mix Restaned unil. Spaced out chasges. Retention Yes Yes
993 2/08/2014 15:12] 18.75 [Operator Error Feed Mix Restarted unit. Spaced out charges, Retention Yes Yes
994 2/08/2014 15.13| 18.75 Operator Ermor_Feed Mix Restarted unit. Spaced out charges. Retention Yes Yes
| 995] 12/08/2014 15:14] 18.75 |Operator Ermor Feed Mix Restarted unil. Spaced oul charges. Relention Yes Yes
996 | 12/08/2014 15:15] 18.75 |Operator Error Feed Mix Restarted unit. Spaced oul chamges. Retention Yes Yes
| 997 | $2/08/2014 15:16] 18.75 {Operator Error Feed Mix Reslaried unil. Spaced out charnges. Retention Yas Yos
998 | 12/08/201415:17] 18.75 jOperator Error Feed Mix Restarted unit. Spaced out charges. Retention Yes Yos
999] 12/08/2014 15:18 8.75 )Operator Enor Feed Mix Restarted unit. Spaced out charges. Retention Yes Yes
1000] 12/08/2014 15:19 .75 |Operator Error Feed Mix Restarted unit. Spaced oul charges. Retention Yes Yas
1001] 12/08/2014 15:20] 18.75 |Operator Error Feed Mix Restarted unil. Spaced out charges. Retention Yes Yas
1002] 12/08/2014 16:21] 18.75 |Operator Error Feed Mix Heslarted unil. Spaced out charges. Retention Yes Yes
1003] 12/08/2014 15:22] 18.75 |Operator Error Feed Mix Reslarted unil. Spaced out charges. Retention Yes Yes
1004] 12/08/2014 15:23]_18.75 Operator Error_Feed Mix |Reslared unil. Spaced out charges. elention Yes Yes
1005] 12/08/2014 15:24] 18.75 |Operator Emor Feed Mix |Restarted unit. Spaced out charges. alention Yes Yes
1006] 12/08/2014 15:25] 18.75 |Operator Error_Feed Mix unil. Spaced out chames. atention Yes_ Yes
lDD?l 12/08/2014 15:26] 18.75 |Operator Error_Feed Mix unit. Spaced out charges. Rsetention Yes Yes
1008] 12/08/2014 1527 18.75 Qperator Error Feed Mix unit. Spaced out charges. Ratention Yes Yes
009] 12/08/2014 15:28] 18.75 [Operator Error Feed Mix unit. Spaced out charges, Retention Yas Yes
010] 12/08/2014 15:291 14.12 |Operator Error Feed Mix unit. Spaced out charges. Retention Yas Yes
1011] 12/09/2014 19:18‘[ 11.25 |[Malfunction Lance Plugging Cleared lance. Rastarted unit. Waste Yas Yes
1012] 12/09/2014 1 E:E’ 13.27 |Malfunction Lance Plugging Cleared lance. Rastarted unit. Hetention Yes Yeas
10 3| 2/09/2014 19:204 _13.92 [Maliunction Lance Plugging JCleared lanca. Rastarted unit. Retention Yas Yes
1014] 12/09/2014 19:217 13.99 [Mallunction_Lance Plugging |Cleared lance. Restaried unit. Retantion Yes Yes
1015] 12/09/2014 19:22] 13.99 _[Mallunclion_Lance Plugging |Cieared lance. Restared unit. Retention Yes Yes
1016] 12/09/2014 19:23] 13.99 |Mallunction Lance Plugging |Cleared lance. Aestaned unit. Retention Yes Yes
1017] _12/09/2014 1924 3.99 [Mallunction Lance Plugging Cleared lance. Restaned unil. Retention Yas Yas
1018 2/09/2014 19:25] 13.99 |Malunction Lance Plugging Cleared lance. Hestarled unit. Retention Yes Yes
1019 12/09/2014 19:26] 13.99 [Maliunction Lance Plugaing Cleared lance. Restaded unit. Retention Yes Yeos
1020 12/09/2014 19:27] 13.99 [Malfunction Lance Plugging Cleared lance. Restaded unit. Retention Yes Yes
1021 12/09/2014 19:28] 13.99 [Malfunction Lance Plugging Cleared tance. Aesladed unil. elention Yas Yes
1022] 12/09/2014 19:29] 13.99 [Malfunction Lance Plugging Cleared lance. Restarled unit. etantion Yes Yes
1023} 12/09/2014 19:30] 13.99 [Malfunction Lance Plugging Cleared lance. Restarted unit, Ratention Yes Yes
1024) 12/09/2014 19:31] 13.99 [Maliunction Lance Plugging Cleared lance. Restarted unit, Retantion Yes Yes
1025] 12/09/2014 19:32] 13.99 |Malfunction Lance Plugging Cleared lance. Heslarted unit, Retantion Yas Yes
1026) 12/09/2014 19:33] 13.99 {Malfunction Lance Plugging Cleared lance. Restaried unit, Retention Yes Yes
1027) 12/09/2014 19:34] 13.99 |[Malfunction Lance Plugging Cleared lance. Reslarted unit, Retention Yes Yes
1028) 12/09/2014 19:35] 13.99 |Malfunction Lance Plugging Cleared lance. Reslarted unit, Retantion Yes Yes
1029) 12/09/2014 19:36] 13.99 |Malfunction Lance Plugging Cleared lance. Reslaried unit, Retantion Yes Yes
1030] 12/09/2014 19:37] 13.99 [Mallunction Lance Plugging Cleared lance. Reslarted unit. Retation Yes Yes
1031) 12/09/2014 19:38] 13.99 |Malfunction Lance Plugging Cleared lance. Reslarted unit, Retention Yes Yes
1032] 12/09/2014 19:39] 13.99 |Malfunction_Lance Plugging Cleared lance. Restanied unit, Retention Yes Yeas
1033]  12/09/2014 19:40] 13.99 [Malfunction Lance Plugging Cleared lance. Aestaned unit, Retention Yes Yes
E‘II 12/09/2014 19:41] 1399 |Matfunction Lance Plugqging Cleared lance. Restaned unit. Retention Yes Yas
1035] 12/09/2014 19:42] 13.99 |Matfunction_Lance Plugging Cleared lance. Restarted unit. slantion Yes Yeas
System #2
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Emissions Limits: THC System #1

1-Hour Average > 10 PPM Excess Emissions Report California Analytical Instruments
while on Waste or Retention Waste Model: 600-HFID
SN: U12054
Waste in Automatic
»>10 PPM Incinerator | Combustion | Waste Feed
_| Corr Reason Carrective Action Oparation Zona? Cutoti?
12/09/2014 19:43] 13.99 |[Mallunclion Lance PIuHing leared lance. Restarted unit. Ratention Yes Yes
13:44] 13.99 |Maltunction Lance Plui Cleared lance. Restarted unil. Ratention Yes Yas
19:45] 13.99 [Maltunction tance Plu Cleared lance, Restaried unit, Ratention Yas Yas
3:46] 13.99 |Malfunclion Lanca Plugging Cleared lance. Restarted | umit. Heatention Yes Yes
9:47] 13.93 [Malfunction Lance Plugging Cleared lance. Restarted  unit, Helention Yas Yes
9:48] 13.99 [Malfunction Lance Plugging Cleared lance. Fiestarted J unit. Helention Yes Yes
9:49] 13.99 IMaltunclion Lance Pluggini Clsared lance. Fiestarted  unit. Helention Yos Yes
9:50] 13.99 [Malfunclion Lance Plugging Cleared lance. Flestaned unit. Hatention Yos Yes
.:.1| 13.99 _iMallunclion Lance Pluggin Cleared lance. Resiarted unil, Hatention Yes Yes
9:52] 13.99 [Mallunclion Lance Plugging Cleared lance. Fesiarted | unit. Hetention ‘fes Yes
9:53] 13.99 [Mallunclion Lance Plt_rm‘mg Cleared lance. festaried uni. Retention fos Yes
9:54] 13,99 [Malfunclion Lance Plugging Cleared tance. Hestarted unit. Retention Yos ‘fes
9:55] 13.96 [Maliunction_Lance Plugging Clearad lance. Restarted unit. Aetention os fes
9:56] 13.92 [Malfunction Lance Pluggin Cleared tance. Restarted unit. Retention Yes Yes
9:57] 13.90 [Maliunction Lance Pluggn IEIeared lance. Restarted unit. [ Fetention Yes Yes
1051} 12/0%/2014 19:58] 13.90 alfunction_Lance Plugging l"lﬁred tance. Restarted unit. FHetention Yes Yes
1052] 12/09/2014 19:59] 13.90 liunction_Lance Plugging Cleared fance. Restarted unit. Fetention Yes Yes
1053 12/09/2014 20:.00] 13.90 |[Maliunction Lance n Clearned fance. Hestared unil. ~ Hetention Yas Yes
1054f 12/09/2014 20.01] 13.90_|Mallunction Lance n Cleared lance. Hesianed unil. Helention | ves | Yes
1055] 12/09/2014 20:02] 13.90 |Malfunciion Lance n Cleared lance. Festarted unit. Retention Yas Yes
1056 12/09/2014 20:03] 13.90 |Maifunction Lance ng Cleared lance. Rastarted unit. Retention fas Yes
1057] 12/09/2014 20:04] 13.82 |Malfunction Lance in |Cleared lance. Restaried | unit, Relention Yes Yes
1058] 12/09/2014 20:05] 13.79 [Maliunction Lance Pluggng |ﬁearec ance. Aestarted unit. Reatention Yas Yas
1059 12/09/2014 20:06] 13.79 [Mallunction Lance Plugging leared lance. Aestarted unil. Retention Yos Yas
1 12/09/2014 20:07] 13.79 _[Matiunction Lance Piugging |Cleared lance. Flestaried | unit. Hetention Yeos Yas
1061] 12/09/2014 20:08] 13.79 [Maliunction Lance Plugging |Clearad lance. Flestaried unil. 1ﬁ_e_uaﬂt,it:m Yas Yes
1062] _12/09/2014 20:09] 13.79_|Mallunction Lance Plugging Clearad lance. Flestarted unil. A n Vs Yes
1063y 12/09/2014 20:10] 1379 [Malfunction Lance Plugging Clearad lanca. Restarted unit. l=l n Yes Yes
1064] 12/092014 20:11] 13.79 [Malfunction Lance Pluggi Cleared lance. Heslarted unit. etention Yes Yes
1065] 12/09/2014 20:12] 13.79 lfunction Lance Mm leared lance. Restarted unit. _ﬂ:e'(entlon Yes Yes
1066} 12/09/2014 20:13] 13.79 llunction Lance Pl | lance. Hestarted unit. tention Yes Yes
1067] 12/08/2014 20:14] 13.50 Jfunction Lance lance. Restarded unit. ~ Helention Yas Yes
1 12/0%/2014 20:15] 13.06 [Mattunction Lance i Cleared lance. Hestaried unit. Retention Yas Yes
1069 _12/09/2014 20:16] 11,52 |Maltunction Lance Fi ance. Aestaried unit. Retention Yes Yes
1070) 12172014 12:10] 10.08 |Dperator Error Feed ;Eﬁi unit. Spaced out charges. Wasts Yes Yes
1071]_12/17/2014 12:11 0.12 [Oparator Error Fead Mix unit, Spaced ou crﬂs_ Retention Yes Yas
10728 _12/17/2014 2 0.12 |Oparator Error Fead Mix unit, Spaced out charges. Hetention Yas Yas
1073 12/17/2014 3 0.12 rator Error Feed Mix |Aestarted unit, Spaced ou charges. Hetention Yas Yas
1074 12/17/2014 0.12 rator Error Feed Mix Restaried unit. Spaced out charges. Hetention Yas Yes
1075 12/17/2014 10.12 |Oparator Error Feed Mix Rastarted unit, Spaced out charges. Helention Yas Yas
1076 12/17/2014 0.12_|Opurator Error Feed Mix Rastarted unit, Spaced out charges. Ee_lention Yas Yes
1077] 12/17/20 2 |Opwrator Error Feed Mix Reastarted unit. Spaced out charges. Retention Yeos Yes
1076) _12/17/2014 12 Op rator Error Feed Mm out chi S, Relention Yes Yes
1079 12/20/2014 10: =ds. Festarted unit, _Waste Yos gs
1060 12/20/2014 10 Heviewed wasia feeds. Restaried unit, E elention Yes fes
1081] 12/20/2014 10:37 ] Heoviawed waste feeds. Raestarted unit, Relention Yes Yes
Mallunction Combustion Anomaly [Reviewed wasie feeds. Restarted unit, Retention Yas Yas
hal unctton Cornbushon Anoma Heviewed wasie feeds. Rastartad unit, Ratention Yes Yes
1084] 12/20/2014 10: 40 Heviewed waste feeds. Restarted unit, Retention Yes Yas
1085 12/20/2014 10:41 Haviewed waste feeds. Restarted unit, Retention Yos Yas
12/20/2014 10:42 ; Haviewed wasis feeds. Restarted unit, Retention Yes Yas
12/20/2014 10:43] 13.00 Reviewed wasie feeds. Rastarted unit, Fetention Yas Yas
12/20/2014 10:44 . Aeviewad wasle feeds. Restartad unit. Fetantion Yas Yes
12/20/2014 10:45 Haviewad waste leeds. Restartad unit. Hetantion Yes Yes
12/20/2014 10:46 wasie feeds, Restarted unit, Retantion Yes Yes
waste feeds. Restarted unit, Hetention Yes Yes
wasle leeds. Restartad unit, Hetention Yes Yes
Reviewed waste feeds. Restartad unit, Ratention Yes Yes
Heaviewsad waste leeds. Restarted unit, Hatention Yes Yes
Hevigwed wasie feeds. Restarted unit, Heteniion Yes Yes
Haviewed wasie Iseds. Restarted unit, etaniion Yes Yes
Heviawed wasie Ineds. Rastarted unit, etention Yes fes
Haviewed wasio leeds. Rastarted unit, Ralention Yas Yes
llunction Combusiion Anomaly |Heviewed wasie leeds. Rastarted unit. Retention Yas Yes
H larted unit. Aatention Yes Was
larted unit. Ralention Yas Yas
eeds Hestarted unit. Halenlion Yes Yas
| waste leeds. Restarted unit. Hatanlion Yas Yas
| waste leeds. Restarted  unit, Hatention Yas Yes
System #2
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Emissions Limits: THC System #1
1-Hour Average > 10 PPM Excess Emissions Report California Analytical Instruments
while on Waste or Retention Waste Model: 600-HFID
SN: U12054
Waste in Automatic
>10 PPM Incinerator | Combustion | Waste Feed
Date Corr Reason Corrective Action Operation Zone? Cutaff?
1105 12120/2014 11:01] 18.00_|Malfunction Combustion Anoraly |Reviewed wasle leeds. Restaried unit. Retantion Yas Yes
1106] 12:20/2014 11:02] 18.00 [Mallunction Combustion Anomaly |Reviewed wasle leeds. Restarted unit. Retention Yes Yes
1107] 12/20/2014 11:03] 18.0¢ _[Malunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. Retantion Yas Yes
1108] 1:2:20/2014 11:04] 18.00 [Malunclion Combustion Anomaly |Reviewsed waste leeds. Restarted unit, Helention Yas Yes
1109] 12/20/2014 11:05] 18.00 [Mallunction Combustion Anomaly |Reviewed wasle leeds. Hestaried unit. Relention Yes Yes
1110] 12/20/2014 11:06] 18.00 [Malunction Combustion Anomaly |Reviewed wasle leeds. Restarled unit. Ralention Yes Yes
1111 12:20/2014 13:07] 18.00 |Malfunction Combustion Anomaly |Reviewed waste leeds. Aestarted unit. Retention Yes Yes
1112] 12/20/2014 11:08] 18.00_ [Malfunction_Combustion Anomaly |Reviewed wasle leeds. Restaried unit. RAalantion Yeos Yes
9113] 12/20/2014 11:09] 18.00 |Malunclion Combustion Anomaly [Reviewed waste feeds. Restarted unit, Hetention Yos Yos
1114] 12/20/2014 11:10] 18.00 |Malunction Combustion Anomaly |HAsviewed waste leeds. Aestaried unit. Helgnlion Yas Yes
1115] 12/20/2014 11:11] 18.00 [Maltunction Combustion Anomaly |Reviewed waste feeds. Reslarted unit. Hetention Yes Yas
1116] 12/20/2014 11:12 ion Combustion Anomaly |Reviewed wasls leeds. Restarted unit. Halention Yas Yes
117) 12/20/2014 11:13] fon_Combustion Anomaly [Re wasle feeds. Reslaned unit. Retantion Yas Yeas
1118] 12/20/2014 11:14 I ion_Corbustion Anomaly |Reviewed waste feeds. Reslarted unit. | Hetention Yes Yes
1119] 12/20/2014 11:15] 18.00 |Malfunction Combustion Anomaly |Reviewed wasle leeds. Reslared unit. etention Yes Yes
1120] 12/20/2014 11:16] 18.00 |Malfunction Combustion Anomaly |Reviewed wasle leeds. Restarted unil, Retention Yas Yes
1121] 12/20/2014 11:17] 18.00 [Malfunction Combustion Anomaly |Reviewed wasle feeds. Restarted unit, Retention Yes Yes
1122] 12/20/2014 11:18] 18.00 |Malfunction Combustion Angmal loviewed waste feeds, Reslanted unit, Retention Yes Yes
1123] 12/20/2014 11:19]) 18.00 |Maltunclion Combustion Anomaly |Heviewed waste feeds. Heslaried unit, Retention Yas Yes
1124] 12/20/2014 11:20f 18.00 [Matfunction Combustion Anomaly |Reviewed waste feeds. Aestarted unil. Retention Yes Yes
1125] 12/20/2014 11:21] 18.00 [Malfunction Combustion Anomaly |Reviewed waste feeds. Restarted unit. Retention Yes Yes
1126] 12/20/2014 11:22 B.00 {Malfunction Combustion Anomaly |[Reviewed waste feeds. Restarted unit. Retention Yes Yes
1127] 12/20/2014 11:23] 18.00 {Maliunction Combustion Anomaly |Reviewed waste leeds. Restarted unil. Retention Yes Yes
1128] 12/20/2014 11:24 00 _|Maltunction Combustion Anomaly [RAs wasle feeds, Reslarted unil, Retention Yes Yes
1128] 12/20/2014 11:25 .00 |Malfunction Combustion Anomaly Reviewed was!e leeds. Restaried unil. etention Yes Yes
1130 12/20/2014 11:26] 18.00 _|Mattunction Combustion Anomaly |Reviewed waste feeds. Reslaned unil. Retention Yes Yes
13131] 12/20/2014 11:27] 18.00 Matfunction Combuslion Anpmaly |Revi waste feeds. Restaned unit. Reatention Yes Yes
1132] 12/20/2014 11:28] 18.00 [Malfunction Combustion Anomaly |R waste feeds. Restarted unit, Retention Yes Yos
1133]  12/20/2014 11:29] 18.00 [Malfunction Combusiion Anomaly |Reviewed waste feeds. Restariad unit. Retention Yes Yes
1134] 12/20/2014 11:30] 18.00 [Mailunction Combustion Anomaly |Reviewed waste feeds. Reslarted unit. Retention Yes Yas
1135]  12/20/2014 11:31 8.00 |Malfunction Combuslion Anomaly |Reviewed waste leeds. Restarted unil. Retention Yes Yas
&@‘ 12/20/2014 11:32] 17.97 |[Malfunction Combustion Anomaty [H waste leeds. Restaried unit. Ratention Yes Yes
1137) 12/20/2014 11:33] 17.17 [Malfunction Combustion Anomaly §R waste leeds. Restaried unil. etention Yes Yes
1138) 12/20/2014 11:34] 1260 [Malfunction Combustion Anomaty IR waste leeds. Restarted unit. atention Yos Yes
1138) 12/26/2014 11:52] 1069 [Malfunction Lance Piugging {Cleared lance. Restarted unit. Waste Yes Yes
1140) 12/26/2014 11:53] 18.93 [Malfunction_Lance Piugging Cleared lance. Restarted unit. Aetention Yes Yes
1141) 12/26/2014 11:54] 21.86 |Malfunction_Lance Piugging Cleared lance. Restarted unit, Retention Yeos Yas
1142] 12/26/2014 11:55| 2262 [Malfunction Lance Piugging Cleared lance. Restarted unit, Retention Yos Yes
1143 12/26/2014 11:56] 22.91 [Malfunction Lance Plugging Cleared lance. Rastarted unit. Ratention Yos Yes
1144] 12/26/2014 11.57] 23.00 [Maltunction Lance Plugging Cleared lance. Restarted unit. Retention Yes Yes
1145] 12/26/2014 11:58] 23.00 [Malfunction Lance Plugging Cleared lance, Restarted unit. Retention Yes Yes
| 1146] 12/26/2014 11:59] 22.97 |Mallunclion Lance Plugqing Cleared lance. Reastarted unit. Retanlion Yes Yes
1147] 12/26/2014 12:00] 22.97 [Mallunction_Lance Plugging |Cleared lance. Restarted unit, Retantion Yes Yes
1148] 12/26/2014 12:01] 22.57 |Mallunction Lance Plugging [Cleared lance. Restaried unit. Retention Yes Yes
1149 12/26/2014 12:02| 22.97 [Mallunclion_Lance Plugging |Cleared lance. Hestarted unit. Retention Yes Yes
1150] 12/26/2014 w‘:03| 22.97 |Mallunclion Lance Plugging |Cleared lance. Restaried unit. Relenlion Yes Yes
1151] 12/26/2014 1::04[ 22.97 [Mallunclion Lance Plugqging |Cleared lance. Aestaried unit. elention Yes Yes
1152 12/26/2014 12:05 22.83 |Mallunction Lance Plugging |Cleared lance. Restared unit. alention Yes Yes
12/26/2014 12:06) 22.83 [Malfunclion Lance Plugging |Cleared lance. Restarled unil. Realention Yes Yes
12/26/2014 12:07) _22.83 jMaltunclion Lance Plugging |Cleared lancs. Restared unit. Retention Yes Yes
12/26/2014 12:08] 22.83 jMaliunclion Lance Plugging |Cieared lance. Hestarted unil, Retention Yes Yes
12/26/2014 12:08] 22.83 JMallunclion Lance Plugging |Cleared tance. Restaried unil, Retantion Yes Yes
1 12/26/2014 12:10) 22.83 IMallunclion Lance Plugging Cleared lance. Aestared unil. Retention Yes Yes
K 12/26/2014 12:11] 22.83 |Mailunclion Lance Plugging Cleared lance. Haslarted unil. Retention Yes Yes
K 12/26/2014 12:12] 22.83 [Maifunclion Lance Plugging Cleared lance. Restarted unit. Helantion Yes Yes
1 2/26/2014 12:13] 22.83 [Mallunction Lance Plugging Cleared lance. Restarted unit. Aelgntion Yes Yes
2/26/2014 12:14] 22.83 [Mallunction Lance Plugging Cieared lance. Restarted unit. Heltantion Yas Yes
[1162F 12/26/2014 12:15] 22.73 [Mallunction Lance Plugging Clearad lance. Restarted unit. Helention Yes Yes
[1163) 12/26/2014 12:16] 22.43 _|Mallunction_Lance Plugging Cleared lance. Restarted unil. Relention Yas Yas
[ 1164) 12/26/2014 12:17] 22.11_|Mallunction Lance Plugging Cleared lance. Reslanted unit. Retention Yes Yes
11650 _12/26/2014 12:18] 21.63_|Mallunction Lance Piugging Cleated lance. Reslanted unit. Retention Yes Yes
11660 12/26/2014 12:19] 21,54 |Maliunction Lance Plugging Cleared lance. Reslarted unit. Relention Yes Yes
[1167) 12/26/2014 12.20] 21.54 |Maliunction Lance Plugging Cleared lance. Reslaned unil. Retantion Yeos Yes
1168) 12/26/2014 $2.21] 21.54 |Maliunction Lance Piugging Cleared lance. Restarted unit. Retention Yes Yes
1169 12/26/2014 12.22] 2069 [Mallunction Lance Plugging Cleared lance. Restarted unit. Retenlion Yes Yes
[1170] _12/26/2014 12.23] 20.35 [Mallunction Lance Plugging Cleased lance. Restarted unit. Retenlion Yes Yes
171 _12/26/2014 12.24] 2032 [Malfunction Lance Plugging Cleared lance. Restarted unit. Retention Yes Yes
1172| 12/26/2014 12.25] 20.32 |Malfunction Lance Plugging Cleared lance. Restarted unit. Retention Yes Yes
1173] 12/26/2014 12.26] 20.32 |Malfunction Lance Plugging Cleared lance. Restarted unit. Ralention Yes Yes
Systemn #2
California Analytical Instruments \ X
Model: 500_.4,:% Heritage Thermal Services
SN: U12055 4th Quarter 2014




Emissions Limits: THC System #1

1-Hour Average > 10 PPM Excess Emissions Report California Analytical Instruments
while on Waste or Retention Waste Madel: 600-HFID
SN: U12054

Waste in Automatic

>10 PPM Incinerator | Combustion | Waste Feed
Date Corr Reason Corrective Action Operation Zona? Cutoff?

1 174| 12/26/2014 12:27 .32 Mallunction Lance Plugging Cleared lance. Restarted unit. Retention Yes Yes
175] 12/26/2014 12:28 -32_Mallunction Lance Plugging Cleared lance. Rastarted unit. Retention Yes Yes
1 1_';'6' 12/126/2014 12:29 .32__|Mallunction Lance Plugging Cleared lance. Restarted unit, Retention Yes Yes
177] 12/26/2014 12 30/ .32_|Malfunction_Lance Plugging Cleared lance. Rastarted unit. Retention Yes Yes
178] 12/26/2014 12.31] 20.32 |Mallunction Lance Plugging Cleared lance. Rastarted unit. Ratention Yes Yes
1179 12/26/2014 12.32] 20.32_|Malfunction Lance Plugging Cleared lance. Restarted unit, Retantion Yes Yes
1180) 12/26/2014 12:33] 20.32 |Mallunciion Lance Plugging Cleared lance. Restarted unit, Retantion Yas Yas
1181) 12/26/2014 12.34] 20.32 [Malfunclion Lance Plugging Cleared lance. Restaried unit. Retention Yes Yeas
12/26/2014 12.35] 20.32 lance. Restarted unit, Retantion Yes Yas
12/26/2014 12.36] 20.32 Cleared lance. Restaried unit, Retantion Yes Yes
12/26/2014 12.37] 20.32 |Matfunclion Lance Plugging Cleared lance. Aestarted unit. Retention Yes Yas
12/26/2014 12.38] 20.32 |Malunction Lance Plugging Cleared lance. Aestaried unit. Retantion Yos Yas
12/26/2014 12.39] 20.32 |Maliunction Lance Plugging Cleared lance. Asstartad unit. RAetention Yes Yas
12/26/2014 12.40] 20.32 |Malfunction Lance Plugging Clearad lance, Restartad unit. RAetanticn Yas Yes
12/26/2014 12:41] 20.22 Malfunction Lance Piugging Cleared lancea, Rastartad unit, RAatantion Yas Yas
2/26/2014 12:42] 20.32 [Mallunction Lance Plugging Cleared lance. Aestarted unit, Ratention Yas Yes
2/26/2014 12:43] _19.46 _|Maliunction_Lance Plugging Cleared lance. Restared unit. Ratention Yes Yes
1191] 12/26/2014 12:44 .78 |Maltunction_Lance Plugging Cleared lance. Heslarted unil. Relention Yes Yes
1192] 12/26/2014 12:45] 18.58 [Mallunction Lance Plugging Cleared lance. Heslarted unil. Relention Yes Yes
1193] 12/26/2014 12:46] 18.5¢ |Maktunction Lance Plugging Clagn_;d_lgl'tce. Resl_a.g_e_d  unil. slention Yes Yes
1194] 12/26/2014 12:47 .43 |Malfunction Lanca Plugging Cleared lance. Restared unil. alention Yes Yes
1195] 12/26/2014 12:48] 18.43 [Malfunction Lance Plugging Cleared lance. Restarted unil. Retantion Yes Yes
1196] 12/26/2014 12:49) 18,43 [Matfunction Lance Plugging Cleared lance. Restarted unil. Retention Yes Yes
1197] 12/26/2014 12:50] 18.43 fMalfunction Lance Plugging Cleared lance. Restaned unit. Ratenlion Yes Yes
1198] 12/26/2014 12:51] 17.55 [Matlunction Lance Plugging Cleared lance. Restaried unit, Retention Yas Yes
1199] 12/26/2014 12:52] 12.92 |Malfunction_Lance Plugging Cleared lance. Restaried unit. Retantion Yes Yes

1199 [Total Minutes in Exceedance
26 |Number of Events

Total Enissions for the Quarier

324_|(LBS)
0.16_|(Tons)
System #2
California Analytical Insirumants R .
Model: §00-HFID Heritage Thermal Services

SN: U12055 4th Quarter 2014



Emissions Limits:

1-Hour Average > 10 PPM
while on Fuels

THC

Excess Emissions Report

System #1

California Analytical Instruments

Model: 600-HFID
AL SN: U12054
Wasts in Automatic
>10 PPM Incinerator | Combustion | Waste Feed
Date Corr Reason Corrective Action Operation Zone? Cutofi?

O Total Minutes in Exceedance

O|Number of Evenis

System #2

California Analytical Instruments
Model: 600-HFID

SN: 12055

Heritage Thermal Services
4th Quarter 2014






Stack #1 - QA

Date Start Time | End Time | ODuration Activity Date Start Time | End Time | Duration Activity
01-Oct-14 | 06:47 AM 07:09 AM 22 Calibration Check 16-Nov-14| 0913 AM 09:35 AM 22 Calibration Check
02-Oct-14 |  06:32 AM 06:47 AM 15 Calibration Check 17-Nov-14 | 06:53 AM 07:07 AM 14 Calibration Check
03-Oct-14 | 07:31 AM 07:53 AM 22 Calibration Check 18-Nov-14| 0620 AM 06:34 AM 14 Calibration Check
04-Oct-14 { 07.50 AM 08:12 AM 22 Calibration Check 19-Nov-14| 0638 AM 0652 AM 14 Calibration Check
05-Oct-14 | 06.37 AM 06:59 AM 22 Calibration Check 20-Nov-14| 06:20 AM 06:34 AM 14 Calibration Check
06-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 21-Nov-14 | 06:20 AM 06:34 AM 14 Calibration Check
07-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 22-Nov-14| 08:20 AM 06:34 AM 14 Calibration Check
08-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Chack 23-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check
09-Cct-14 | 06:20 AM 06:41 AM 21 Cafibration Cheack 24-Nov-14| 06.20 AM 06:41 AM 21 Calibration Check
10-Oct-14 |  06.20 AM 06:41 AM 21 Calibration Check 25-Nov-14 | 086:29 AM 06:50 AM 21 Calibralion Check
11-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 26-Nov-14] 07.02 AM 07:24 AM 22 Calibration Check
12-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 27-Nov-14| 06:35 AM 06:56 AM 21 Calibration Check
13-Oct-14 |  06:01 AM 06:23 AM 22 Calibration Check 28-Nov-14| 07:49 AM 08:11 AM 22 Calibration Check
14-Oct-14 | 06:46 AM 07:08 AM 22 Calibration Chack 29-Nov-14| 07:23 AM 07:44 AM 21 Calibration Check
15-Oct-14 | 06.36 AM 06:58 AM 22 Calibration Check 30-Nov-14| 06.30 AM 06:51 AM 21 Calibration Check
16-Oct-14 | 0625 AM 06:46 AM 21 Calibration Check 01-Dec-14| 06:20 AM 06:41 AM 21 Calibration Chack
17-Oct-14 | 06:36 AM 06:57 AM 21 Calibration Check 02-Dec-14 | 06:30 AM 06:52 AM 22 Calibration Check
18-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 03-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
19-Oct-14 | 06:35 AM 06.56 AM 21 Calibration Check 04-Dec-14| 07:14 AM 07:29 AM 15 Calibration Check
20-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 05-Dec-t4 | 06:20 AM 06:41 AM 21 Calibration Check
21-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Chack 06-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
22-Oct-14 | 06:20 AM 06:43 AM 21 Calibration Check 07-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
23-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 08-Dec-14| 07:13 AM 07:34 AM 21 Calibration Check
24-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 09-Dec-14[ 05:42 AM 06:03 AM 21 Calibration Check
25-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 10-Dec-14| 05:43 AM 06:10 AM 21 Calibration Check
26-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 11-Dec-14 | 06:03 AM 06:25 AM 22 Calibration Check
27-Oct-14 |  06:14 AM 06:36 AM 22 Calibration Check 12:Deg-14| 06:42 AM 07:03 AM 21 Calibration Check
28-Oct-14 |  06:39 AM 07:.00 AM 21 Calibration Check 13-Dec-14| 09:10 AM 09:32 AM 22 Calibration Check
29-Oct-14 | 06:37 AM 06:59 AM 22 Calibration Check 14-Dec-14 | 08:15 AM 08:37 AM 22 Calibration Check
30-Oct-14 |  06:51 AM 07:12 AM 21 Calibration Check 15-Dec-14] 05:09 AM 05:31 AM 22 Calibration Check
31-Oct-14 ]  06:48 AM 07:10 AM 22 Calibration Check 16-Dec-14| 05:46 AM 06:08 AM 22 Calibration Check
01-Nov-14| 06:13 AM 06:28 AM 15 Calibration Check 17-Dec-14| 05:57 AM 05:18 AM 21 Calibration Check
02-Nov-14| 06:20 AM 06:34 AM 14 Calibration Chack 18-Dec-14| 05:40 AM 06:01 AM 21 Calibration Chack
03-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 19-Dec-14| 08.20 AM 06:41 AM 21 Calibration Check
04-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 20-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
05-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 21-Dac-14] 06:20 AM 06:41 AM 21 Calibration Check
06-Nov-14 |  06:20 AM 06:41 AM 21 Calibration Check 22-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
07-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 23-Dec-14| 07:21 AM 07:43 AM 22 Calibration Check
08-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 24-Dac-14] 07:48 AM 08:03 AM 21 Calibration Check
09-Nov-14| 06:20 AM 06:41 AM 2t Calibralion Check 24-Dec-14| 08:16 AM 08:30 AM 14 Recalibration
10-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 25-Dec-14| 11:56 AM 12:17 PM 21 Calibration Check
11-Nov-14| 06:20 AM 06.41 AM 21 Calibration Check 26-Dec-14{ 07.35 AM 07:56 AM 21 Calibration Check
12-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 27-Dec-14| 09:41 AM 10:03 AM 22 Calibration Check
13-Nov-14|  06:20 AM 06:41 AM 21 Calibration Check 28-Dec-14| 06:35 AM 05:56 AM 21 Calibration Check
14-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 29-Dec-14] 06:20 AM 06:41 AM 21 Calibration Check
15-Nov-14| 08:16 AM 08:38 AM 22 Calibration Check 30-Dec-14| 07:46 AM 07:54 AM 8 Calibration Check

31-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
Minutes Minutes
958 930
Total minutes for quality assurance:
Minutes
1688

Heritage Thermal Services
4th Quarter 2014







Stack #2 - QA

Date Start Time | End Time | Duration Activity Date Start Time | End Time | Duration Aclivity
01-Ocl-14 | 07:17 AM 07.28 AM 11 Calibration Check 16-Nov-14] 10:14 AM 10:25 AM 1 Calibration Check
02-0ct-14 |  06:17 AM 06:29 AM 12 Calibration Check 17-Nov-14| 0638 AM 06:49 AM 11 Calibration Check
03-Oct-14 | 08:01 AM 08:12 AM 11 Calibration Check 18-Nov-14 | 06:40 AM 06:51 AM 11 Calibration Check
04-Oct-14 |  08:24 AM 08:35 AM 11 Calibration Check 19-Nov-14 |  06:57 AM 07:08 AM 11 Calibration Check
05-Oct-14 | 07:23 AM 07:34 AM 11 Calibration Check 20-Nov-14| 06:42 AM 06:53 AM 11 Calibration Check
06-Oct-14 | 06:50 AM 07:01 AM 1 Calibration Check 21-Nov-t4{ 07:28 AM 07:36 AM ;] Cafibration Check
07-Oct-14 | 06:50 AM 07:01 AM 1 Calibration Check 22-Nov-14| 06:50 AM 06:58 AM B Calibration Check
08-Qct-14 | 06:50 AM 07:01 AM 11 Calibration Check 23-Nov-14| 0650 AM 07:.01 AM 11 Calibration Check
00-Oct-14 |  06:50 AM 07:01 AM 1 Calibration Check 24-Nov-14| 0650 AM 07:.01 AM LA Calibration Check
10-Oct-14 |  06:50 AM 07:01 AM 11 Callibration Check 25-Nov-14| 06.55 AM 07.06 AM 11 Calibration Check
11-Qct-14 |  06:50 AM 07:01 AM 11 Calibration Check 26-Nov-14| 07.20 AM 07:40 AM 11 Calibration Chack
12-0c1-14 |  06.50 AM 07:01 AM 1 Calibration Check 27-Nov-14| 07.00 AM 07:12 AM 12 Calibration Check
13-0ct-14 | 07:12 AM 07:23 AM 11 Calibration Check 28-Nov-14| 08:20 AM 08:31 AM 11 Calibration Chack
14-0ct-14 | 07:12 AM 07:23 AM 1" Calibration Check 29-Nov-14| 08:09 AM 08:20 AM 11 Calibration Check
15-Oct-14 |  07:03 AM 07:14 AM 1 Calibration Check 30-Nov-14| 08:57 AM 07.08 AM 11 Calibration Check
16-Oct-14 |  06:53 AM 07-:04 AM 11 Calibration Check 01-Dec-14| 06:50 AM 07:01 AM 1" Calibration Chack
17-Oct-14 |  07:03 AM 07:14 AM 11 Calibration Check 02-Dac-14| 07:14 AM 07:25 AM 1 Calibration Check
18-Oct-14 |  06:50 AM 07:01 AM 11 Calibration Check 03-Dec-14| 06:50 AM 07:01 AM 1 Calibration Check
19-Cct-14 |  07:02 AM 07:13 AM 1 Calibration Check 04-Dec-14| 08:00 AM 08:11 AM " Calibration Check
20-Oct-14 | 06:50 AM 07.01 AM 1" Calibration Check 05-Dec-14| 06:50 AM 07:01 AM 11 Calibration Check
21-Oct-14 |  06:50 AM 07.01 AM 11 Calibration Check 06-0ec-14| 0650 AM 07:01 AM 1 Calibration Check
22-Qct-14 | 06:58 AM 07:10 AM 12 Calibration Check 07-Dec-14| 07:14 AM 07:22 AM 8 Calibration Check
23-Oct-14 | 06:50 AM 07:.01 AM 1 Calibration Check 08-Dec-14| 08:26 AM 08:34 AM 8 Calibration Chack
24-Oct-14 | 06:50 AM 07:01 AM 1t Calibration Check 09-Dec-14] 06:45 AM 09:53 AM a Calibration Check
25-Oct-14 |  06:50 AM 07:01 AM 11 Calibration Check 10-Dec-14} 06:52 AM 07:03 AM 1 Calibration Check
26-Cct-14 |  06:50 AM 07:01 AM 11 Cal'bration Chack 11-Dec-14| 06:38 AM 06:49 AM 11 Calibration Check
27-Qct-14 | 06:41 AM 06:53 AM 12 Calibration Check 12-Dec-14| 07:08 AM 07:19 AM 11 Calibration Check
28-Oct-14 | 07:04 AM 07:16 AM 12 Calibration Check 13-Dec-14| 09:37 AM 09:48 AM 11 Calibration Check
29-Oct-14 | 07:04 AM 07:15 AM 11 Calibration Check 14-Dec-14| 08:41 AM 08:52 AM 11 Calibration Check
30-Oct-14 | 07:16 AM 07:27 AM 11 Calibration Check 15-Dec-14 | 04:55 AM 05:06 AM 11 Calibration Check
N-Oct-14 | 06:29 AM 06.40 AM 1 Calibration Check 16-Dec-14| 06:12 AM 06:23 AM 1 Calibration Check
01-Nov-14| 05:51 AM 0602 AM 1 Calibration Check 17-Dec-14| 06:43 AM 06:51 AM [:] Calibration Check
02-Nov-14| 06:58 AM 07:04 AM 6 Calibration Check 18-Dec-14| 06:08 AM 06:16 AM 8 Calibration Check
03-Nov-14 | 06:50 AM 07:01 AM 1 Calibration Check 19-Dec-14| 06.50 AM 07:01 AM 11 Calibration Check
04-Nov-14| 06:50 AM 07:01 AM 11 Calibration Check 20-Dec-14| 0650 AM 07:01 AM 1 Calibration Check
05-Nov-14 | 06:50 AM 07:01 AM 11 Calibration Check 21-Dec-14| 06:50 AM 07:01 AM 11 Calibration Check
06-Nov-14| 06:50 AM 07:01 AM 11 Calibration Check 22-Dec-14] 06:50 AM 07:01 AM i1 Calibration Check
07-Nov-14| 06:50 AM 07:.01 AM 11 Calibration Check 23-Dec-14} 07:47 AM 07:58 AM 11 Calibration Check
08-Nov-14| 0650 AM 07.01 AM 1 Calibration Check 24-Dec-14| 08:35 AM 08:46 AM 1 Calibration Check
09-Nov-14 | 0650 AM 07:01 AM 1 Calibration Check 25-Dec-14| 12:22 PM 12:33 PM 1 Calibration Check
10-Nov-14|  06:50 AM 07:01 AM 11 Calibration Check 26-Dec-14| 07:19 AM 07:30 AM 11 Calibration Check
11-Nov-14| 06:50 AM 07:01 AM " Calibration Check 27-Dec-14| 09:27 AM 09:28 AM 11 Calibration Check
12-Nov-14{ 06:50 AM 07:01 AM 11 Calibration Check 28-Dec-14| 07:04 AM 07:15 AM 11 Calibration Check
13-Nov-14| 06:50 AM 07:01 AM 1 Calibration Check 29-Dec-14{ 06:50 AM 07:01 AM 11 Calibration Check
14-Nov-14 | 08:50 AM 07:01 AM 11 Calibration Check 30-Dec-14| 06:50 AM 07:01 AM 11 Calibration Check
15-Nov-14| 08:42 AM 08:53 AM 11 Calibration Check 31-Dec-14| 06:50 AM 07:01 AM 1 Calibration Check

Minutes Minutes
505 486
Total minutes for quality agssurance:
Minutes
991

Heritage Thermal Services
4th Quarter 2014







System #1 THC Monitors System #2
California Analytical Instruments #1land#2 California Analytica! Instruments
Model: 600-HFID . Mode!: 600-HFID
SN: U12054 Downtime SN. U12055
- 3
g g 5 c 8 £
E E 2 & c a8 B
® 5 = g 2 £ 58 3
a i _I-_E a & < =N =] Q
— THC #1
WORK ON THIS ANALYZER
| _12/4/2014 | 735 AM il §3_Ayl 18 Excessive Instrument Drfi ed punp for second lims lirst pur] On Hazardous Wasle
OUT OF CONTROL PEHIODS
12/23/2014 7:43 .‘_\yl — - seres =wema e
12/24/2014 oien 8:30 AM 1487 QUT OF CONTROL, PERIOD NIA On Hazardous Waste
SYSTEM RECALIBRATIONS _
| 12/24/2014 B8:16 AM 8:30 AM, 14 STACK FIE-CA_I.JBRATION NONE On Hazardous Wasle
OTHER ANALYZER WORK AFFECTING THIS ANALYZER
10/26/2014 800 PM 8:12 PM 12 OTHER ANALYZER WORK DONE {502 Manual Calibration On Hazardous Waste
11/2/2014 1:01 AM 1:12 AM 31 OTHER ANALYZEHR WORK DONE {SO2 None On Hazardous Waste
11372014 2:20 AM 2:32 AM 12 OTHER ANALYZER WORK DONE (502) None - Checked well On Hazardous Waste
11/14/2014 | 10:00 PM 10:10PM 10 OTHER ANALYZER WORK DONE (SO2 None - Checked wall On Hazardous Waste
11/21/2014 | 12:01 PM 12:11 PM 10 OTHER ANALYZER WORK DONE (Wet 02 Manual Calibration On Hazardous Waste
12/2/2014 5:35 AM 5:40 A 5 OTHER ANALYZER WORK DONE (Wet 02) None - Checked well On Hazardous Wasle
12/4/2014 7:05 AM 7:13 AM [] OTHER ANALYZER WORK DONE {Nox) Ghanged Pump On Hazardous Waste
212712014 5:07 PM 5:30 PM 23 OTHER ANALYZER WORK DONE 5502! None - Checked well On Hazardous Wasle
| 12/30/2014 7:34 AM 7:44 AM 10 OTHER ANALYZER WORK DONE {Wet O2) Manual Calibration On Hazardous Wasle
THC #2
WORK ON THIS ANALYZER
10/25/2014 |  7.09 AM 7:15 AM [ Excessive Instrument Drift Manual Calibration On Hazardous Waste
11/21/2014 7:10 AM 7.15 AM 5 Excassiva Instrument Drift Manual Calibration On Hazardous Waste
12/7/2014 | 7.05 AM 1A 6 Checked for Dritt Manual Calibration On Hazardous Wasts
OUT OF CONTROL PERIODS
SYSTEM RECALIBRATIONS

|OTHER ANALYZER WORK AFFECTING THIS ANALYZER

[ 11/20/2014 |_10.36 AM 10:44 AM

OTHER ANALYZER WORK DONE (Wet O2)

Manual Calibration

On Hazardous Wasle

1
TOTAL MINUTES IN GUARTER:

ITOTAL OPERATING TIME OF SOURCE:

TOTAL DOWNTIME OF CEM SYSTEM:

SYSTEM AVAILABILITY

Cther
UNRECORDED TIME (MISSING MINUTES)
|
132,480
130,653
[)
CEM DOWNTIME DURING SOURCE OPERATING TIME: ol
TOTAL OPERATING TIME OF SOURCE AND CEM TOGETHER: 130,653/
100.0%)|

Heritage Thermal Services
4th Quarter 2014







Syslem #1 THC Monitors System #2

Calilomia Analytical Instruments PM Califomia Analytica! Instruments
Model: 600-HFID Model: 600-HFID
SN: U12054 SN; U12055
Date | Duration | Activity | Analyzer |
— - S— +——
TOTAL : o SRR e

fe.g. blowback.manual adjusiment to menitors.efc.]

T

No preventative mainienance had to be performed on monitors this quarter. | j

Heritage Thermal Services
4th Quarter 2014






Emissions Limits:
28.36 LBSAHr
124.23Tons fYears

3-Hour Block Average Emission Limit Exceedances

NOx
Excess Emissions Report

Calitornia Anafytical Instrumenis

Model; 600-CLD
Serial Number: U12052

Heritage Thermal Services
4th Quarter 2014

NOx 3-Hour Wasta in Automatic
Block Average| Incinerator | Combustion | Wasie Feed
Time {LBMr) Cause Corrective Action Operation Zone? Cutoff?
0 Number of Events
Total Emissions for the Quarter
45206.66 |(LBS)
22.60 (Tons)






Emissions Limits:

28.36 LBSHr

124 23Tons /Years

NOx
Excess Emissions Report
3-Hour Block Averages

NOx 3-Hour
Block
g Average
= (LB/Hr) |Notes

10/01/2014 00:00 17.39
10/01/2014 03.00 19.59
10/01/2014 06:00 14.73
10/01/2014 09:00 13.64
10/01/2014 12:00 12.75
10/01/2014 15:00 15.71
10/01/2014 18:00 22,34
10/01/2014 21:00 23,44
10/02/2014 00:00 18.33
10/02/2014 03:00 24,60
10/02/2014 06:00 23.44
10/02/2014 09:00 21.86
10/02/2014 12:00 2117
10/02/2014 15:00 19.71
10/02/2014 18:00 19.19
10/02/2014 21:00 22.61
10/03/2014 00:00 22.24
10/03/2014 03:00 21.62
10/03/2014 06:00 21.63
10/03/2014 09:00 20.49
10/03/2014 12:00 21.65
10/03/2014 15:00 15.89
10/03/2014 18:00 19.28
10/03/2014 21:00 22.05
10/04/2014 00:00 22.00
10/04/2014 03:00 23.3
10/04/2014 06:00 23.41
10/04/2014 09:00 24.61
10/04/2014 12:00 24.1
10/04/2014 15.00 23.45
10/04/2014 18.00 23.65
10/04/2014 21.00 17.60
10/05/2014 00:00 20.34
10/05/2014 03.00 20.41
10/05/2014 06:00 18.96
10/05/2014 09:00 20.95
10/05/2014 12:00 22.03
10/05/2014 15:00 22.76
10/05/2014 18:00 23.04
10/05/2014 21:00 18.19
10/06/2014 00:00 19.86
10/06/2014 03:00 19.18
10/06/2014 06:00 20.53
10/06/2014 09:00 18.47
10/06/2014 12:00 20.05
10/06/2014 15:00 20.28
10/06/2014 18:00 18.11
10/06/2014 21:00 14.12
10/07/2014 00:00 15.16
10/07/2014 03:00 15.31
10/07/2014 06:00 15.95
10/07/2014 09:00 14.82
10/07/2014 12:00 16.24
10/07/2014 15:00 17.46
10/07/2014 18:00 17.38
10/07/2014 21:00 18.18
10/08/2014 00:00 21.59
10/08/2014 03:00 16.90

Heritage Thermal Services
4th Quarter 2014

Califomia Analytical Instruments

Modet: 600-CLD
Serial Number: U12052



Emissions Limits.

NOx

fgfg;ﬁf:;vam Excess Emissions Report
3-Hour Block Averages
NOx 3-Hour
Block
® Average
= (LBH)  |Notes

10/08/2014 06:00 15.56
10/08/2014 09:00 15.44
10/08/2014 12.00 11.83
10/08/2014 15:00 15.43
10/08/2014 18:00 17.14
10/08/2014 21:00 18.60
10/09/2014 00:00 19.49
10/09/2014 03:00 22.60
10/Q9/2014 06:00 26.43
10/09/2014 09:00 20.30
10/09/2014 12:00 20.56
10/09/2014 15:00 20.00
10/09/2014 18:00 16.89
10/09/2014 21:00 18.02
10/10/2014 00:.00 22.98
10/10/2014 03:00 20.67
10/10/2014 06:00 19.83
10/10/2014 09:00 18.12
10/10/2014 12:00 18.57
10/10/2014 15:00 17.06
10/10/2014 18:00 20.48
10/10/2014 21:00 23.24
10/11/2014 00:00 22.78
10/11/2014 03:00 20.06
10/11/2014 06:00 17.79
10/11/2014 09:00 16.96
10/11/2014 12:00 18.89
10/11/2014 15:00 21.95
10/11/2014 18.00 17.05
10/11/2014 21.00 20.62
10/12/2014 00.00 19.76
10/12/2014 03:00 20.96
10/12/2014 06:00 22.31
10/12/2014 09:00 21.54
10/12/2014 12:00 20.42
10/12/2014 15:00 25.51
10/12/2014 18:00 24.39
10/12/2014 21:00 24.68
10/13/2014 00:00 19.56
10/13/2014 03:00 19.50
10/13/2014 06:00 22.51
10/13/2014 09:00 19.48
10/13/2014 12:00 19.41
10/13/2014 15:00 15.19
10/13/2014 18:00 15.87
10/13/2014 21:00 17.47
10/14/2014 00:00 18.12
10/14/2014 03:00 18.57
10/14/2014 06:00 16.27
10/14/2014 09:00 21.39
10/14/2014 12:00 20.05
10/14/2014 15:00 22.60
10/14/2014 18:00 21.63
10/14/2014 21:00 21.79
10/15/2014 00:00 21.17
10/15/2014 03:00 22.51
10/15/2014 06:00 21.15
10/15/2014 09:00 19.53

Heritage Thermal Services

4th Quarter 2014

Calilomia Analytical Insiruments

Modeal: 630-CLD
Serial Number: U12052



Emussions Limits: NOx California Analytical Instruments

28,36 LBS/Hr Mode! 600-CLD
124 23Tons /Yaars Excess Emissions Report Serial Numbar: U12052
3-Hour Block Averages

NOx 3-Hour
Block
g Average
= (LB/Hr) |Notes

10/15/2014 12:00 18.90
10/15/2014 15.00 15.71
10/15/2014 18:00 18.76
10/15/2014 21:00 21.52
10/16/2014 00:00 18.40
10/16/2014 03:00 19.36
10/16/2014 06:00 17.73
10/16/2014 09:00 17.10
10/16/2014 12:00 18.11
10/16/2014 15:00 18.61
10/16/2014 18:00 19.78
10/16/2014 21:00 22.62
10/17/2014 00:00 25.03
10/17/2014 03:00 23.71
10/17/2014 06:00 22.62
10/17/2014 09:00 23.54
10/17/2014 12:00 22.43
10/17/2014 15:00 20.62
10/17/2014 18:00 24.65
10/17/2014 21:00 22.34
10/18/2014 00:00 21.45
10/18/2014 03:00 24.63
10/18/2014 06:00 18.00
10/18/2014 09:00 14.24
10/18/2014 12:00 18.28
10/18/2014 15:00 21.02
10/18/2014 18:00 21.37
10/18/2014 21.00 21.55
10/19/2014 00:00 21.41
10/19/2014 03.00 25.38
10/19/2014 06:00 22.52
10/19/2014 09:00 17.56
10/19/2014 12:00 17.13
10/19/2014 15:00 17.53
10/19/2014 18:00 18.54
10/19/2014 21:00 20.81
10/20/2014 00:00 21.39
10/20/2014 03:00 23.62
10/20/2014 06:00 23.23
10/20/2014 09:00 25.31
10/20/2014 12.00 21.07
10/20/2014 15.00 21.61
10/20/2014 18:00 17.99
10/20/2014 21:00 21.26
10/21/2014 00:00 19.86
10/21/2014 03:00 22.23
10/21/2014 06:00 19.98
10/21/2014 0900 14.28
10/21/2014 12:00 18.25
10/21/2014 15:00 19.33
10/21/2014 18:00 19.13
10/21/2014 21:00 21.56
10/22/2014 00:00 21.38
10/22/2014 03:00 22.33
10/22/2014 06:00 20.01
10/22/2014 09.00 24.46
10/22/2014 12:00 25.25
10/22/2014 15:00 18.99

Heritage Thermal Services
4th Quarier 2014 3



Emissions Limits; NOx
?gfg;giﬂvaa s Excess Emissions Report
3-Hour Block Averages
NOx 3-Hour
Block
g Average
= (LB/Hr) |Notes

10/22/2014 18:00 16.01
10/22/2014 21:00 17.19
10/23/2014 00:00 23.62
10/23/2014 03:00 23.50
10/23/2014 06:00 23.46
10/23/2014 09:00 22.99
10/23/2014 12:00 18.78
10/23/2014 15.00 18.03
10/23/2014 18:00 18.21
10/23/2014 21:00 20.29
10/24/2014 00:00 19.83
10/24/2014 03:00 22.06
10/24/2014 06:00 20.42
10/24/2014 09:00 17.40
10/24/2014 12:00 18.02
10/24/2014 15:00 23.65
10/24/2014 18:00 24.64
10/24/2014 21:00 18.28
10/25/2014 00:00 20.79
10/25/2014 03:00 22.41
10/25/2014 06:00 23.70
10/25/2014 09:00 24.25
10/25/2014 12:00 22.45
10/25/2014 15,00 22.49
10/25/2014 18.00 23.05
10/25/2014 21:00 23.58
10/26/2014 00:00 23.28
10/26/2014 03:00 17.26
10/26/2014 06:00 17.87
10/26/2014 09.00 19.19
10/26/2014 12:00 17.41
10/26/2014 15:00 15.92
10/26/2014 18:00 23.44
10/26/2014 21:00 22.87
10/27/2014 00:00 19.76
10/27/2014 03:00 19.44
10/27/2014 06:00 23.23
10/27/2014 09:00 22.75
10/27/2014 12:00 24.05
10/27/2014 15.00 21.54
10/27/2014 18.00 21.08
10/27/2014 21:00 23.81
10/28/2014 00:00 21.84
10/28/2014 03:00 23.80
10/28/2014 06:00 24.84
10/268/2014 08:00 22.72
10/28/2014 12:00 21.32
10/28/2014 15:00 23.50
10/268/2014 18:00 22.76
10/28/2014 21:00 23.65
10/29/2014 00:00 24.51
10/29/2014 03:00 23.91
10/29/2014 06:00 21.97
10/29/2014 09:00 20.57
10/29/2014 12:00 20.06
10/29/2014 15:00 18.25
10/29/2014 18:00 23.68
10/29/2014 21:00 25.08

Heritage Thermal Services

4th Quarter 2014

Calilornia Analytical Instruments

Madsl: 600-CLD
Serial Numbar: 1112052



Emissions Limits: NOx
fgfg;.fi’:;* . Excess Emissions Report
3-Hour Block Averages
NOx 3-Hour
Block
g Average
[ (LB/Hr}  |Notes

10/30/2014 00.00 23.41
10/30/2014 03:00 23.94
10/30/2014 06:00 22.50
10/30/2014 09:00 21.71
10/30/2014 12:00 20.50
10/30/2014 15:00 20.25
10/30/2014 18:00 23.06
10/30/2014 21:00 24.59
10/31/2014 00:00 23.26
10/31/2014 03:00 23.75
10/31/2014 06:00 22.27
10/31/2014 09:00 19.69
10/31/2014 12:00 19.50
10/31/2014 15:00 19.76
10/31/2014 18:00 19.76
10/31/2014 21:00 24.41
11/01/2014 00.00 22.48
11/01/2014 0300 20.54
11/01/2014 06:00 22.35
11/01/2014 09:00 21.36
11/01/2014 12:00 21.67
11/01/2014 15:00 21,48
11/01/2014 18:00 20.84
11/01/2014 21:00 21,35
11/02/2014 00.00 24,35
11/02/2014 03:00 24.54
11/02/2014 0600 24.87
11/02/2014 09:00 22.99
11/02/2014 12:00 20.43
11/02/2014 15:00 19.72
11/02/2014 18.00 24.53
11/02/2014 21:00 22.5
11/03/2014 00.00 24,55
11/03/2014 03.00 24.94
11/03/2014 06.00 25.40
11/03/2014 09:00 23.08
11/03/2014 12:00 22.42
11/03/2014 15.00 20.77
11/03/2014 18:00 24.13
11/03/2014 21:00 23.18
11/04/2014 00:00 19.32
11/04/2014 03:.00 14.96
11/04/2014 06:00 20.50
11/04/2014 09:00 16.48
11/04/2014 12:00 16.43
11/04/2014 15:00 18.34
11/04/2014 18:00 21.96
11/04/2014 21:00 22.89
11/05/2014 00:00 19.85
11/05/2014 03:00 20.34
11/05/2014 06:00 22.54
11/05/2014 09:00 20.60
11/05/2014 12:00 18.54
11/05/2014 15:00 20.95
11/05/2014 18:00 21.02
11/05/2014 21:00 18.90
11/06/2014 00:00 21.66
11/06/2014 03.00 17.44

Heritage Thermal Services

4th Quarter 2014

California Analytical Instruments

Model: 600-CLD
Serial Number: U12052



Emissions Limits:
28.36 LBS/Hr
124 23Tons fYears

Excess Emissions Report
3-Hour Block Averages

NOx

NOx 3-Hour
Block
0E> Average
= (LB/Hr} [Notes

11/06/2014 06.00 18.67
11/06/2014 09:00 18.80
11/06/2014 12:00 17.92
11/06/2014 15.00 16.17
11/06/2014 18:00 20.28
11/06/2014 21:00 23.49
11/07/2014 00:00 23.33
11/07/2014 03:00 19.98
11/07/2014 06:00 21.37
11/07/2014 09:00 21.81
11/07/2014 12:00 18.84
11/07/2014 15:00 16.40
11/07/2014 18:00 14.30
11/07/2014 21:.00 18.30
11/08/2014 00:00 22.80
11/08/2014 03:00 23.90
11/08/2014 06:00 21.05
11/08/2014 09:00 22.59
11/08/2014 12:00 22.17
11/08/2014 15:00 23.25
11/08/2014 18:00 22.15
11/08/2014 21:00 22.09
11/09/2014 00:00 18,77
11/09/2014 03:00 20.70
11/09/2014 06:00 20.18
11/09/2014 09:00 19.26
11/09/2014 12:00 17.97
11/09/2014 15:00 22.24
11/09/2014 18:00 21.99
11/09/2014 21:00 22.50
11/10/2014 00:00 23.19
11/10/2014 03:00 22.03
11/10/2014 06.00 21.62
11/10/2014 09:00 18.60
11/10/2014 12:00 20.02
11/10/2014 15.00 21.98
11/10/2014 18.00 19.90
11/10/2014 21:00 18.49
11/11/2014 00:00 22.40
11/11/2014 03:00 23.71
11/11/2014 06:00 22.90
11/11/2014 09:00 14.80
11/11/2014 12:00 20.24
11/11/2014 15:00 20.60
11/11/2014 18:00 21.54
11/11/2014 21:00 19.49
11/12/2014 00:00 16.82
11/12/2014 03:00 15,31
11/12/2014 06.00 18.77
11/12/2014 09:00 17.67
11/12/2014 12:00 18.10
11/12/2014 15:00 24.55
11/12/2014 18:00 24.38
11/12/2014 21:00 23.55
11/13/2014 00:00 19.45
11/13/2014 03:00 24.25
11/13/2014 06:00 19.29
11/13/2014 09:00 20.00

Heritage Thermal Services

4th Quarter 2014

California Analytical Instcuments

Mode!: 600-CLD
Sarial Number; U12052



Emissions Limits: NOx
fgfg;a?:;v oars Excess Emissions Report
3-Hour Block Averages
NOx 3-Hour
Block
g Average
= (LB/Hr) |Notes

11/13/2014 12:00 19.69
11/13/2014 15:00 15.29
11/13/2014 18:00 19.83
11/13/2014 21:00 21.47
11/14/2014 00.00 23.77
11/14/2014 03.00 22.39
11/14/2014 06:00 18.86
11/14/2014 09.00 17.46
11/14/2014 12.00 17.15
11/14/2014 15.00 20.93
11/14/2014 18:00 22.54
11/14/2014 21:.00 23.82
11/15/2014 00:00 24.30
11/15/2014 03:00 24.98
11/15/2014 06:00 21.29
11/15/2014 09:00 23.84
11/15/2014 12:00 21.56
11/15/2014 15:00 22.87
11/15/2014 18:00 21,15
11/15/2014 21:00 17.82
11/16/2014 00:00 19.68
11/16/2014 03:00 19.72
11/16/2014 06:00 1B.57
11/16/2014 09:00 17.21
11/16/2014 12:00 15.07
11/16/2014 15.00 18.73
11/16/2014 18:00 13.26
11/16/2014 21:00 15.13
11/17/2014 00:00 20.45
11/17/2014 03:00 18.13
11/17/2014 06:00 22.13
11/17/2014 09:00 22.19
11/17/2014 12:00 14.54
11/17/2014 15:00 20.78
11/17/2014 18:00 24.59
11/17/2014 21:00 25.53
11/18/2014 00:00 26.37
11/18/2014 03:00 24.76
11/18/2014 06:00 23.61
11/18/2014 09:00 24.85
11/18/2014 12:00 23.08
11/18/2014 15:00 23.27
11/18/2014 18:00 25.68
11/18/2014 21:00 24.15
11/19/2014 00:00 22.31
11/19/2014 03.00 14.58
11/19/2014 06.00 21.59
11/19/2014 09:00 22.11
11/19/2014 12:00 2347
11/19/2014 15:00 23.69
11/19/2014 18:00 24.27
11/18/2014 21:00 21.57
11/20/2014 00:00 23.97
11/20/2014 03.00 23.75
11/20/2014 06:00 24.60
11/20/2014 09:00 23.31
11/20/2014 12:00 21.74
11/20/2014 15:00 18.40

Heritage Thermal Services
4th Quarter 2014

California Analytical Instruments

Model. 600-CLD
Serial Number U12052



Emissions Limits: NOx
® fg;'foi':;vem Excess Emissions Report
3-Hour Block Averages
NOx 3-Hour
Block
uE> Average
= {LB/Hr) |Notes

11/20/2014 18:00 19.95
11/20/2014 21:00 21.78
11/21/2014 00:00 16.03
11/21/2014 03:00 18.60
11/21/2014 06.00 19.13
11/21/2014 09:00 17.32
11/21/2014 12:00 18.15
11/21/2014 1500 18.43
11/21/2014 18:00 1B.87
11/21/2014 21.00 18.88
11/22/2014 00:00 20.46
11/22/2014 03:00 21.60
11/22/2014 06.00 20.15
11/22/2014 09:00 20.11
11/22/2014 12:00 17.48
11/22/2014 15:00 20.04
11/22/2014 18:00 2017
11/22/2014 21:00 2294
11/23/2014 00:00 22.61
11/23/2014 03:00 22.21
11/23/2014 06:00 21.35
11/23/2014 09:00 20.04
11/23/2014 12:00 21.59
11/23/2014 15:00 23.30
11/23/2014 18:00 20.36
11/23/2014 21:00 19.96
11/24/2014 00.00 21.01
11/24/2014 03.00 19.25
11/24/2014 06:.00 19.35
11/24/2014 09:00 19.22
11/24/2014 12:00 18.71
11/24/2014 15:00 21.33
11/24/2014 16:00 20.95
11/24/2014 21:00 20.55
11/25/2014 00:00 22.22
11/25/2014 03:00 22.20
11/25/2014 06.00 24.96
11/25/2014 09:00 22,90
11/25/2014 12:00 23.61
11/25/2014 15:00 22,32
11/25/2014 18:00 24.22
11/25/2014 21:00 24.65
11/26/2014 00:00 23.36
11/26/2014 03:.00 22.82
11/26/2014 0600 23.99
11/26/2014 09:00 23.26
11/26/2014 12:00 22.55
11/26/2014 15:00 22.74
11/26/2014 18:00 24.63
11/26/2014 21:00 25.46
11/27/2014 00:00 23.33
11/27/2014 03:00 20.50
11/27/2014 06:00 21.01
11/27/2014 09:00 19.59
11/27/2014 12:00 15.72
11/27/2014 15:00 16.87
11/27/2014 18:00 20.74
11/27/2014 21:00 23.58

Heritage Thermal Services
4th Quarter 2014

Carfornia Analytical Instruments

Model: 600-CLD
Satial Number: 12052



Emissions Limits: NOx
fgfg;;i’:;vem Excess Emissions Report
3-Hour Block Averages
NOx 3-Hour
Block
g Average
= (LB/Hr} |Notes
11/28/2014 00:00 23.49
11/28/2014 03:00 22.10
11/28/2014 06:00 22,26
11/28/2014 09:00 21.64
11/28/2014 12:00 21.53
11/28/2014 15:00 17.30
11/28/2014 18:00 23.07
11/28/2014 21.00 22.90
11/29/2014 00:00 24.34
11/29/2014 03:00 24.49
11/29/2014 06:00 23.11
11/29/2014 09:00 19.64
11/29/2014 12:00 19.85
11/29/2014 15:00 19.03
11/29/2014 18:00 16.32
11/29/2014 21:00 18.94
11/30/2014 00:00 21.47
11/30/2014 03:00 19.07
11/30/2014 06:00 10.99
11/30/2014 09:00 0.07
11/30/2014 12:00 0.14
11/30/2014 15:00 0.17
11/30/2014 18:00 0.16
11/30/2014 21:00 0.15
12/01/2014 00:00 0.17
12/01/2014 03:00 0.17
12/01/2014 06:00 0.13
12/01/2014 09:00 0.11
12/01/2014 12:00 0.82
12/01/2014 15:00 3.15
12/01/2014 18:00 1.88
12/01/2014 21:00 4.60
12/02/2014 00:00 8.94
12/02/2014 03:00 15.75
12/02/2014 06.00 15.68
12/02/2014 09:00 15.07
12/02/2014 12:.00 14.18
12/02/2014 15.00 14.52
12/02/2014 18:00 18.44
12/02/2014 21:00 16.14
12/03/2014 00:00 14.61
12/03/2014 03:00 16.40
12/03/2014 06:00 17.58
12/03/2014 09:00 21.57
12/03/2014 12:00 20.89
12/03/2014 15:00 21.95
12/03/2014 18:00 20.31
12/03/2014 21:00 2212
12/04/2014 00:00 19.42
12/04/2014 03:00 20.39
12/04/2014 06:00 21.90
12/04/2014 09:00 18.32
12/04/2014 12:00 18.96
12/04/2014 15.00 14.31
12/04/2014 18:00 17.62
12/04/2014 21:00 18.45
12/05/2014 00:00 17.86
12/05/2014 03:00 18.30

Heritage Thermal Services

4th Quarter 2014

Califomia Analylical (nstruments

Model: 600-CLD
Serial Number: U12052



Emissians Limits: NOx
?gfg;fx;vem Excess Emissions Report
3-Hour Block Averages
NOx 3-Hour
Block
né Average
= {LB/Hr} |Notes

12/05/2014 06:00 15.51
12/05/2014 09:00 16.38
12/05/2014 12:00 14,39
12/05/2014 15:00 18.73
12/05/2014 18:00 24.02
12/05/2014 21:00 24.82
12/06/2014 0000 23.79
12/06/2014 03:00 21.03
12/06/2014 06:00 23.06
12/06/2014 09:00 26.41
12/06/2014 12.00 19.70
12/06/2014 15:00 22.46
12/06/2014 18:00 23.57
12/06/2014 21:00 22.70
12/07/2014 00:00 21.98
12/07/2014 03:00 21.9
12/07/2014 06:00 22.61
12/07/2014 09:00 19.60
12/07/2014 12:00 19.77
12/07/2014 15:00 23.16
12/07/2014 18:00 24.38
12/07/2014 21:00 21.82
12/08/2014 00:00 18.71
12/08/2014 03:00 21.59
12/08/2014 06:00 21.56
12/08/2014 09:00 21.76
12/08/2014 12:00 19.25
12/08/2014 15:00 17.42
12/08/2014 18:00 20.76
12/08/2014 21:00 21.94
12/09/2014 00:00 21.19
12/09/2014 03:00 19.17
12/09/2014 06:00 20.07
12/09/2014 09:00 19.75
12/09/2014 12:00 21.57
12/09/2014 15:00 21.41
12/09/2014 18:00 22.73
12/09/2014 21:00 19.98
12/10/2014 00:00 21.81
12/10/2014 03:00 21.62
12/10/2014 06:00 21.07
12/10/2014 09:00 19.77
12/10/2014 12:00 18.82
12/10/2014 15:00 20.10
12/10/2014 18:00 21.76
12/10/2014 21:00 19.77
12/11/2014 00:00 21.02
12/11/2014 03:00 24.34
12/11/2014 06:00 20.31
12/11/2014 09:00 23.75
12/11/2014 12:00 22.22
12/11/2014 15:00 24.30
12/11/2014 18:00 22.00
12/11/2014 21:00 21.70
12/12/2014 00:00 19.36
12/12/2014 03:00 21.15
12/12/2014 06:00 21.69
12/12/2014 09:00 17.83

Heritage Thermal Services

4th Quarter 2014

Catlomia Analytical lnstrumants

Modal: 60¢-CLD
Serlal Number: U12052
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Ermissions Limits: NOx Calilornia Analylical Instruments
28.35 LBS/Hr Mods!: 600-CLD

124.23Tons /Years Excess Emissions Report Serial Number: U12052
3-Hour Block Averages
NOx 3-Hour
Block
o Average
E {LB/Hr) |Notes

1212/2014 12:00 15.89
1212/2014 15.00 14.96
12/12/2014 18:00 18.24
12/12/2014 21.00 21.83
12/13/2014 00:00 21.70
12/13/2014 03:00 21.26
12/13/2014 06:00 21.99
12/13/2014 09:00 22.41
12/13/2014 12:00 23.86
12/13/2014 15:00 20.81
12/13/2014 18:00 21.47
12/13/2014 21:00 22,85
12/14/2014 00:00 23.61
12/14/2014 03:00 21.66
12/14/2014 06:00 20.48
12/14/2014 09:00 17.10
12/14/2014 12:00 15.77
12/14/2014 15:00 15.09
12/14/2014 18:00 16.09
12/14/2014 21:00 18.59
12/15/2014 00:00 19.36
12/15/2014 03:00 19.61
12/15/2014 06:00 18.76
12/15/2014 09:00 20.07
12/15/2014 12:00 21.24
12/15/2014 15:00 23.29
12/15/2014 18:00 2217
12/15/2014 21:00 18.15
12/16/2014 00:00 19.44
12/16/2014 03:.00 18.68
12/16/2014 06:00 18.32
12/16/2014 09:00 17.69
12/16/2014 12:00 16.70
12/16/2014 1500 18.99
12/16/2014 18.00 19.99
12/16/2014 21:00 21.71
12/17/2014 00:00 22.84
12/17/2014 03:00 23.42
12/17/2014 06:00 24.24
12/17/2014 09:00 22.53
12/17/2014 12:00 21.15
12/17/2014 15:.00 16.17
12/17/2014 18:00 22.40
12/17/2014 21:00 24.85
12/18/2014 00:00 24.51
12/18/2014 03.00 23.99
12/18/2014 0600 24.63
12/18/2014 09:00 26.55
12/18/2014 12.00 20.34
12/18/2014 15:00 21.50
12/18/2014 18:00 22.21
12/18/2014 21:00 21.45
12/19/2014 00:00 20.51
12/19/2014 03:00 20.23
12/19/2014 06:00 19.02
12/19/2014 09:00 17.76
12/19/2014 12:00 15.76
12/19/2014 15:00 16.94

Heritage Thermal! Services
4th Quarter 2014 11



Emissions Limits: NOx
fgfg;rﬁr;‘(eafs Excess Emissions Report
3-Hour Block Averages
NOx 3-Hour
Block
g Average
= {LB/Hr) |Notes

12/19/2014 18:00 21.15
12/19/2014 21:00 20.61
12/20/2014 00:00 22.32
12/20/2014 03:00 22.50
12/20/2014 06:00 23.20
12/20/2014 09:00 21.35
12/20/2014 12:00 21.34
12/20/2014 15:00 23.46
12/20/2014 18:00 22.82
12/20/2014 21:00 21.80
12/21/2014 00:00 21.93
12/21/2014 03:00 23.01
12/21/2014 06:00 24.12
12/21/2014 09:00 21.19
12/21/2014 12:00 20.53
12/21/2014 15:00 22.86
12/21/2014 18:00 22.39
12/21/2014 21:00 23.23
12/22/2014 00:00 24.62
12/22/2014 03:00 26.07
12/22/2014 06:00 26.23
12/22/2014 09:00 22.50
12/22/2014 12:00 21.69
12/22/2014 15:00 24.11
12/22/2014 18:00 23.50
12/22/2014 21:00 20.99
12/23/2014 00:00 21.57
12/23/2014 03:00 20.30
12/23/2014 06:00 23.72
12/23/2014 09:00 22.99
12/23/2014 12:00 25.01
12/23/2014 15:00 23.02
12/23/2014 18:00 22.25
12/23/2014 21:00 22.28
12/24/2014 00.00 23.11
12/24/2014 03:00 20.85
12/24/2014 06:00 21.73
12/24/2014 09:00 21.79
12/24/2014 12:00 18.07
12/24/2014 15:00 18.15
12/24/2014 18:00 21.46
12/24/2014 21:00 24.34
12/25/2014 0000 23.91
12/25/2014 03:00 25.88
12/25/2014 06:00 25.91
12/25/2014 09:00 24.76
12/25/2014 12:00 23.1
12/25/2014 15:00 23.63
12/25/2014 18:00 22.76
12/25/2014 21:00 22.27
12/26/2014 00:00 24.74
12/26/2014 03:00 23.55
12/26/2014 06:00 24.99
12/26/2014 09:00 24.10
12/26/2014 12:00 22.82
12/26/2014 15:00 18.50
12/26/2014 18:00 22.81
12/26/2014 21:00 25.21

Heritage Thermal Services

4th Quarter 2014

Califomia Analytical Instruments

Mode!: 600-CLD
Serial Number: U12052
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Emissions Limits: NOx
fgf:;z?:;mm Excess Emissions Report
3-Hour Block Averages
NQx 3-Hour
Block
g Average
= {LB/Hr} [Notes
12/27/2014 00:00 23.23
12/27/2014 03:00 24.15
12/27/2014 06:00 20.90
12/27/2014 09:00 22.70
12/27/2014 12:00 23.68
12/27/2014 15:00 20.49
12/27/2014 18:00 21.23
12/27/2014 21.00 19.35
12/28/2014 00:00 20.98
12/28/2014 03:00 20.88
12/28/2014 06:00 17.92
12/28/2014 09:00 15.68
12/28/2014 12:00 16,25
12/28/2014 15:00 16.84
12/28/2014 18:00 18.12
12/28/2014 21:00 20.42
12/29/2014 00:00 16.81
12/29/2014 03.00 17.95
12/28/2014 06.00 19.45
12/29/2014 09:00 14,88
12/29/2014 12.00 13.89
12/29/2014 15:00 21.63
12/29/2014 18:00 24.42
12/29/2014 21:00 25.41
12/30/2014 00:00 22.32
12/30/2014 03:00 22.79
12/30/2014 0600 24.10
12/30/2014 09:00 17.07
12/30/2014 12:00 18.50
12/30/2014 15:00 17.51
12/30/2014 18:00 22.64
12/30/2014 21:00 24.23
12/31/2014 00:00 23.41
12/31/2014 03:00 24.01
12/31/2014 06:00 24,78
12/31/2014 09:00 21.15
12/31/2014 12:00 19.89
12/31/2014 15:00 24.69
12/31/2014 18:00 24.44
12/31/2014 21:00 24.05
0 |Number of Events
Tolal Emissions for the Quarter
45206.66 |{LBS)
22.60 {Tons)

Heritage Thermal Services
4th Quarter 2014

Catifornla Analytical instruments

Model: 600-CLD
Sarial Number U12052
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Stack #1 - QA

Date Start Time | End Time | Duration Activity Date Start Time | End Time | Duration Activity
01-Oct-14 | 06:47 AM 07:09 AM 22 Calibration Check 16-Nov-14| 09:13 AM 09:35 AM 22 Calibration Check
02-Oct-14 | 06:32 AM 06:47 AM 15 Calibration Check 17-Nov-14| 06:53 AM 07.07 AM 14 Calibration Chack
03-Oct-14 | 07:31 AM 07:53 AM 22 Calibration Check 18-Nov-14| 06:20 AM 06:34 AM 14 Calibration Chack
04-Oct-14 | 07:50 AM 08:12 AM 22 Calibration Check 19-Nov-14| 06:38 AM 06:52 AM 14 Calibration Check
05-Ocl-14 | 06:37 AM 06:59 AM 22 Calibration Check 20-Nov-14| 06:20 AM 06:34 AM 14 Calibration Check
06-Oct-14 | 08:20 AM 06:41 AM 21 Calibration Chack 21-Nov-14| 086:20 AM 06:34 AM 14 Calibration Check
07-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 22-Nov-14| 08:20 AM 06:34 AM t4 Calibration Check
08-Oct-14 | 06:20 AM 0641 AM 21 Calibration Check 23-Nov-14| 06:20 AM 0641 AM 21 Calibration Check
09-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 24-Nov-14| 06:20 AM 0641 AM 21 Calibration Check
10-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 25-Nov-14] 06:29 AM 06:50 AM 21 Calibration Check
11-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 26-Nov-14| 07:02 AM 07:24 AM 22 Calibration Check
12-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 27-Nov-14 | 06:35 AM 06:56 AM 21 Calibration Check
13-Oct-14 | 06:01 AM 06:23 AM 22 Calibration Check 28-Nov-14] 07:49 AM 08:11 AM 22 Calibration Check
14-Oct-14 |  06:46 AM 07.08 AM 22 Calibration Check 29-Nov-14 | 07:23 AM 07.44 AM 21 Calibration Check
15-Oct-14 | 06:36 AM 06:58 AM 22 Calibration Check 30-Nov-14 | 06:30 AM 06:51 AM 21 Calibration Check
16-Oct-14 |  06:25 AM 06:46 AM 21 Calibration Check 01-Dec-14 | 06:20 AM 06:41 AM 21 Calibration Check
17-Oct-14 |  06:36 AM 06:57 AM 21 Calibration Check 02-Dac-14 | 06:30 AM 06:52 AM 22 Calibration Check
18-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 03-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
19-Oct-14 | 06:35 AM 06:56 AM 21 Calibration Check 04-Dac-14| 07:14 AM 07:29 AM 15 Calibration Check
20-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 05-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
21-Qct-14 | 06:20 AM 06:41 AM 21 Calibration Check 06-Dec-14| 06:20 AM 0641 AM 21 Calibration Check
22.0ct-14 | 06:20 AM 06:41 AM 21 Calibration Check 07-Dec-14| 06:20 AM 0641 AM 21 Calibration Check
23-Qct-14 | 06:20 AM 06:41 AM 21 Calibration Check 08-Dec-14| 07:13 AM 07:34 AM 21 Calibration Check
24-Qct-14 | 06:20 AM 06:41 AM 21 Calibration Check 09-Dec-14| 05:42 AM 06:03 AM 21 Calibration Chack
25.Qct-14 | 06:20 AM 06:41 AM 21 Calibration Check 10-Dec-14| 05:49 AM 06:10 AM 21 Calibration Chack
26-Oct-14 ] 06:20 AM 06:41 AM 21 Calibration Check 11-Dec-14| 06:03 AM 06:25 AM 22 Calibration Chack
27-0ct-14 | 06:14 AM 06:36 AM 22 Calibration Check 12-Dec-14| 06:42 AM 07:03 AM 21 Calibration Chack
28-Oct-14 | 06:39 AM 07:00 AM 21 Calibration Check 13-Dec-14| 09:10 AM 09:32 AM 22 Calibration Check
29-Oct-14 | 06:37 AM 06:59 AM 22 Calibration Check 14-Dec-14| 08:15 AM 08:37 AM 22 Calibration Check
30-Oct-14 |  06:51 AM 07:12 AM 21 Calibration Check 15-Dec-14| 05:09 AM 05:31 AM 22 Calibration Check
31-Oct-14 |  06:48 AM 07:10 AM 22 Calibration Check 16-Dec-14| 05:46 AM 06:08 AM 22 Calibration Chack
01-Nov-14§ 06:13 AM 06:28 AM 15 Calibration Check 17-Dac-14| 05:57 AM 06:18 AM 21 Calibration Check
02-Nov-141 06:20 AM 06:34 AM 14 Calibration Check 18-Dec-14| 05:40 AM 06:01 AM 21 Calibration Check
03-Nov-14| 06:20 AM 06:41 AM 21 Calibration Chack 19-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
04-Nov-14{ 06:20 AM 06:41 AM 21 Calibration Check 20-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
05-Nov-14{ 06:20 AM 0f:41 AM 21 Calibration Check 21-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
06-Nov-14{ 06:20 AM 06:41 AM 21 Calibration Check 22-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
07-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 23-Dac-14| 07:21 AM 07:43 AM 22 Calibration Check
08-Nov-14 [ 06:20 AM 0641 AM 21 Calibration Check 24-Dac-14| 07:48 AM 08:09 AM 21 Calibration Check
09-Nov-14{ 06:20 AM 06:41 AM 21 Calibration Chack 24-Dac-14| 08:16 AM 08:30 AM 14 Recalibration
10-Nov-14]  06:20 AM 06:41 AM 21 Calibration Check 25-Dec-14| 11:56 AM 12:17 PM 21 Calibration Check
11-Nov-14{ 06:20 AM 06:41 AM 21 Calibration Chack 26-Dec-14| 07:35 AM 07:56 AM 21 Calibration Check
12-Nov-14 |  06:20 AM 06:41 AM 21 Calibration Check 27-Dec-14| 09:41 AM 10:03 AM 22 Calibration Check
13-Nov-14 |  06:20 AM 06:41 AM 21 Calibration Chack 28-Dac-14| 06:35 AM 06:56 AM 21 Calibration Chack
14-Nov-14]  06:20 AM 06:41 AM 21 Calibration Chack 29-Dac-14| 06:20 AM 06:41 AM 21 Calibration Check
15-Nov-14| 08:16 AM 08:38 AM 22 Calibration Check 30-Dac-14| 07:46 AM 07:54 AM 8 Calibration Check

31-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
Minutes Minutes
958 930
Total minutes for quaslity assurance:
Minutes
1888

Heritage Thermal Services
4th Quarter 2014







NOX Monitor

Califomia Anaiytical Instruments

0 Model: 600-CLD
Downtime SN: U12052
Incinerator
Date Start Time End Time Duration Reason Action Qperation
WORK ON THIS ANALYZER
12/4/2014 7:05 AM 7:13 AM 8 Checking Analyzer Changed Pump On Hazardous Wasts
OUT OF CONTROL PERIODS
SYSTEM RECALIBRATIONS
1272472014 | 8:16 AM 8:30 AM 13 STACK RE-CALIBRATION NONE Gn Hazardous Waste

|OTHER ANALYZER WORK AFFECTING THIS ANALYZER

"10/26/2014 | B:00 PM 8.12 P 12 OTHER ANALYZEF! WORK DONE (S02 Manual Calibration On Hazardous Waste
11/2/12014 1:01 AM 12 AM 11 OTHER ANALYZER WORK DONE (502 None On Hazardous Waste
11/3/12014 2,20 AM 2:32 AM 12 OTHER ANALYZER WORK DONE (SO2 None - Checked well__ On Hazardous Wasts

| 1114/2014 | 10:00 PM 10:10 PM 10 OTHER ANALYZER WORK DONE (502 None - Checked well On Hazardous Wasta

11/21/2014 | 12:01 PM 12:11 PM 10 OTHER ANALYZEH WOHK DONE (Wet 02 lanual Calibralion On Hazardous Wasle
12/2/2014 535 AM 5:40 AM 5 OTHER ANALYZER WORK DONE (Wet 02 None - Checked well On Hazardous Waste
12/4/2014 7.35 AM 7.53 AM 18 OTHER ANALYZER WORK DONE (THC #1) $ed punp for second tims first pury On Hazardous Waste

1212712014 5:07 PM 5.30 PM 23 OTHER ANALYZER WORK DONE {S02) MNone - Checked well On Hazandous Wasie

12/30/2014 }  7:34 AM 7.44 AM 10 OTHER ANALYZER WORK DONE {Wet 02) Manuat Calibration On Hazardous Wasle

Other

UNRECORDED TIME (MISSING MINUTES)

TOTAL MINUTES IN QUARTER: 132,
TOTAL OPERATING TIME OF SOURCE: | T30,
TOTAL DOWNTIME OF CEM SYSTEM: 133
[CEM DOWNTIME DURING SOURCE OPERATING TIME: 133
TOTAL OPERATING TIME OF SOUACGE AND CEM TOGETHER: Ta0,520
SYSTEM AVAILABILITY 99.9%]

Heritage Thermal Services

4th Quarter 2014







NOX Monitor
Preventative
Maintenance

Eate_ T Duration e _ Activity

TOTAL -

e 0., blowback.manual adjusiment to monitors,atc.)

|No preventative maintenance had fo be performed on mondtors this quarter.

Heritage Thermal Services
4th Quarter 2014

Califomia Analytical Instruments
Model: 600-CLD
SN: U32052






Emigsions Limitg: SOX Thermo Sciantilic)

11:34 LBSH Excess Emissions Report Se':'i:fﬂu;::;?;
49.69 Tons/Yeal 3-Hour Block Average Exceedances 1027444707
S0x 3-Hour Waste in Automatic
Block Average Incinerator | Combustion | Waste Feed
Time {LBMHr) Cause Corrective Action Operation Zone? Cutofi?

[4] Number of Events
| 3090.21 |(LB3)
1.55 Tons}

Heritage Thermal Services
4th Quarter 2014






Emisgions Limits: SOX Thermo Scientitict
. Mods!. 43i-HL
11.34 LBSHr Excess Emissions Report .

ECREER 3-Hour Block Averages sa"f.!;ﬂ:;’;
SOx 3-Hour
Block
OEl Average
E {LBHn  |Notes
10701/2014 00:00 0.00
10/01/2014 03.00 0.00
10/01/2014 06.00 0.00
10/01/2014 G9:00 0.12
70/07/2014 12:00 0.34
70/01/2014 15:00 3.22
70/01/2014 18:00 1.29
10/01/2014 21:00 0.40
10/02/2014 00:00 0.17
10/02/2014 03.00 0.21
10/02/2014 06.00 0.21
10/02/2014 09:00 0.23
10/02/2014 12:00 0.67
10/02/2014 15:00 1.51
10/02/2014 18:00 3.9
10/02/2014 21:00 229
10/03/2014 00:00 1.09
10/03/2014 03:00 0.83
10/03/2014 06.00 0.30
10/03/2014 09:00 0.42
10/03/2014 12:00 4.28
10/03/2014 15.00 7.21
10/03/2014 18:00 3.05
10/03/2014 21:00 0.44
10/04/2014 00:00 0.68
10/04/2014 03:00 0.53
10/04/2014 0600 0.25
10/04/2014 09:00 0.30
10/04/2014 12.00 0.35
10/04/2014 15:00 0.48
10/04/2014 18:00 0.81
10/04/2014 21:00 0.72
10/05/2014 00:00 0.15
10/05/2014 03:00 0.18
10/05/2014 06:00 3.06
10/05/2014 09:00 5.33
10/05/2014 12:00 4.58
10/05/2014 15.00 4.93
10/05/2014 16:00 5.39
10/05/2014 21:00 4.76
10/06/2074 00:00 a1
10/06/2014 03:00 403
10/06/2014 0600 716
10/06/2014 09.00 8.57
10/06/2014 12:00 2.91
10/06/2014 15.00 3.96
10/06/2014 18:00 0.60
10/06/2014 21:00 .05
10/07/2014 00:00 6.03
10/07/2014 03:00 5.64
10/07/2014 0600 2.46
10/07/2014 09.00 4.83
10/07/2014 12:00 2.63
10/07/2014 15:00 0.00
10/07/2014 18:00 0.02
10/07/2014 21:00 0.48
10/08/2014 00:00 1.96
10/08/2014 03:00 4.80
10/08/2014 06:00 3.49
10/08/2014 09:00 3.55
10/08/2014 12:00 3.34
10/08/2014 15.00 0.1
10/0B/2014 18.00 0.59

Heritage Thermal Services
4th Quarter 2014



Emissions Limits: SOX Thermo Scientilicl

11.34 LBS/Hr Excess Emissions Report Moder: “I'HL.
49.69 Tons/Yeal Serial Numbars:
3-Hour Block Averages 1027444707
S0x 3-Hour
Block
E Average
= {LBMHr) |Notes
10/08/2014 21:00 1.1
10/09/2014 00:00 3.54
10/09/2014 03.00 5.03
10/09/2014 06.00 5.02
10/09/2014 09:00 3.15
10/09/2014 12:.00 1.92
10/09/2014 15:00 0.41
10/09/2014 18.00 0.46
10/09/2014 21.00 2.43
10/10/2014 00:00 3.19
10/10/2014 03:.00 6.28
10/10/2014 06:00 6.56
10/10/2014 09:00 0.27
10/10/2014 12:00 0.01
10/10/2014 15.00 3.23
10/10/2014 18:00 5.37
10/10/2014 21:.00 3.40
10/11/2014 00:00 0.51
10/11/2014 03:00 0.20
10/11/2014 06:00 3.73
10/11/2014 09:00 4.42
1071172014 12:00 5.07
10/11/2014 15:00 0,20
10/11/2014 18:00 1,95
10/11/2014 21:00 2.54
10/12/2014 ¢0:00 493
10/12/2014 03.00 0.54
10/12/2014 06:.00 0.40
10/12/2014 09:00 2.91
10/12/2014 12:00 1.80
10/12/2014 15:.00 2.26
10/12/2014 18:00 1.77
10/12/2014 21:.00 2.11
10/13/2014 00:00 1.09
10/13/2014 03:00 0.51
10/13/2014 06:00 5.70
10/13/2014 09:00 2.38
10/13/2014 12:00 1.43
10/13/2014 15:00 0.00
10/13/2014 18:00 0.65
10/13/2014 21:00 2.19
10/14/2014 00:00 0.74
10/14/2014 03.00 0.70
10/14/2014 06.00 0.85
10/14/2014 09:.00 0.71
10/14/2014 12:.00 1.64
10/14/2014 15.00 217
10/14/2014 18:00 a.73
10/14/2014 21:00 2.09
10/15/2014 00:00 3.13
10/15/2014 03:00 0.16
10/15/2014 06:00 2.87
10/15/2014 09:00 2.07
10/15/2014 12:00 0.08
10/15/2014 15.00 2.02
10/15/2014 18:.00 2.06
10/15/2014 21:00 141
10/16/2014 00:00 0.58
10/16/2014 03.00 0.50
10/16/2014 06.00 0.1
10/16/2014 09.00 0.11
10/16/2014 12:00 0.01
10/16/2014 15.00 4.79

Heritage Thermal Services
4th Quarter 2014



Emissions Limits: S0X Thermo Scientific!

. r Modal: 431-HL

:;.:: l;::vear Excess Emissions Report Sorial Numbers:

3-Hour Block Averages 1027444707

SOx 3-Hour
Block
ﬂE> Average
= {LB/Hr) |Notes

10/16/2014 18:00 0.65
10/16/2014 21:00 0.70
10717/2014 00:00 2.28
10/17/2014 03.00 0.27
10/17/2014 06.00 0.72
106/17/2014 09:00 276
10/17/2014 12:00 1.45
10/17/2014 15:00 2.62
10/17/2014 18.00 2.85
10/17/2014 21:00 4.02
10/168/2014 G000 6.18
10/18/2014 03:00 0.91
10/18/2014 06.00 0.05
10/18/2014 09:00 0.10
10/18/2014 12:00 0.02
10/18/2014 15:00 2.15
10/18/2014 18:00 2.66
10/18/2014 21:00 447
10/19/2014 00:00 0.33
10/19/2014 03:00 1.96
70719/2014 0600 4.66
10/19/2014 0900 2.00
10119/2014 12:00 2.55
10/19/2014 15.00 0.00
10/19/2014 18,00 0.00
10/19/2014 21.00 0.00
10/20/20714 00:00 0.00
10/20/2014 0300 0.00
10/20/2014 06.00 6.29
10/20/2014 09:00 7.49
10/20/2014 12:00 1.28
10/2072014 15.00 0.01
10/20/2014 18:00 1.48
10/20/2014 2100 2,38
10/21/2014 00:00 0.00
10/21/2014 03:00 1.36
10/21/2014 06:00 5.43
10/21/2014 09:00 0.74
10/21/2014 12:00 2,71
10/21/2014 15:00 2.32
10/21/2014 18:00 0.16
10/21/2014 21:00 1.76
10/22/2014 00:00 1.89
10/22/2014 03:00 2.24
10/22/2014 0600 0.53
10/22/2014 09:00 0.22
10/22/2014 12.00 0.05
10/22/2014 15.00 1.46
10/22/2014 18:00 0.33
10/22/2014 21:00 1.43
10/23/2014 00:00 0.20
10/23/2014 03:00 1.17
10/23/2014 06:00 1.43
10/23/2014 09:00 1.67
10/23/2014 12:00 0.49
10/23/2014 15:00 0.42
10723/2014 18:00 0.31
10/23/2014 2100 0.00
1072472014 00:00 0.01
10/2472014 03.00 1.59
10/24/2014 06:00 0.86
10/24/2014 09:00 47
10/24/2014 12:00 4,27

Heritage Thermal Services
4th Quarter 2014



Emistions Limits:

SOX

Ul Excess Emissions Report
49.69 Tens/Yeal 3-Hour Block Averages
SOx 3-Hour
Block
o Average
= (LBMr) |Notes
10/24/2014 1500 0.51
10/24/2014 18.00 0.00
10/24/2014 21.00 1.31
10/25/2014 00:00 1.00
10/25/2014 03.00 2.33
10/25/2014 06.00 5.76
10/25/2014 09:00 B8.86
10/25/2014 12:00 513
10/25/2014 15.00 0.83
10/25/2014 16.00 1.23
10/25/2014 21.00 0.69
10/26/2014 00:00 0.00
10/26/2014 03.00 0.00
10/26/2014 06.00 0.00
10/26/2014 09:00 0.03
10/26/2014 12:00 0.00
10/26/2014 15:00 0.03
10/26/2014 18.00 767
10/26/2014 21.00 0.9
T0/27/2014 00:00 0.15
10/27/2014 03.00 0.11
10/27/2014 06:00 0.65
10/27/2014 09:00 1.61
10/27/2014 12:00 2.82
10/27/2014 15:00 744
10/27/2014 18:00 1.05
10/27/2014 21:00 0.66
10/26/2014 Q000 0.27
10/26/2014 03.00 1.47
10/26/2014 06:00 1.08
10/28/2014 09:00 2.12
10/28/2014 12:00 2.04
10/28/2014 15.00 0.79
10/28/2014 18:00 0.18
10/28/2014 21:00 0.68
10/29/2014 00:00 0.20
10/22/2014 0300 0.7
1072972014 06.00 145
10729/2014 09:00 1.79
10/29/2014 12:00 0.92
10/29/2014 15.00 4.35
10/29/2014 18.00 4.88
10/29/2014 21:00 3.05
10/30/2014 00:00 1.23
10/30/2014 03:00 0.08
10/30/2014 06.00 1.81
10/30/2014 09:00 0.13
10/30/2014 12:00 0.05
10/30/2014 15:00 0.04
10/30/2014 18:00 0.06
10/30/2014 21:00 0.06
10/31/2014 00:00 0.06
10/31/2014 03.00 0.06
10/31/2014 06.00 2.29
10/31/2014 09:00 2.05
10/31/2014 12:00 2.31
10/31/2014 15:00 0.15
10/31/2014 18:00 0.04
10/31/2014 21:00 1.99
11/01/2014 00:00 1.24
11/01/2014 02:00 1.82
11/01/2014 06.00 3.40
11/01/2014 09:00 0.12

Heritage Thermal Services

4th Quarter 2014

Thermo Scientifict
Madal: 43i-HL
Sarial Numbers:
1027444707



Emissions Limits: S0X Thermo Scientific)

11.34 r I: 431-HL
‘9 :9 :;s:vaar Excess Emissions Report S::‘I:f:umiers:
3-Hour Block Averages 1027444707
SOx 3-Hour
Black
g Average
E (LBMHr) [Noles
11701/2014 12:00 0.12
11/01/2014 1500 0.14
11/01/2014 18.00 0.79
11/01/2014 21.00 4.66
11/02/2014 0000 3.63
1170272014 03.00 3.01
11/02/2014 06.00 6.28
11/02/2014 09.00 2.02
1170272014 12.00 2.73
11/02/2014 15.00 2.54
11/02/2014 18:00 3.24
11/02/2014 21:00 4.49
11/03/2014 00:00 5.43
17/03/2014 03.00 5.02
11/03/2014 06.00 397
11/03/2014 09:00 411
11/03/2014 12.00 1.29
11/03/2014 15.00 0.05
11/03/2014 18.00 0.77
11/03/2014 21:00 1.59
11704/2014 0O:00 0.39
1170472014 03,00 1.45
11/0472014 06.00 0.64
11/04/2014 09.00 0.08
11/04/2014 12:00 0.41
1170472014 15.00 2.04
11704/2014 18:00 2.61
11704/2014 21:00 1.19
11/05/2014 00:00 1.20
11/05/2014 03.00 1.09
11/05/2014 06.00 0.90
11/05/2014 09:00 3.34
11/05/2014 12:00 3.51
11/05/2014 15:00 1.63
11/05/2014 18:00 2.41
11/05/2014 21.00 2.53
11/06/2014 00:00 5.86
11/06/2014 03:00 0.22
11/06/2014 06.00 0.15
11/06/2014 09.00 1.99
11/06/2014 12:00 3.04
11/06/2014 15:00 557
11/06/2014 18:00 0.57
11/06/2014 21:00 1.06
11/07/2014 00:00 0.44
11/07/2014 03:00 0.00
1170772014 06:00 0.46
11/07/2014 0%:00 7.19
11707/2014 12:00 3.60
11707/2014 15.00 2.46
11707/2014 18:00 0.10
11707/2014 21:.00 0.03
11708/2014 00:00 0.00
11708/2014 03:00 0.01
11/08/2014 06.00 259
11/08/2014 09:00 2.48
11/08/2014 12.00 2,30
11/08/2014 15.00 0.00
11/08/2014 18:00 0.04
11/08/2014 21:.00 0.02
11/09/2014 00.00 0.00
11709/2014 03:00 0.00
11/09/2014 06:00 0.12

Heritage Thermal Services
4th Quarter 2014



Emissions Limits: SOX Thetmo Scientificl

11.34 LBSHr 1: 430-H
o Excess Emissions Report oo e
3-Hour Block Averages 1027444707
SOx 3-Hour
Block
E Average
= (LB/Hr) |Notes
11/0%/2014 09:00 0.46
11/09/2014 12:00 0.00
11/09/2014 15:00 0.35
11/09/2014 18.00 1.57
11/09/2014 21:00 0,00
11/30/2014 00:00 0.00
11/10/2014 03:00 0,00
11/10/2014 06.00 0.00
11/10/2014 09:00 0.03
11/10/2014 12:00 0.02
11/10/2014 15.00 0.00
11/10/2014 18:00 0.00
11/10/2014 21.00 0.00
11711/2014 00:00 0.00
11/11/2014 03:00 0.00
11/31/2014 06:00 0.00
11/11/2014 09:00 1.59
1171172014 12:.00 0.12
111172014 15.00 0.15
11711/2014 18,00 0.12
1171172014 21:00 0.10
11/12/2014 00:00 0.09
11/12/2014 03:00 0.07
11/12/2014 06:00 0.10
11712/2014 09:00 0.19
11/12/2014 12:00 0.21
11/12/2014 15.00 0.47
11/12/2014 18:00 0.24
111272014 21:00 0.15
11/13/2014 00:00 0.23
11713/2014 03:.00 0.16
11713/2014 06:00 0.10
11713/2014 09:00 0.31
11713/2014 12:00 0.15
11/13/2014 15:00 0,07
11/13/2014 18:00 0.10
11/13/2014 21:00 0.12
11/14/2014 00:00 1.73
1171472014 03.00 112
11/14/2014 06:00 1.23
11/14/2014 09:00 0.67
11/14/2014 12:00 0.71
19/14/2014 15:00 1.59
11/14/2014 18.00 111
1171472014 21:00 3.38
11/15/2014 00:00 3.30
11/15/2014 03.00 2.53
11/15/2014 06.00 0.74
11/15/2014 09:00 0.43
11115/2014 12:00 1.34
11/15/2014 15.00 0.75
11/15/2014 18:00 1.20
11/15/2014 21:00 1.21
11/16/2014 00:00 2.17
T1716/2014 03:00 1.55
11/16/2014 06.00 0.61
11716/2014 09:00 0.30
11716/2014 12:00 0.67
11/16/2014 15:00 1.06
11/16/2014 18:00 0.44
11/16/2014 21:00 1.05
1171772014 00:00 2.21
11/17/2014 03:00 0.72

Heritage Thermal Services
4th Quarter 2014



Emissions Limits: SOX

11.34 LBS/Hr Excess Emissions Report

49.69 Tons/Yeal 3-Hour Block Averages

SOx 3-Hour
Block
GEJ Average
[ {(LB/Hr) |Notes

11/17/2014 06:00 259
11/17/2014 09:00 2.43
11/17/2014 12:00 0.43
11/17/2014 15.00 0.00
11/17/2014 18:00 0.00
1171772014 21:00 0.00
11/18/2014 G0:00 0.01
11/18/2014 03.00 0.00
11/18/2014 06:00 0.23
11718/2014 09.00 0.40
11716/2014 12:00 0.96
11/16/2014 15.00 166
11/18/2014 18.00 0.42
11/18/2014 21.00 0.38
11/19/2014 00:00 0.38
11/19/2014 03.00 0.00
11/19/2014 06.00 0.00
11/19/2014 0900 0.29
1171972014 12:00 0.93
11715/2014 15.00 2.67
11719/2014 18:00 .77
11/19/2014 21.00 0.89
11/20/2014 00.00 7.08
11/20/2014 03:00 0.50
11/20/2014 06:00 0.20
11720/2014 09:00 0.30
11720/2014 12:00 0.03
11/20/2014 15:00 0.00
11/20/2014 18.00 0.03
11/20/2014 21:00 0.01
11/21/2014 00.00 0.00
11/21/2014 03:00 0.00
11/21/2014 06.00 0.00
11/21/2014 09:00 0.02
11/21/2014 1200 0.05
1172172014 15:00 1.21
1172172014 18.00 246
1172172014 21:00 0.63
11722/2014 00.00 3.52
11/22/2014 03:00 ~2.25
11/22/2014 06:00 0.92
11/22/2014 0900 0.61
11/22/2014 12.00 0.25
11/22/2014 15:00 0.12
11/22/2014 18:00 0.46
11/22/2014 21:00 0.83
11/23/2014 00:00 1.16
11/23/2014 03.00 4.44
11/23/2014 06:00 0.10
1172372014 09:00 3.38
11/23/2014 12.00 3.12
11/23/2014 15.00 0.35
11/23/2014 18:00 0.63
11/23/2014 21:00 1.62
11/24/2014 00.00 211
11/24/2014 0300 0.44
11/2472014 06:00 0.65
1172472014 09:00 8.56
1172472014 12:00 272
11/24/2014 15.00 1.56
11/24/2014 18.00 0.50
11/24/2014 21:00 0.71
11/25/2014 00:00 0.73

Heritage Thermal Services
4th Quarter 2014

Thermo Scientitic!
Model: 43i-HL
Searial Numbers:
1027444707



Emissions Limits:

SO0X

1534 LBSH Excess Emissions Report
49.69 Tons/Yeal 3-Hour Block Averages
S0x 3-Hour
Block
qE’ Average
= {LB/Hr) |Notes
11/25/2014 03:00 1.23
11/25/2014 06.00 147
11/26/2014 09:00 1.34
11/25/2014 12.00 2.27
11/25/2014 15.00 3.19
11/25/2014 18:00 0.1
11/25/2014 21:00 0.08
11/26/2014 00.00 0.03
11/26/2014 03:00 0.08
11/26/2014 06.00 0.06
11/26/2014 09:00 0.11
11/26/2014 12:00 0.16
11726/2014 15.00 0.06
11726/2014 18:00 0.02
11726/2014 21:00 0.02
11/27/2014 00:00 0.01
1172772014 03:00 0.00
11/27/2014 0600 0.00
1172772014 09.00 0.07
1112772014 12:00 0.00
11/27/2014 15.00 0.00
11/27/2014 18:00 0.00
11/27/2014 21:00 0.00
11/28/2014 00:00 1.60
11/26/2014 03:00 0.01
11/268/2014 06:00 0.05
11/28/2014 09:00 1.20
11/28/2014 12:00 0.60
11/268/2014 15:00 0.00
1172872014 18.00 0.00
11/28/2014 21:00 0.00
11/20/2014 00.00 0.00
11/29/2014 03:00 0.00
11/29/2014 06.00 0.00
11/29/2014 09.00 0.05
11/29/2014 12:00 0.00
11/29/2014 15:00 0.43
1172972014 18:00 147
1172972014 21:00 0.21
11730/2014 00:00 111
11/30/2014 03:00 0.12
11/30/2014 0600 0.01
11/30/2014 09:00 0.06
11730/2014 12:00 0.00
71730/2014 15.00 0.00
11/30/2014 18:00 0.00
T1/30/2014 21:00 0.00
72/017/2014 00.00 0.00
12/01/2014 0300 0.00
72/01/2014 06:00 0.00
12/01/2014 09:00 0.07
12/01/2014 12:00 0.00
12/01/2014 15.00 0.00
12/01/2074 18:00 0.00
1270172014 21:00 0.00
12/02/2014 00.00 0.00
12/02/2014 03:00 0.02
12/02/2014 06:00 0.00
12/02/2014 09,00 0.07
12/02/2014 12:00 0.92
12/02/2014 15.00 0.62
12/02/2014 1B.00 0.04
12/02/2014 21:00 0.05

Heritage Thermal Services

4th Quarter 2014

Thermo Scientificl
Modal: 431-HL
Serial Numbers:
1027444707



Emussions Limits: SOX Thermo Scientitic!

11.J4 LB It 1; 431-|
49:9 T::Year Excess Emissions Report 5 mf:umi::
3-Hour Block Averages 1027444707
SOx 3-Hour
Block
g Average
= (LB/Hr) |Notes
12/03/2014 00:00 0.02
12/03/2014 03.00 0.06
12/03/2014 06.00 0.01
12/03/2014 09:00 0.61
12/03/2014 12:00 0.49
12/03/2014 15:00 0.64
12/03/2014 18:00 0.23
12/03/72014 21.00 7.00
1270472014 Q0:00 0.03
12/0472014 03:00 0.06
12/04/2014 06:00 0.65
12/04/2014 09:00 1.10
12/04/2014 12.00 0.66
12/04/2014 15.00 0.00
1270472014 18:00 0.00
12/0472014 21.00 0.02
12/05/2014 00.00 0.00
12/05/2014 0300 0.00
12/05/2014 06:00 0.00
12/05/2014 09:00 0.07
12/05/2014 12:00 0.00
12/05/2014 15:00 0.01
12/05/2014 18:00 0.05
12/05/2014 21.00 0.03
12/06/2014 00:00 0.01
12/06/2014 03:00 0.01
12/06/2014 06:00 0.06
12/06/2014 09:00 0.16
12706/2014 12:00 0.01
12/06/2014 15.00 0.04
12/06/2014 18:00 0.01
12/06/2014 21:00 0.00
12/07/2014 00:00 0.02
12/07/2014 0300 0.00
12/07/2014 06.00 0.02
12/07/2014 09:00 0.04
12/07/2014 12:00 0.00
12/07/2014 15:00 1.61
12/07/2014 18:00 1.46
12/07/2014 21:00 1.04
12/08/2014 00:00 0.00
12/08/2014 0300 0.27
12/08/2014 06.00 0.38
12/08/2014 09:00 0.13
12/08/2014 12:00 0.77
12/08/2014 15:00 2.21
12/08/2014 18:00 1.83
12/08/2014 21:00 0.43
12/09/2014 00:00 0.0%
12/09/2014 03:00 0,00
12/09/2014 06,00 0.00
12709/2014 09:00 0.07
12709/2014 12:00 0.01
12709/2014 15.00 0.00
12709/2014 18:00 0.00
12/09/2014 21:00 0.12
12/10/2014 00:00 0.00
12/10/2014 03:00 0.00
12/10/2014 06:00 0.04
12/10/2014 09:00 0.06
12/10/2014 12:00 0.64
12/10/2014 15:00 2.48
12/10/2014 18.00 7.24

Heritage Thermal Services
4th Quarter 2014



Emissions Limits: SOX Thermao Scientilicl

11.34 LBS/MHr Mode!: 431-HL
49.:9 T::v . Excess Emissions Report i
3-Hour Block Averages 1027444707
S0x 3-Hour
Block
E Average
= (LB/Hr) |Notes
12/10/2014 2100 4.81
12/11/2014 00:00 2.60
12/11/2014 03:.00 1.81
12/11/2014 06:00 0.01
12/11/2014 09:00 0.05
12/11/2014 12.00 0.0
12/11/2014 15:00 0.03
12/11/2014 18.00 0.00
12/11/2014 21:.00 0.00
12/12/2014 00:00 0.21
12/12/2014 03.00 0.10
12/12/2014 06:00 0.62
12/12/2014 09.00 0.24
12/12/2014 12.00 0.00
12/12/2014 15:00 0.00
12/12/2014 18:00 0.00
121212014 21:00 0.00
12/13/2014 00:00 0.37
12/13/2014 03:00 0.08
12/13/2014 06:00 0.00
12/13/2014 09:00 0.04
12/13/2014 12:00 0.1
12/13/2014 15:00 0.00
12/13/2014 18:00 0.79
12/13/2014 21:00 3.38
12/14/2014 00:00 2.48
12/14/2014 03:00 3.63
12/14/2014 06:00 1.22
12/14/2014 09:00 173
12/14/2014 12:00 3.56
12/14/2014 15:00 0.37
12/14/2014 18:00 1.71
12/14/2014 21:00 3.66
12/15/2014 00:00 0.33
12/15/2014 03:00 2.68
12/15/2014 06:00 5.86
12/15/2014 09:00 0.00
12/15/2014 12:00 0.600
12/15/2014 15:00 0.00
12/15/2014 18:00 0.01
12/15/2014 21:00 0.00
12/16/2014 00.00 0.00
12/16/2014 03.00 1.95
12/16/2014 06.00 0.01
12/16/2014 09:00 0.41
12/16/2014 12:00 1.29
12/16/2014 15.00 0.24
12/16/2014 18:00 0.14
12/16/2014 21.00 1.22
12/17/2014 00:00 1.50
T2/17/2014 03:00 1.95
1271772014 06:00 4.50
12/17/2014 09:00 3.60
12/17/2014 12:00 4.87
12/17/2014 15:00 570
12/17/2014 18:00 0.77
12/17/2014 21:00 1.63
1218/2014 00:00 1.93
12/18/2014 03:00 2.82
12/18/2014 06:00 442
12/18/2014 09:00 1.65
12/18/2014 12:00 2.75
12/18/2014 15:00 0.41

Heritage Thermal Services
4th Quarter 2014



Emissions Limits: SOX Thermo Scientificl

$1:34 LBSHr Excess Emissions Report &ﬁfﬂu:ﬂ;‘:‘
40.69 Tons/Yeal’ 3-Hour Block Averages 1027444707
SOx 3-Hour
Block
g Average
E {LB/HR  |Notes
12/18/2014 18:00 1.61
12/18/2014 21:00 0.53
12/19/2014 G0:00 0.15
12/19/2014 03.00 0.14
12/19/2014 06.00 0.13
12/16/2014 (09.00 0.72
1271972014 12.00 0.69
12/19/2014 15.00 1.00
12/19/2014 18:00 2.19
1271972014 21.00 7.13
1272072014 00:00 2.91
12/20/2014 03:00 4.00
12/20/2014 06.00 3.46
12/20/2014 09:00 0.77
1272072074 12.00 0.41
12/20/2014 15.00 3.03
12/20/2014 18:00 0.43
12/20/2014 21.00 2.28
1272172014 00:00 0.61
1272172014 03.00 0.91
12/21/2014 06:00 0.36
1272172014 09.00 0.21
1272172014 12.00 1.14
12/21/2014 15:00 0.76
12/21/2014 18.00 0.18
12/21/2014 21.00 0.19
12/22/2014 00:00 0.22
12/22/2014 03.00 0.24
12/22/2014 06.00 0.23
12/22/2014 09.00 0.26
12/22/2014 12:00 0.19
12/22/2014 15.00 0.22
12/22/2014 18:00 0.29
12/22/2014 21:00 0.17
12/23/2014 00:00 0.18
12/23/2014 03:00 0.15
12/23/2014 06.00 0.18
12/23/2014 09.00 0.24
12/23/2014 12:00 0.20
12/23/2014 15.00 0.20
1272372014 18:00 2.08
1272372014 21:00 2.44
1272472014 00:00 1.84
12/24/2014 03:00 0.16
12/24/2014 06:00 0,69
12/24/2014 09:00 3.06
12/24/2014 12:00 1.55
12/24/2014 15:00 0.17
12/2472014 18:00 0.92
12/2472014 21:00 1.03
12/25/2014 00:00 2.44
12/25/2014 03:00 2.63
12/26/2014 06:00 6.25
12/25/2014 09:00 0.52
12/25/2014 12:00 217
12/25/2014 15.00 0.94
12/25/2014 18:00 2.39
12/25/2014 21:00 1.50
12726/2014 00.00 0.81
12/26/2014 03.00 1.71
12/26/2014 0600 5.69
12/26/2014 09:00 4.78
12/2612014 12:00 1.55

Heritage Thermal Services
4th Quarter 2014



Emissions Limds. S0OX Thermo Scientilic!

11.34 LBSHr Mods!: 43+-HL
10,69 Tone/Yeal E;c::: Emlssions Report T
-Hour Block Averages 1027444707
SOx 3-Hour
Block
qE> Average
e {LB/Hr) |Noles
12/26/2014 15:00 3.56
12/26/2014 18:00 1.24
12/26/2014 21:00 4.24
12/27/2014 00.00 475
12/27/2014 03.00 3.53
12/27/2014 06:00 2.05
12/27/2014 09:00 2.89
12/27/2014 12:00 4.27
12/27/2014 15:00 1.98
12/27/2014 18:00 5.40
12/27/2014 21:00 5.01
12/28/2014 C0:00 217
12/28/2014 03,00 7.20
12/28/2014 06:00 0.13
12/28/2014 09:00 017
12/28/2014 12:00 0.11
12/28/2014 15:00 0.12
12/28/2014 18:00 0.12
12/28/2014 21:00 0.16
12/29/2014 00:00 1.61
12/29/2014 03:00 1.46
12/29/2014 06:00 0.16
12/29/2014 09:00 0.75
12/29/2014 12:00 1.52
12/29/2014 15:00 2.77
12/29/2014 18:00 2.52
12/29/2014 21:00 2.93
12/30/2014 00:00 1.54
12/30/2014 03:00 0.63
12/30/2014 06:00 1.93
12/30/2014 09:00 6.66
12/30/2014 12:.00 1.80
12/30/2014 15:00 0.88
12/30/2014 18:00 2.85
12/30/2014 21:00 4.23
12/31/2014 00.00 1.83
12/31/2014 03.00 3.93
12/31/2014 06:00 2.62
12/31/2014 09:00 3.19
12/31/2014 12:00 2.53
12/31/2014 15:00 2.01
12/31/2014 18:00 0.75
12/31/2014 21:00 2.32
0 Number of Events
Total Emissions for the Quarter
3090.21 |(LBS)
1.55 {Tons)

Heritage Thermal Services
4th Quarter 2014



Stack #1 - QA

Date Start Time | End Time | Duration Activity Date Start Time | End Time | Duration Activity
01-Oct-14 |  06:47 AM 0709 AM 22 Calibration Check 16-Nov-14| 08:13 AM 09:35 AM 22 Calibration Chack
02-Oct-14 | 06:32 AM 06:47 AM 15 Calibration Check 17-Nov-14| 06:53 AM 07:07 AM 14 Calibration Check
03-Ocl-14 | 07:3t AM 07:53 AM 22 Calibration Check 18:Nov-14| 06:20 AM 06:34 AM 14 Calibration Check
04-Oct-14 ]  07:50 AM 08:12 AM 22 Calibration Check 19-Nov-14| 06:38 AM 06:52 AM 14 Calibration Check
05-Oct-14 | 0637 AM 06:59 AM 22 Calibration Check 20-Nov-14| 06:20 AM 06:24 AM 14 Calibration Check
06-Oct-14 | 0620 AM 06:41 AM 21 Calibration Check 21-Nov-14| 06:20 AM 06:34 AM 14 Calibration Check
07-Oct-14 | 06.20 AM 06:41 AM 21 Calibration Check 22-Nov-14| 06.20 AM 06:34 AM 14 Calibration Check
08-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 23-Nov-14| 0620 AM 06:41 AM 21 Calibration Check
09-Oct-14 [ 06:20 AM 06:41 AM 21 Calibration Check 24-Nov-14| 0620 AM 06:41 AM 21 Calibration Check
10-Oct-14 | 0620 AM 06-41 AM 21 Calibration Check 25-Nov-14| 06.29 AM 06:50 AM 21 Calibration Check
11-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 26-Nov-14{ 07:.02 AM 07.24 AM 22 Calibration Check
12-0ct-14 |  06:20 AM 06:41 AM 21 Calibration Check 27-Nov-14} 06:35 AM 06:56 AM 21 Calibration Check
13-Oct-14 |  068:01 AM 06:23 AM 22 Calibration Check 28-Nov-14| 07:49 AM 08:11 AM 22 Calibration Check
14-Oct-14 | 06:46 AM 07:08 AM 22 Calibration Check 29-Nov-14| 07:23 AM 07:44 AM 21 Calibration Check
15-Oct-14 | 0636 AM 06:50 AM 22 Calibration Check 30-Nov-14| 06:30 AM 06:51 AM 21 Calibration Chack
16-Oct-14 | 0625 AM 06:46 AM 21 Calibration Check 01-Dec-14 | 06:20 AM 06:41 AM 2% Calibration Check
17-Oct-14 |  06:36 AM 06:57 AM 21 Calibration Check 02-Dec-14| 06:30 AM 06:52 AM 22 Calibration Check
18-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 03-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
19-Oct-14 |  08:35 AM 06:56 AM 21 Calibration Check 04-Dec-14| 07:14 AM 07:29 AM 15 Calibration Check
20-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 05-Dec-14| 06:20 AM 06:41 AM 2 Calibration Check
21-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 06-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
22-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 07-Dec-14 |  06:20 AM 06:41 AM 21 Calibration Check
23-Oct-14 | 06:20 AM 06:41 AM 21 Calibration Check 08-Dec-14] 07:13 AM 07:34 AM 21 Calibration Check
24-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 09-Dec-14| 05:42 AM 06:03 AM 21 Calibration Check
25-Oct-14 |  06:20 AM 06:41 AM 21 Calibration Check 10-Dec-14| 05:49 AM 06:10 AM 21 Calibration Check
26-Oct-14 | 0620 AM 06:41 AM 21 Calibration Check 11-Dec-14| 06:03 AM 06:25 AM 22 Calibralion Check
27-Oct-14 | 06:14 AM 06:36 AM 22 Calibration Check 12-Dec-14] 0642 AM 07:03 AM 21 Calibration Check
28-Oct-14 | 06:39 AM 07:00 AM 21 Calibration Check 13-Dec-14| 09:10 AM 09:32 AM 22 Calibralion Check
29-Oct-14 { 06:37 AM 06:59 AM 22 Calibration Check 14-Dac-14]| 08:15 AM 08:37 AM 22 Calibration Check
30-Oct-14 | 06:51 AM 07:12 AM 21 Calibration Chack 15-Dec-14| 0509 AM 05:31 AM 22 Calibration Check
31-Oct-14 | 06:48 AM 07:10 AM 22 Calibration Check 16-Dec-14| 05:46 AM 06:08 AM 22 Calibration Check
01-Nov-14| 06:13 AM 06:28 AM 15 Calibration Check 17-Dec-14] 05:57 AM 06:18 AM 21 Calibration Check
02-Nov-14 | 06:20 AM 06:34 AM 14 Calibration Check 18-Dec-i4} 05:40 AM 06:01 AM 21 Calibration Chack
03-Nov-14 | 06:20 AM 06:41 AM 21 Calibration Check 19-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
04-Nov-14 |  06:20 AM 06:41 AM 21 Calibration Check 20-Dec-14| 06:20 AM 06:41 AM 2 Calibration Check
05-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 21-Doc-14| 06:20 AM 06:41 AM 2t Calibration Check
06-Nov-14| (0620 AM 06:41 AM 21 Calibration Check 22-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
07-Nov-14 | 06:20 AM 06:41 AM 21 Calibration Check 23-Dec-14| 07:21 AM 07:43 AM 22 Calibration Check
08-Nov-14 | 06:20 AM 06:41 AM 21 Calibration Chack 24-Dec-t4| 07:48 AM 08:09 AM 21 Calibration Check
09-Nov-14 | 06:20 AM 06:41 AM 21 Calibration Check 24-Dec-14| 08:16 AM 08:30 AM 14 Ae-calibration
10-Nov-14 |  06:20 AM 06:41 AM 21 Calibration Check 25-Dec-14] 11:56 AM 12:17 PM 21 Calibration Chack
11-Nov-14| 06:20 AM 06:41 AM 2t Calibration Check 26-Dec-14| 07:35 AM 07:56 AM 21 Calibration Check
12-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 27-Dec-14] 09:41 AM 10:03 AM 22 Calibration Check
13-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 28-0ec-14| 06:35 AM 06:56 AM 21 Calibration Check
14-Nov-14| 06:20 AM 06:41 AM 21 Calibration Check 29-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
15-Nov-14| 08:16 AM 08:38 AM 22 Calibration Check 30-Dec-14| 07:46 AM 07:54 AM 8 Calibration Check

31-Dec-14| 06:20 AM 06:41 AM 21 Calibration Check
Minutes Minutes
958 930
Total minutes for quality assurance:
Minutes
1868

Heritage Thermal Services
4th Quarter 2014







SOX MONITOR Thermmo Scientificl
DOWNTIME Model: 43i-HL
Serial Numbers:
1027444707
Inctnerator Operation
Date Stani Time | End Time | Duration Reason Action
WORK ON THIS ANALYZER _
10/26/2014 | 800 PM 8:12 PM 2 Checked for Drift Manual Calibration On Hazardous Waste
11/2/2014 1:01 AM 1:12 AM Checked for Drift None On Hazardous Waste
11/3/2014 2.20 AM 2:32 AM 12 Checked for Drift None - Checked well On Hazardous Waste
1/14/2014 | 10:00 PM 10:10 PM 10 Checking Analyzer None - Checked well On Hazardous Waste
|_12/27/2014 507 PM 5:30 PM 23 Checking Analyzer None - Checked waell On Hazardous Waste
OUT OF CONTHOL PERIODS
SYSTEM RECALIBRATIONS
| 1272472014 | _B6.16 AM_|_ 8:30 AM 14 STACK RE-CALIBRATION NONE On Hazardous Waste

OTHER ANALYZER WORK AFFECTING THIS ANALYZER

4th Quarter 2014

1172172014 | 12:01PM | 12.11PM 10 OTHER ANALYZEH WORK DONE (Wel 02 Manual Cafibration On Hazardous Wasle
12/2/2014 | 5.35AM | 540 A 5 OTHER ANALYZER WORK DONE (Wel 02 None - Checked wall On Hazardous Wasla
12/4/2014 7:05 AM 7:13 AM 8 OTHER ANALYZER WORK DONE (Nox) Changed Pump On Hazardous Wasle
12/4/2014 7:35 AM 7:53 AM 18 OTHER ANALYZER WORK DONE {THC #1) |d punp for second time first pd On Hazardous Wasle
1273072014 | _7.34 AM | 7:44 AM 10 OTHER ANALYZER WORK DONE (Wet 02} Manual Calibration On Hazardous Wasle
Other
UNRECORDED TIME (MISSING MINUTES)
[TOTAL MINUTES IN QUARTER: 132,480
TOTAL OPERATING TIME OF SOURCE: 130,653]
TOTAL DOWNTIME OF CEM SYSTEM: 133
CEM DOWNTIME DURING SOURCE OPERATING TIME: 133
OTAL OPERATING TIME OF SOURCE AND CEM TOGETHER: 130,520
SYSTEM AVAILABILITY 99.9%
Heritage Thermal Services






SOX MONITOR
PREVENTIVE
MAINTENANCE

Date | Duration | ~ Aetivity

toraL |

PR SR B T L RIS W TSy E
(e.g., blowback.manual adjusiment to monitors.elc |

No preventative mainienance had to be performed on monitors this quarter.

Heritage Thermal Services
4th Quarter 2014

Thermo Scientificl
Model: 43i-HL
Sertial Numbers:
1027444707






SN #5600687

TELEDYNE MONITOR LABS Opacity Exceedance EMISSION LIMIT, 20%
MODEL: LightHawk 560 Summary SIX-MINUTE STARTING
AT THE TOP OF THE HOUR
MAXIMUM
Date OPACITY |Duration (min) Reason Corrective Action
10/13/2014 14:06 92.5 42 |Maintenance - Lens Cleaning Complsted Maintenance
11/06/2014 15:18 20.4 18 Quarterly Stack Audit None
60 Total Minutes

Heritage Thermal Services
4th Quarter 2014






TELEDYNE MONITOR LABS Opacity Exceedance EMISSION LIMIT; 20%

MODEL: LightHawk 560 SIX-MINUTE STARTING
SN #5600687 AT THE TOP OF THE HOUR
Waste in Automatic
Incinerator | Combustion | Waste Feed
Date % Opacity Cause of Excecedance Corrective Action Operation Zone? Cutofi?
1 10/13/2014 14:06] 53.35 |Maintenance - Lens Cleaning Completed Maintenance Waslo Yes No
2 10/13/2014 14:12 92.17 |Maintenance - Lens C ganing JCompleted Maintenance Wasle Yes No
] 10/13/2014 1418 92.50 |Maintenance - Lens Cleaning |Completed Maintenance Waste Yes No
4 10/13/2014 14:24] 80.26 _ |Maintenance - Lens Cleaning Completed Maintenance Waste Yeos No
5 10/13/2014 14:30] 20,92 |Mainienance - Lens Clean ng Completed Maintenance. Wasle Yes No
6 | 10/13/2014 15:06] 33.38 [Mainlenance - Lens Cleaning Completed Maintgnance Wasle Yes No
7 10/13/2014 15:12]  33.49  [Maintenance - Lens  Cleaning Completed Maintgnance Waste Yes No
] 1106/2014 15:18]  20.42 |0uartarl¥ Stack Audit None Wasta Yes No
g 11/06/2014 15:54]  29.87 |Quanery Sgck Audit None Waste Yes No
10 | 11/06/2014 16:00] 43.20 |Quartery Stack Audit None Waste Yes No
10__ |Total 6-Minuie Averages in Exceedanca
2 Number of Events |

Heritage Thermal Services
4th Quarter 2014







Flows-Opacity - QA

Date Start Time | End Time | Duration Activity Date Start Time { End Time | Duration Activity
01-Oct-14 | 06:16 AM 06:23 AM 7 Caltbration Check 16-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
02-0ct-14 | 06:16 AM 06:23 AM 7 Calibration Check 17-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
03-Oct-14 | 06:16 AM 06:23 AM 7 Calibralion Check 18-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
04-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 19-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
05-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 20-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
08-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 21-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
07-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 22-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
08-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 23-Nav-14| 06:16 AM 06:23 AM 7 Calibration Check
08-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 24-Nav-14| 06:16 AM 06:23 AM 7 Calibration Check
10-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 25-Nav-14| 06:16 AM 06:23 AM 7 Calibration Check
11-Oct-14 |  06:16 AM 06:23 AM 7 Calibration Check 26-Nav-14| 06:16 AM 06:23 AM 7 Calibration Check
12.0c¢t-14 | 06:16 AM 06:23 AM 7 Calibration Check 27-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
13-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 28-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
14-Oct-t4 | 06:16 AM 06:23 AM 7 Calibration Check 29-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check
15-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 30-Nov-14| 06:16 AM 06.23 AM 7 Calibration Check
16-0Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 01-Dec-14| 06:16 AM 06.23 AM 7 Calibration Check
17-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 02-Dec-14| 06:16 AM 0623 AM 7 Calibration Check
18-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 03-Dec-14| 06:16 AM 06.23 AM 7 Calibration Check
19-Qct-14 | 06:16 AM 06:23 AM 7 Callibration Check 04-Oec-14| 06:16 AM 06:23 AM 7 Calibration Check
20-0ct-14 | 06:16 AM 06:23 AM 7 Calibration Check 05-Dec-14} 06:16 AM 0623 AM 7 Calibration Check
21-0ct-14 | 06:16 AM 06:23 AM 7 Calibration Check 06-Dec-14 06:16 AM 06:23 AM 7 Calibration Check
22-0ct-14 | 06:16 AM 06:23 AM 7 Calibration Check 07-Dec-14| 06:16 AM 06:23 AM 7 Callibration Check
23-0ct-14 | 06:16 AM 06:23 AM 7 Calibration Check 08-Dec-14| 06:16 AM 0623 AM 7 Calibration Check
24-0ct-14 | 06:16 AM 06:23 AM 7 Calibration Check 09-Dec-14| 06:16 AM 0623 AM 7 Calibration Check
25-0ct-14 | 08:16 AM 06:23 AM 7 Calibration Check 10-Dec-144 06:16 AM 06:23 AM 7 Calibration Check
26-Oct-14 | 08:16 AM 06:23 AM 7 Calibration Check 11-Dec-14] 06:16 AM 06:23 AM 7 Calibration Check
27-0ct-14 | 06:16 AM 06:23 AM 7 Calibration Check 12-Dec-14{ 06:16 AM 0623 AM 7 Calibration Check
28-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 13-Dec-141 06:16 AM 06:23 AM 7 Calibration Check
29-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 14-Dec-14] 06:16 AM 06.23 AM 7 Calibration Chack
30-Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 15-Dec-14| 05:22 AM 05.29 AM 7 Calibration Chack
31-0Oct-14 | 06:16 AM 06:23 AM 7 Calibration Check 16-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
01-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check 17-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
02:-Nov-14} 06:16 AM 06:23 AM 7 Calibration Check 18-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
03-Nov-143 0616 AM 06:23 AM 7 Calibration Check 19-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
04-Nov-14| 06:16 AM 06:23 AM 7 Calibration Chack 20-Dec-14 | 06:16 AM 06:23 AM 7 Calibration Check
05-Nov-14 | 06:16 AM 06:23 AM 7 Calibration Check 21-Dec-14 | 06:16 AM 06:23 AM 7 Calibration Check
06-Nov-14 | 06:16 AM 06.:23 AM 7 Calibration Check 22-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
07-Nov-14 |  06:16 AM 06:23 AM 7 Calibration Check 23-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
08-Nov-14 | 06:16 AM 06:23 AM 7 Calibration Check 24-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
09-Nov-14| 06:16 AM 06:23 AM 7 Calibration Check 25-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
10-Nov-14 | 06:16 AM 06.23 AM 7 Calibration Check 26-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
11-Nov-14 | 06:16 AM 06.23 AM 7 Calibration Check 27-Dec-14| 06:16 AM 08:23 AM 7 Calibration Check
12-Nov-14 | 06:16 AM 06:23 AM 7 Calibration Check 28-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
13-Nov-14 | 06:16 AM 06:23 AM 7 Calibration Check 29-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
14-Nov-14 | 06:16 AM 06:23 AM 7 Calibration Check 30-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check
15-Nov-14 | 06:16 AM 06:23 AM 7 Calibration Check 31-Dec-14| 06:16 AM 06:23 AM 7 Calibration Check

Minutes Minutes
322 322
Total minutes for quality assurance:
Minutes
644

Heritage Thermal Services
4th Quarter 2014







TELEDYNE MONITOR LABS
MODEL: LightHawk 560
SN #5600687

Opacity Monitor
Downtime

Date Start Time

End Time

Duration Reason

Action

Incinerator
Qperation

WORK ON THIS ANALYZER

QUT OF CONTROL PERIODS

SYSTEM RECALIBRATIONS

MONITOR EQUIPMENT MALFUNCTION

OTHER ANALYZER WORK AFFECTING THIS ANALYZER

Othar

UNRECORDED TIME (MISSING MINUTES)

TOTAL MINUTES IN QUARTER:

132,480

TOTAL OPERATING TIME OF SOURCE:

TOTAL DOWNTIME OF CEM SYSTEM:

CEM DOWNTIME DURING SOURCE OPERATING TIME:
TOTAL OPERATING TIME OF SOURCE AND CEM TOGETHER:

130.558'
0

(1|

130.653]

SYSTEM AVAILABILITY

100.0%)]

Heritage Thermal Services
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TELEDYNE MONITOR LABS
MODEL: LightHawk 560
SN #5600687

Opacity Monitor
Downtime

Date Start Time End Time Duration

Reason

Action

Incinarator
Ogperation

WORK ON THIS ANALYZER

OUT OF CONTROL PERIODS

SYSTEM RECALIBRATIONS

MONITOR EQUIPMENT MALFUNCTION

OTHER ANALYZER WORK AFFECTING THIS ANALYZER

Other

UNRECORDED TIME (MISSING MINUTES)

TOTAL MINUTES IN QUARTER:

OTAL OPERATING TIME OF SOURCE: |

TOTAL DOWNTIME OF CEM SYSTEM:

132,480
1 30.553[
0

CEM DOWNTIME DURING SOURCE OPERATING TIME:

|

TOTAL OPERATING TIME OF SOURCE AND CEM TOGETHER:

130.653]

[SYSTEM AVAILABILITY

100.0%)]

Heritage Thermal Services
4th Quarter 2014







OPACITY MONITOR

PREVENTIVE MAINTENANCE
Date Duralion Activity
6-Nov-14 120 Audit
Total Minutes: 120

{8.9.. blowback, manual adjustment to monitor}

Heritage Thermal Services

4th Quarter 2014







CO EXCESS Therme Sciantific!
Modsl: 48!
Serial Numbers:

Emissions Limits:
EMISSIONS REPORT
CM10350078

95.26 Tons/Year

Total CO emissions for the quarter: |
|ibs |tons

| 9120]

4.56

Heritage Thermal Services
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Stack #2 - QA

Date Start Time | End Time | Duration Activity Date Start Time | End Time | Duration Activity
01-Cct-14 | 07:17 AM 07.28 AM 1 Calibration Check 16-Nov-14] 10:14 AM 10:25 AM 11 Calibration Chack
02-Oct-14 | 06:17 AM 06:29 AM 12 Calibration Chack 17-Nov-14] 06:38 AM 06:49 AM 1 Calibration Chack
03-Oct-14 | 08:01 AM 08:12 AM 1 Calibration Check 18-Nov-14| 06:40 AM 06:51 AM 11 Calibration Check
04-Oct-14 | 08:24 AM 08:35 AM 11 Calibration Check 19-Nov-14| 08657 AM 07:08 AM i1 Calibration Check
05-Oct-14 | 07:23 AM Q7:34 AM 1 Calibration Check 20-Nov-14] 06:42 AM 06:53 AM 11 Calibration Check
06-Oct-14 | 06:50 AM 07:01 AM 11 Calibration Check 21-Nov-14] 07:28 AM 07.36 AM -] Calibration Check
07-Oct-14 | 06:50 AM 07:01 AM 11 Calibration Check 22:-Nov-14| 06:50 AM 06:58 AM 8 Calibration Check
08-Oct-14 | 06:50 AM 07:01 AM 11 Calibration Check 23-Nov-14| 06:50 AM 07:01 AM 11 Calibration Check
09-Oct-14 | 06:50 AM 07:01 AM 11 Calibration Check 24-Nov-14| 06:50 AM 07:01 AM 11 Calibration Check
10-Oct-14 | 06:50 AM 07:01 AM 11 Calibration Check 25-Nov-14| 06:55 AM 07:06 AM 11 Calibration Check
13-Oct-14 | 06:50 AM 07:01 AM 11 Calibration Check 26-Nov-14| 07:29 AM 07:40 AM 11 Calibration Check
12-0cl-14 | 08:50 AM 07:01 AM 1 Calibration Check 27-Nov-14| 07:00 AM 07:12 AM 12 Calibration Check
13-Ocl-14 | 07:12 AM 07:23 AM 1 Calibration Check 28-Nov-14| 08:20 AM 08:31 AM 1 Calibration Check
14-Oct-14 | 07:12 AM 07:23 AM i1 Calibration Check 29-Nov-14| 08:09 AM 08:20 AM 11 Calibration Chack
15-Oct-14 | 07:03 AM 07:14 AM 11 Calibration Check 30-Nov-14| 06:57 AM 07:08 AM 11 Calibration Check
16-Oct-14 | 06:53 AM 07:04 AM 11 Calibration Check 01-Dec-14| 06:50 AM 07:01 AM 1 Calibration Check
17-0ct-14 |  07:03 AM 07:14 AM 11 Calibration Check 02-Dec-14| 07:14 AM 07:25 AM 1 Calibration Check
18-Oct-14 |  06:50 AM 07:01 AM 11 Calibration Check 03-Dec-14| 06:50 AM 07:01 AM 11 Calibration Check
19-0Oct-14 | 07:02 AM 07:13 AM 11 Calibration Check 04-Dec-14| 08:00 AM 08:11 AM 11 Calibration Check
20-Oct-14 § 06:50 AM 07:01 AM 1 Calibration Chack 05-Dec-14] 06:50 AM 07:01 AM 1 Calibration Check
21-Oct-14 | 06:50 AM 07:01 AM 11 Calibration Check 06-Dec-14| 06:50 AM 07:01 AM 11 Calibration Check
22-0ct-14 | 06:58 AM 07:10 AM i2 Calibration Check 07-Dec-14| 07:.14 AM 0722 AM 8 Calibration Check
23-Oct-14 | 06:50 AM 07:01 AM 1 Calibration Check 08-Dec-14| 08:26 AM 08:34 AM 8 Calibration Chack
24-Oct-14 | 06:50 AM 07:01 AM 11 Calibration Check 09-0Dec-14| 09:45 AM 09:53 AM 8 Calibration Check
25-0ct-14 | 06:50 AM 07:01 AM 1 Calibration Check 10-Dec-14| 06:52 AM 07:03 AM 11 Calibration Check
26-Oct-14 | 0650 AM 07:01 AM 11 Calibration Check 11-Dac-14| 06:38 AM 06:49 AM 11 Calibration Check
27-0ct-14 | 06:41 AM 06:53 AM 12 Calibration Check 12-Dec-14] 07:08 AM 07:19 AM 11 Calibration Check
28-Oci-14 | 07:04 AM 07:16 AM 12 Calibration Check 13-Dec-14| 09:37 AM 09:48 AM 11 Calibration Check
29-Qct-14 |  07:04 AM 07:15 AM 11 Calibration Check 14-Dec-14 | 08:41 AM 08:52 AM 11 Calibration Check
30-Oct-14 | 07:16 AM 07:27 AM 11 Calibration Check 15-Dec-14| 04:55 AM 05:06 AM 11 Calibration Check
31-Oct-14 | 06:29 AM 06:40 AM 1" Calibration Check 16-Dec-14] 06:12 AM 06:23 AM 11 Calibration Check
01-Nov-14| 05:51 AM 06:02 AM 11 Calibration Check 17-Dec-14| 06:43 AM 06:51 AM Calibration Check
02-Nov-14] 06:58 AM 07:04 AM 6 Calibration Check 18-Dec-14| 06:08 AM 06:16 AM Calibration Chack
03-Nov-14| 06:50 AM 07:01 AM 1 Calibration Check 19-Dec-14}  06:50 AM 07:01 AM 11 Calibration Check
04-Nov-14 | 06:50 AM 07:01 AM 1 Calibration Check 20-Dac-14Y 06:50 AM 07:01 AM 11 Calibration Check
05-Nov-141 06:50 AM 07:01 AM 1 Calibration Check 21-Dec-14] 06:50 AM 07:01 AM 11 Calibration Check
06-Nov-14|  06:50 AM 07:01 AM 1 Calibration Check 22-Dec-14| 0650 AM 07:01 AM 11 Calibration Check
07-Nov-14| 06:50 AM 07:01 AM 1 Calibration Check 23-Dec-14| 07:47 AM 07:58 AM 1 Calibration Check
08-Nov-14 | 06:50 AM 07:01 AM 1 Calibration Chack 24-Dec-14| 0835 AM 08:46 AM 1 Calibration Check
09-Nov-14| 06:50 AM 07:01 AM 11 Calibration Check 25-Dec-14| 1222 PM 12:33 PM 1 Calibration Check
10-Nov-14| 06:50 AM 07:01 AM 11 Calibration Check 26-Dec-t4| 07:19 AM 07:30 AM 11 Calibration Check
11-Nov-14| 06:50 AM 07:01 AM 1 Calibration Check 27-Dec-14| 0927 AM 09:38 AM 11 Calibration Check
12-Nov-14| 06:50 AM 07:01 AM 11 Calibration Check 28-Dec-14| 07:04 AM 07:15 AM 11 Calibration Check
13-Nov-14 | 06:50 AM 07:01 AM 11 Calibration Check 29-Dec-14| 06:50 AM 07:01 AM 11 Calibration Check
14-Nov-14 | 06:50 AM 07:01 AM 1 Calibration Check 30-Dec-14| 06:50 AM 07:01 AM 11 Calibration Check
15-Nov-14 | 08:42 AM 08:53 AM 11 Calibration Check 31-Dec-14| 06:50 AM 07:01 AM 11 Calibration Chack

Minutes Minutes
505 486
Total minutes for quality assurance:
Minutes
991

Heritage Thermal Services
4th Quarter 2014







CO Maonitor

Therme Scientilicl

Stack #2 Model: 48i
. Serial Numbers:
Downtime CM10360078
Incinerator
Date Start Time End Time | Duration Reason Action Operation
Stack #2 -CO
WORK ON THIS ANALYZER
QUT OF CONTROL PERIODS
SYSTEM RECALIBRATIONS
OTHER ANALYZER WORK AFFECTING THIS ANALYZER
— Otther
UNRECORDED TIME (MISSING MINUTES)
S INQUARTER: T3Z. 780
[TOVAL OFERATING TIME OF SOURCE: | 150755;'
[TOTAL BOWRTIME OF CEM SYSTEM:
[CEM DOWNTIME BURING SOURCE OPERATING TWE:

TOTAL OPERATING TIME OF SOURCE AND CEMTOGETHER:
EVETEM AVAICABILITY

1dti.u%|

Heritage Thermal Services
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CO Monitor

Stack #2
Preventative
Maintenance
_Date | Duration | Aemvity
TOTAL _T_ ] S
PR Ny ¥ (AN SN e e S
(e.g., blowback.manual adjustiment to monilors.etc}
I T _— —_—

— e e r—— e — ——— . 2.
No prevantative maintenance had to be performed on monitors this quarer,

Heritage Thermal Services
4th Quarter 2014

Tharmmo Scientificl
Model: 48i

Serial Numbers:
CM10360078






